ILDING
DEPARTMENT

CITY OF SACRAMENTO

Planning and Building Department :);;lmltg:::;r;&u Center
Building Division CALIFORNIA Sacramento, CA 95814-2998
. North Permits Center
2101 Arena Bivd., Suite 200
Sacramento, CA 95834
ADDRESS 26> JH/ %/47 (", _PERMITNO. Gy 5257
INSPECTION COMMENTS __ PERMIT DOCUMENTS
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S roressons % INSULATION CO CTORS
H wary % ASSOCIATIO
: m— OF AMERICA_;
% - m
at&u_v\ bJ/.d
hsm;INﬂ

1321 DUKE STREET, SUITE 303 » ALEXANDRIA, VA 22314 » (703) 739-0356

. LOT # TRACT #
STREET AP2R \&\\ N\mﬂ\\@e\ CITY
7
EXTERIOR WALLS:
R-
MANUFACTURER THICKNESS/TYPE <>Emh.WI|
CEILINGS:
BATTS: R-
MANUFACTURER THICKNESS/TYPE <>_.cm|MP
BLOWN IN: MINIMUM R- X
MANUFACTURER THICKNESS <>_.cm-Ul
SQUARE FOOTAGE COVERED NUMBER OF BAGS USED
FLOORS: R-
MANUFACTURER THICKNESS/TYPE VALUE
SLAB ON GRADE: R-
MANUFACTURER THICKNESS/TYPE VALUE
WIDTH OF INSULATION INCHES
FOUNDATION WALLS: R-
- MANUFACTURER _ THICKNESS/TYPE VALUE
GENERAL CONTRACTOR
CALIFORNIA CONTRACTORS LICENSE #
DATE
SIGNATURE TITLE
INSULATION CONTRACTOR ARCADE _ch_.>.w_oz
CALIFORNIA CONTRACTORS LICENSE #815286
NEVADA CONTRACTORS LICENSE #55201
DATE
SIGNATURE TITLE




KwikKote No. 200-923057

. Stucco System
Installation Card

Job Name: NAPA VALLEY COLLECTION
Address: 22 MILL VALLEY CIRCLE
SACRAMENTO, CA
Lot #: 0067-15

Stucce System Trade Name: KWIK KOTE
Stucco System Manufacturer: KWIK KOTE CORP.

ICBO Evaluation Service, Inc.
Report No. 3607
Date of Job Completion:

Home Builder: LENNAR RENAISSANCE

- ... .. __. hAddress: 1075 Creekside Ridge Dr. #100
ROSEVILLE, CA

Stucco Contractor: KENYON PLASTERING, INC.
Address: PO BOX 2077
North Highlands, CA

Telephone Number: 916/349-8191

Approved Contractor Number as
issued by the Stucco Manufacturer: 1001

Card Print Date: 09/21/2004

This is to certify that the stucce system on the building exterior at the above address had been installed
in accordance with the evaluation report specified above and the manufacturer's instructions.
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INSTALLATION CERTIFICAT] CF-6R
- i AENNAISSANCE- NAPA @ HERITAGE PARIC  _ b

X

Site Address Permit Number
An ingtafiation cortificute is required 1o be ppated st the building site or made uvalinble for aif approprisie ingpections. (The information
provided on this form {s required; hawever, use of this forn 10 provide the information iz optional ) After completion of final ingpection

8 zopy mast be provided to the building department (upon request) and thé building owner at accupancy, per Section 10-103(b).

HYAC SYSTEMS;
Haating Bquipment
Equip. Duct Heuting
Type (pkg. CEC Certified M name und # of identical (1) Efficiency (AFUE, Location Duet or Piping Heating Load Capacity
Heat pump) Moxdel # Systerns ot} > CF-IR value  (attle, atc ) R-velue {Btu/hr) {Bru/hr}
Fumace CARRIER #$58MVP040-14 1 94.00 AltiG R-6 32,032 40,000 Pian 11851
Fumace CARRIER $58MVP040.14 1 84.00 Attie R-8 34,084 40,000 Plan 1152
Furnace  CARRIER #58MVP080-20 1 94,00 Allic R-8 35,849 80,000 Plan 11563
Furnace CARRIER #88MVP080-20 1 94,00 Attic R-0 35,284 80,000 Plan 1154
Cooling Egulpment
Equip. CEC Centified Compressor Duct Coanling
Typo(pkg.  UnitM Namewna ¥ OF ldentica O Oy SR Loaion  Duct Rovalue Lnfdb::::hr) Cupacity
Heat pump) Maodel # ystem ' {mutic, etc.) (Btwhr)
Condansar  CARRIER #38TDB03S" W 18.8 Aitle R-8 27,493 8000 Plan 1151
Condenser CARRIER #38TDBO3S* 1 158 Altie ) 30.872 38.000  Plan 1152
Condenser  CARRIER £38TDB048" 1 18.8 Attic R- 31,408 47,800 Plan 1153
Cendensar  CARRIER #38TDBO48* 1 1.8 Atlic R-8 30,906 47500 Plan 1154
(1) %reads grester than or equal 10. *= Thermal Expansion Valve

L. the undersigned, verify that equipment listed above is: 1) is the actual equipment insiailed, 2) equivalent to or more

sificient than that spesified in the canificata of compliancs (Form CF-1R) submitted for compliance with the Energy

Bfficiency Standards for residentia! buildings, and 3) equipment ihat moets o exceods the.approprise requiremens

_for mana devices (froin the Appliance §fficiency Regulations or.Pan 6, where. spaticabin Ll

Beutler Corporation
Instalting Subtontractor (Co. Name)
OR Genural Contractor ( Co. Name} OR Owner

Diktribution (21 Rarad Tank External

CEC Certifiod Mfr Type (5ud, I Reciccutation W of dentical frput (KW or  Velume (n Efficiency (2 Ssandby Inswlstion

Heaver Type Namea £ Model ¥ point of use) Cantrol Type Syttems B (gallons) (EF,RE) Loss (%)  Revalug
7 [ YJooon <2 Lo & M

(2) For small gay starage (raied input of tess then or equal 10 75,000 Btu/hir), efectric resistance and bead pump water heniers, list Energy
Factor. For iarge gas storage water heaters {rated inpux of greater than 75,000 Biwhr), tist Recovery EMciency, Standby Loss and
Rated Input. For instantamceus gas water heaters, list Recovery efficioncy and Rated jnput,

(3) R-12 externat insulation is mandatory for slorage water heaters with an snergy factor of less that 0 58

All lhoets and showerheads installed are cortified 10 the Commission, pursuant to Tite 24, Part 6, Section (11,

f, tho undersigned, verify thar equipraont listed above My signature 13; 1) the actual equipment inytalled; 2) ¢quivalent to or more efficieny
than that specified in the certificats of compliance (Form CF-tR) submined for complinnce with the Energy Eflcioncy Standards for
residentisl byildings, 3) equipment that mests or exceeds the approprinte requirements for manufaciueed devices [fram the dppliance
Part ), where applicable.

A Sf.na‘u{]‘ Dme Instailing Subcontractor (Co. Name)
OR General Contractor ( Co. Name) OR Qwner
COPY FO: Buiiding Dopartment

HERS Provider {If apphicabie)
Building Cwner st Occupancy



