CITY OF SACRAMENTO oo Permit No: 0319357

11231 1 Street, Sacramento, CA 95814 Insp Area: 4
Thos Bros: 277 H7

Site Address: 1700 DEL PASO BL SAC Sub-Type: REM
Parcel No: 275-0131-005 North Sacramento Design Review  Housing (Y/N): N
CONTRACTOR OWNER ARCHITECT

KELLEY CONSTRUCTION FRIEDLANDER DANIEL A MONIZ & RUSCONI
31120S8T 1700 DEL PASO BL 18121 ST

SUITE 9 95816 SACRAMENTO CA 95815 SACRAMENTO, CA 95814

Nature of Work: REMODEL OF EXISTING MOTEL INTO OFFICE SPACE

CONSTRUCTION LENDING AGENCY : [ hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (Sec. 3097, Civ. C).

Lender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: 1 hereby affirm under penalty of petj
(commencing with section 7000) of Division 3 of the Business and Professions Code and my liceps€ i

XLicense Class E I License Number 308829 ?ﬁ)ale ?" Z-g* 0¢ ﬁontracto Signature

OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that 1 am exempt from the contractor§ License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

I, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offeredfor
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for sale. If, however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for
the purpose of sale.)

1, as owner of the property, am exclusively contracting with licensed contractors to construct the project (Sec. 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of property who builds or improves thereon, and who contracts for such projects with.a contractor(s)
licensed pursuant to the Contractors License Law).

T am exempt under Sec, B & PC for this reason:

Date Owner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city relies on the representation of the applicant, that the applicant verified all
measurements and locations shown on the application or accompanying drawings and that the improvement to be constructed does not violate any law or
private agreement relating to permissible or prohibited locations for such improvements. This building permit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of improvements.

XDale 7"”" c][ \‘e\pplicam/Agent Signagure 2

WORKER'S COMPENSATION DECLARATION: I hereby affirm under penmm ofe of the fallewing declarations:
[ have and will maintain a cértificate of consent to s¢lf-insure for workers' compematfon %gggxwﬁd‘ for't by Section 3700 of the Labor Code, for the

perfornyance of work for which the permit is issued. C“"
y’* I have and will maintain workers' compensation insurance, as requ&égiy Sectm‘\a‘LO &tﬁ: L‘a%o"r Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance carrier and policy number aré: (W ‘;\"\« EAN
R v
Carrier STATE FUND Policy Number 13 13’;35( (Ql Exp Date  07/01/2005

(This section need not be completed if the permit is for $100 or less) 1 certify that in the performgate of the work for which this permit is issued, Ishall
not employ any person in-any manner so as to become subject to the
workers' compensation provisions of Section 3700 of the Labor

ﬂ)ate 7 M’ ’7” \Apphcant : ignature

WARNING: FAILURE TO SECURE WORKER’S COMPENSATION COVERAGE IS LAWFUL AND SHALL SUBJECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.

" THIS PERMIT SHALL EXPIRE BY EIMITATION IF WORK ISNOT COMMENCED WITHIN 186 DAYS.
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CIRCO System Balance, Inc.

Contractor License 3824117
- HYDRONIC - TEMPERATURE - SOUND - SYSTEM SURVEY
4100 FLORIN-PERKINS RD. SACRAMENTO, CA. 95826 (916) 387-5100 FAX (916) 387-5101

JUNE 30, 2006

AIR BALANCE REPORT
CIRCO # 606-9802-B1

ARDEN MOTEL OFFICE CONVERSION

PROJECT:

1700 DEL PASO BOULEVARD
SACRAMENTO, CALIFORNIA

LOCATION:

MONIZ & RASCONI

ARCHITECT:

CONTRACTOR:  KELLY CONSTRUCTION, INC,

" AIRBALANCE NEW TWO TON HEAT PUMP
#HP-1

DESCRIPTION:

REMARKS

SUPPLY, RETURN & EXHAUST AIRFLOWS WERE MEASURED USING AN
ALNOR FLOWHOOD. ,
DESIGN AIRFLOW TOTAL EQUALS:
400 CFM PER TON x 2 TONS = 800 CFM.

SYMBOLS USED IN THIS REPORT INCLUDE;

cD

CEILING SUPPLY DIFFUSER

S8 = SIDEWALL SUPPLY GRILLE
CR = CEILING RETURN
CE = CEILING EXHAUST INLET

et
!.“‘y'i FIE [ T S R

TESTS PERFORMED BY:

MATT MURPHY



CFM STANDARD FLOW CFM TEST READING
1690 1690

1450 . 1450
1230 : 1230
900 900
' 900 200

740

440
440

TESTED RY:

THE ABOVE TEST DATA WAS mummommmemmmm THE CALIBRATOR OF THis
HWMWMWMMGMRAESTM

MATT-SUPPLY




C 'RCO System Balance, In¢c,
- ONIC - TEMPERATURE . -

UND - SYSTEM §
4100 FLORW PERIINS RD .

CFM STANDARD FLOW CFM TEST READING |
B 1800 1800
1500 1510
800/2000 1666 1000
950 950
900 910 o
B 840 835
400/1000 740 740
T 640 640
450 450
T 440 445
360 | 360 |
Como | 260 260 ]
230 230
130

135




SB JOB# 9802

CIRCO System Balance, Inc.  S=mov 3 _pase 3

DATE June 30, 2006

FAN & OUTLET TEST SHEET

AREA SERVED OFFICE CONVERSION

MOTOR NAMEPLATE DATA

TEST 3
MFG GE FR 48 VOLTS 211 217,
HP - V208 FLA 2.0 AMPS 1.1 1.7
PH 1 SF _1.0 RPM 28PEED 8.H.P. - -

FAN NAMEPLATE DATA

MFG____ BRYANT CFM TOTAL 650 900
MODEL # GOLANXO030 CFMRA. 600 45
TYPE ___ PACKAGED HP CFM OA. 50 158
SIZE___2TON '

FAN DESIGN DATA

OPENING A DESIGN TEST 1 “TEST 2 TEST 3
NO. [TYPE SIZE FPM JcFrm | FrPM [ CFM [ FPM | CFM | FPM T CFM

g

SUPPLY_
[STORE| 1 | cD 10x6 1,00 50 75
MEET 1| 2 | CD 10w6 1,00 100 170
MEET 1| 3 [ CD 1026 1.00 iio 180
ENTRY| 4 | CD| 14m6 1,00 120 130
MERY32| 5 | 88 14x6 | 1.00 140 190
TOILET| 6 | CD Sx6 1.00 —60 78
TOLET| 7 [CD| 8x6 1.00 70 20




58 JOB® 2302

CIRCO System Balance, Inc.  S&mov T _ Pase —3—

DATE ~— June 30, 2006

TEST SHEET

AREA SERVED  TOILET EXHAUSY FANS CEF1&2

OPENING _ i DESIGN TEST#3
ROOM PACTOR™EpM | CFM FPM | CFM

.[TYPE SIZE

&x8
SxB

REMARKS:




PAINTER PLUMBING

COMMERCIAL » RESIDENTIAL = SOLAR
CONTRACTOR LICENSE #177531
6804 FAIR OAKS BLVD. CARMICHAEL, CA 95608-3814
(916) 488-0588

(s PICE 21200C  Foz-

| 700 PEL- s Bolsir —

BLprPe A

GAL DPEAMMALE - 199,000 B5Tw ( 2EE
ATTACHEL |k, H. SLEMITIA

TETAL- PEXELOPED LenGTH o 180 cepT |

FER UPL -TABLE (2-3 : Y Pre fex'p

REQUIR-EL FLLE : 0"

KEN 4y HéuMTEF
S/ A/ 055




From:PACE SUPPLY COMPANY 04/01/200 06:58 #222 P.001
SANDBLASTER

NEW!

u 80% Thermat Eficlency
= Front, Top or Reer Water Connections
u Naw Hydro Gannon Self-Clusning Devics

- Commercial Gas Water Heater

State Waller Hoabers' Sandblaster i tha oviginel Sel-Cleaning commercial gas water heater,
with @ proven design that autamatically reduces sediment bulidup, the number ons threat
o anry waler heatr's fife expoctancy and snergy-efficiancy.

Thanmmmﬂwmmm-dnmw

device injects coid water imo the tank under pressure and

then uses & ventur] action 1o craate eelf-cleening tubulence,

Seif-Closning action keepe sediment In suspension, and

keeps k moving. 50 it dooa not pet a chance to sattle down,

Sediment that would otherwise bulld up in the tank s

harmisssly carried out when hot water I8 tdrawn. With -
reduced sediment bulidup, Sandbiaster commercial water heaters retain thelr rated
sfficiency longer, last longer, and help keep water heating costs down!

. s-huw'u-mwwm
% ASME Construotien avalisble on 199,000 thry 500,000 Bty sizes,
» Hydro Corman Sulf-Gloaning Peaturs - New computer designed device

reduces harmful sediment bulidup ingide the tank, WSBD"MW
efficient, 0 It asves money throughout its ife.

] lﬁmmmmmmu
heater riseds repiacement during basio 3-yoor warranty: $500 LRA for inputs of
140,000 10 225,000 Btu's and $1 mwmmammwmm

® Foam nwulalion - Reduces heat loas over 24 times moro effactively than
standard fberglmss. .

= Factory-installed Tomperalure & Prossure safely vaive (TSP Vaive).

© W Factery-nstatied Energy Cut-O1f (“EC0") sately switch.
"m Tonk inspection Port for sasy sccess to tank interior on alf models.
» Mmdmum Hydrosiatic Warldng Pressure: 100 pel.

= mmmm-mwmmmbmm
the tap, tront and rear uffaring inataistion fiexdbilty,
mmmwmmm)

& Anades ~ Long lasting staintass stnel core snoces. . MWW—MRWHMWMMKMMMMO
© 8 On/0N Power Switch - Ellminates the need 10 wire give o seamioss barrier speist corasion by hot watsr.
separate siacirica) connection box, » m
[ ] mmnmm-ammm - = uwmmm 120.0MM200,000M!Q#9003433
pilot and provides flame falire response in less than 250,000 thy 500,000 Biu kit #9003434,
one second, = Log Kit for UL Sanitation 50 Mowt NSF 3 — It 49003425,

w Fuly Tonted for Safvty and Partormence - Design ~  _

cerified by the Underwriter’sLabivary for 180° hot S ey ittt Mawtas Wttalotiore:
SEOEEhIIRE, R

Santaton Founcet . Ot oD

WATER HEATERS 500 Lindahl Parkwey, Ashignd City, TN 37015
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From=PACE SUPPLY COMPANY

04/01/2005 06:58 #222 P.002

it
f

Moris Nurber

S8071 120N
SB0AT 154NE
§B08T 180ME
D100 193NET
SBD\OO 199NE

$8081 100NE
§6D100 10ONES
$60100 19ENES A
SBD100 250NE
§BD100 250ME A
$8DE5 251N
S8066 Z61NEA
880100 27SNE
5BD100 27SNE A
$BDE6 ADENE
SBOG6 SOSNE A
88085 Jo5N8
88085 JESNEA
5BD100 399nE
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Gas watar heatar(s) sha¥f be & SWie Water Hieaters' Sandblunter® G850~ Modsi Number,
— whe S0 Iape Cagactly, an lnpul e of

Water onell be wilh conivo! Systam o o 100°
ozt 1 "“"-ﬂﬂﬂ:hwundﬂ=?dhn

mMMMUMWmuﬂmhhﬂmmﬂt

\WNTRIRY a0RINEL Ty dud 1o conosion, mute) overhaatng

uﬁﬁﬁnmuuuanunmum ok o

2. Ageing! slectrolytic comogien by multipls, factory-insiied anodos.

2. Ageiwt felira dun fo overhenling caused by the bulidesp of scele, im end other sedimant
mmmmuhmmnmnmnmu

Inigt waler In sUch & way that microscopic perticies of solids shafl be kept In

sumparwion ancl sehausted from 1o walr healor on st or succapeive hot walky drawe.

The bumesie) shal hwwe an indivikms oriice for oach buvner Wb and bé consiruched of hubuder

shuminized o sainfess siel mounted iy an swally romoveble iy,

Wvher tusalnris) shall heve the UL s of corsficeiion, & virng pressure of 100,

8
ABA ratad termpershre and prase rellaf vaba, andi s 236 x 3% ank W

©

WATER HEATERS 500 Lindahi Parovay, Astiand Clty, TN 37015
SA0/000% m&wmm
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WATER AND WASTE SERVICE CALCULATIONS

JOB NAME: il coriitiimas: . | DATE: 02/25/08
FIXTURE TYPE . COLD WATER HOT WATER TOTAL
WATER

FU | TOTAL| FU | TOTAL FU
HOSE BIBB (FIRST) 25 25 0 25
HOSE BIBB (ADDITIONAL) ig oh 1 2 0 2

LAVATORY (SINGLE) ' . . 16
SHOWER 1.5 . 32
WATER CLOSET, 1 e TANK 1o 25
0

TOTAL FU 1120
EQUIVALENT COLD WATER FLOW RATE (GPM):
ADDITIONAL DEMAND LOAD (GPM)

PRESSURE AVAILABLE AT MAIN (PSI):

[ MINIMUM REQUIRED FIXTURE PRESSURE (PSI):
ELEVATION RISE (FT):

METER LOSS (PSI);

BACKFLOW PREVENTER LOSS (PS):

ADDITIONAL LOSSES (PSI):

EQUIVALENT PIPE LENGTH FROM METER TO MOST REMOTE FIXTURE (FT):
FRICTION LOSS PRESSURE AVAILABLE (PSI):

MAXIMUM ALLOWABLE FRICTION LOSS (PSI/100 FT):
WATER FLOW VELOCITY (FPS):

CALCULATED FRICTION HEAD LOSS (PSI/100 FT):

MINIMUM REQUIRED 'WATER' PIPE SIZE (INCHES):
MINIMUM REQUIRED 'WASTE' PIPE SIZE (INCHES):
(CALCULATIONS PER THE UPC/CPC)




WATER PIPE SIZING CHART

PIPE SIZES CALCULATED BASED ON UPC/CPC APPENDIX A

3/4"
1
1-1/4"
1-1/2"
"
212"
3"
4"
5"

8"

Constant
W Max Ve
4W Max Ve

72"
34
1 "
114"
72"
2"
Az
3"
4"
5"
6“
8"
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WATER AND WASTE SERVICE CALCULATIONS

JOB NAME: . . - | DATE: 02/25005
FIXTURE TYPE . COLD WATER HOT WATER

FU | TOTAL| Fu | TOTAL
LAVATORY (SINGLE) o 9.75 9.75
SHOWER 20 1.5 15 1.5 15

SINK, 1-1/2" TRAP 15 3 1.5
WATER CLOSET, 1.6 TANK 25 0

HAp i i : o i q :
. i) arwlhbﬁﬁ ] ] : ] A

TOTAL FU

EQUIVALENT COLD WATER FLOW RATE (GPM):

ADDITIONAL DEMAND LOAD (GPM)

PRESSURE AVAILABLE AT MAIN (PSI):
“MINIMUM REQUIRED FIXTURE PRESSURE (PSl): - -

ELEVATION RISE (FT):

METER LOSS (PSl):

BACKFLOW PREVENTER LOSS (PSI):

ADDITIONAL LOSSES (PSI):

EQUIVALENT PIPE LENGTH FROM METER TO MOST REMOTE FIXTURE (FT):

FRICTION LOSS PRESSURE AVAILABLE (PSl):

MAXIMUM ALLOWABLE FRICTION LOSS (PSI/100 FT):

WATER FLOW VELOCITY (FPS):

CALCULATED FRICTION HEAD LOSS (PSI/1100 FT):

MINIMUM REQUIRED 'WATER' PIPE SIZE (INCHES):

MINIMUM REQUIRED "WASTE' PIPE SIZE (INCHES):

(CALCULATIONS PER THE UPC/CPC)




WATER PIPE SIZING CHART

PIPE SIZES CALCULATED BASED ON UPC/CPC APPENDIX A

Constant
SW Max Ve
4W Max Ve

1 I2ll

3[ “

1"

1..1/4!!

1-1,2u

2"

2..1/ "

3"

4“

5"

6"

8"

GPI

38
10.0
20.2
35.1
55.5
114.9
203.0
324.2
680.8
1220.2
1966.5
4094 .8




