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INSTALLATION CERTIFICATE (Page 3 of 12)

4330 3rd Ave Sacramento CA 95817 06-05752

Site Address Permit Nuthber

An installation certificate is raquired to be posted at the building site or made available for all appropriate inspectipns. (The
Information provided on this form is required) After completion of final inspection, a copy must be provided to the building
department (upon request) and the bullding aowner at occupancy, per Section 10-103(a).

HVAC SYSTEMS:
Heating Equipment

|Equlp Typ CEC Certified Mfr, Efficiency Duct Duct or Heating Heating
(pkg. Name, Mods) and (AFUE, otc.)1 | Location | Piping Load Capacity
heat pumg Serial Number >(CF-1R value)| (attic, etc.)| R-value (Btu/hr) (Btu/hr)

Split GOODMAN 0.0 Attic |R6 o1 80000

GMS80703AX

Cooling Equipment

Equip T CEC Certifiod Mir. # of Efficlency Duct Puct or Cooling Cooling
(pkg. Name, Model and Identical | (AFUE, etc.)1 | Location Piping Load Capacity
heat pum Seral Number . . Systems | »(CF-1R value)) (attic, etc.)| R-value (Btumr) (Btu/hr)

Split GOODMAN 1 13.00 geer | Attic | R6 0 ‘ 36000

GSC130361 11.00 gER

Coll ADP

JE33336C 14562

1. > symbol reads greater than or equal to what is indicated on the CF-1R value.
Include both SEER and EER if compliance credit for high EER alr conditioner is claimed.

I, the undersigned, verify that equipment listed above is: 1) is the actual equipment installed, 2) equivalent to or more
efficient than that specified in the cartificate of compliance (Form CF-1R) submitted for compliance with the Energy
Efficlency Standarda for residential adidings, and 3) equipment that meets or exceeds the appropriate requirements for
manufactured devices (from the Appliance Efficlency Regulations or Part 6), where applicable.

)X-’"’ Bell Bros Heating & Alr

(/’ f@h""” Date / installing Subcontractor (Co. Name)
' OR General Contractor (Co. Name) OR Owner

COPY TO: Bullding Department
HERS Rater (if applicable)
Building Owner at Occupancy




INSTALLATION CERTIFICATE _ (Page 4 of 12) _
4330 3rd Ave Sacramento CA 95817 06-05752

Site Address Permit Number

INSTALLER COMPLIANCE STATEMENT FOR DUCT LEAKAGE

Tested at Final D Tested at Rough-in

The building was:

Copies to: Bullder, HERS Rater, Bullding Wﬁﬁ%uganq and Bulldlm Department
INSTALLER COMP%B;E STATE

INSTALLER VISUAL INSPECTION AT FINAL CONSTRUCTION STAGE:
Bémova at least one supply and one return register, and verify that the spaces between the register boot and the interior
finishing wall are properly sealed.
if the house rough-in duct leakage test was conducted without an air handler installed, Inspect the connection points
between the air handler and the supply and return plenums to verify that the connection polnts are properly sealed.
nspect all joints to ensure that no cloth backed rubber adhesive duct tape is used

[TOUCT LEAKAGE REDUCTION

Procedures for fleld verification and dlagnostic testing itribution systems are available in RACM, Appendix RC4.3
NEW CONSTRUCTION:

Duct Prassurization Test Results (CFM @& 25 Pa) Measured
Values

1 Enter Tested Loakage Flow In CFM: -

2 Fan Flow: Calculated (Nominal: chlng DHeatIng) or [_IMeasured
If Fan Flow is Calculated as 460 cfm/ton x number of tons or as 21.7 cfm/(kBtuw/hr) x Heating
Capacity In The ds of Biu/hr, enter total calculated or measured fan flow in CFM here: ! ZOO

'——

3 Pass if Leakage Percentage < 6% for Final or < 4% at Rough-in:
[100 x.[ (LInO#ﬂ'I . ‘!I..Ine#Z)]) i

|ALTERATIONS; Duct System and/or HVAC Equipment Change-Out

4 Enter Tested Leakage Flow in CFM from Pra-Test of Existing Duct System Prlor to Duct
System Alteration and/or Equipment cmwut.
5 Enter Tested Laakage Flow in CFM from Final Test of New Duct System or Altered Duct L‘IB
System for Duct System Al lon and/ nt Cha
6 Enter Reduction in Leakage for Altered Duct System
[ (Line # 4) Minus {Line # 5)] - (Only if Applicable)
7 Enter Tested Loakage Flow in CFM to O Only if Applicable

8 Entire Ne System - Pass If s Percentage < 6% for Final or < 4% at Rough-in
00 1\ wine#5) NT-OL) Linesx2y 4 7

TEST OR VERIFICATION STANDARDS: For Altered Duct System and/or HVAC Equipment Charige-Out
tUse one of the following four Test or Verification Standards for compliance:

9 Pass if Leakage Percentage « 15% [100 x [ {Line #5)/ (Line # 2)1]1

10_Pass if Leakage to Outside < 10% [100 x Line#7)/ {Line # 2

11 Pass if Leakage Reduction Percentage > 60% [100 x [ (Line #6)/ (Line # 4)]]

and Verification by Smoke Test and Visual inspection

12 Pass If Sealing of all Accessible Leaks and Verification by Smoke Test and Visual Inspaction

Pass If One of Lines # 9 through # 12 pass

,l: I I, the undersigned, verify that the abovae diagnostic test results
were parformed In conformance with the requirements for compliance credit. |, the undersighed, also certlfy that the newly
Installed or retrofit Alr-Distribution System Ducts, Plenums and Fans comply with Mandatory requirements specified in

Section 150 (m) of the 2005 Building Energy Efﬂcloncf\undam.
: — < / o /0L Bell Bros Heating & Alr
/

/ Installing Subcontractor (Co. Name) OR
General Contractor (Co. Name)




INSTALLATION CERTIFICATE (Page 5 of 12) —
4330 3rd Ave Sacramento CA 95817 06-05752

Site Address Permit Number

THERMOSTATIC EXPANSION VALVE (TXV)
Procedures for field verification of thermoatatic axpansion valves are available in RACM, Appendix Rl

Access is provided for inspection. The procedure shall

lZves DNo consist of visual verification that the TXV Is installed on
the system and Installation of the specific equipment
shall be verified.

Yes is a pass l/i’ass I ! IFaII
Il

[C] REFRIGERANT CHARGE MEASUREMENT
Verlfication for Required Refrigerant Charge and Adequate Airflow for Spiit System Space Cooling Systems withoyt
Thermostatic Expansion Valves

Outdoor Unit Serial #

Location

Outdoor Unit Make

[Outdoor Unit Model

Cooling Capacity ) | Btuhr

Date of Verlfication

Date of Refrigerant Gauge Callbration {must be checked monthly)

Date of Thermocouple Calibygtion {must be checked monthly)

Standard Charge Measurement Procadure {(outdoor alr dry-bulb 550F and above):
Procedures for Determining Refrigerant Charge using the Standard Method are avallable in RACM, Appendix RD2.
Note: The system should be installed and charged in accordance with the manufacturer's specifications before starting this

procedure.

Measured Temperatures

Isupply (evaporator lsaving) sir dry-bulb temperature (Tsupply, db)
Return (evaporator enterii ir dry-bulb ure (Treturn, db
Return (evaporator enteri ir wot-buil rature (Treturn,
Evaporator saturation temperature (Tevaporator, sat)
Suction line temperature {Tsuction, db)

Condenser (entering) air dry-bulb temperature (Tcondenser, db)

Superheat Charge Method C; for rant Charge
Actual Superheat = Tsuction, db ~ Tevaponstor, sat

Target Superheat (from Table RD-2)
Actual Superheat — Target Superheat (System passes If between -5 and +5°F)

Temperature Split Method Calculations for Adaquate Airflow
Split Method Calculation is not nacessary if Adequate Airflow credit Is taken




INSTALLATION CERTIFICATE . {Page 6 of 12) _
4330 3rd Ave Sacramento CA 95817 0605752

Site Address Permit Number

Standard Charge Measurement Summary:
System shall pass both refrigerant charge and adequate airflow calculation criteria from the same

measurements. If corrective actions were taken, both criteria must be remeasured and recalculated,

| | Ires | INo  System Passes

Alternate Charge Measurement Procedure (outdoor air dry-bulb below 55 oF)

Note: The system should ba Instalied and charged in accordance with the manufacturer's spacifications and installer
verification shall be documented on CF-6R befare starting this procedure. If outdoor air dry-bulb is 55 oF or above, installer
shall use the Standard Charge Measure Procedure:

Procedures for Determining Refrigerant Charge using the Alternate Method are available in RACM, Appendix RD3.
Weigh-in Charging Method for MM._
Actual liquid line length: it
Manufacturer's Standard I : 11
Difference (Actual — Sta 2 ft
Manufacturer's correction (ounces per foot) x difference in length = ounces

(+ = add) (- = remove)

Measured Airflow Method for Adequate Alrflow Varification avallable in RACM, Appendix RD2.6
ICalcuIated Airflow: Cooling Capacity (Btu/hr) X 0.033 (cfm/Btu-hr) = CFM
Measured Alrflow is CFM ured airflow must be greater than the calculated airflow).

Alternate Charge Measurement Summary:
System shail pass both refrigerant charge and adequate alrflow calculation criteria from the same measurements. If corrective

actions were taken, both cr must be re and recalcul .
| I Fes | Fo System Passes |

L\' ‘0\0 Bell Bros Heating & Air
g

Uignature, Da Installing Subcontractof {Co. Name) OR
General Contractor (Co, Name) OR Owner

COPY TO: Building Department
HERS Rater (If applicable)
Building Owner at Occupancy




INSTALLATION CERTIFICATE (Page 8 of 12)

4330 3rd Ave Sacramento CA 95817 06-05752

Site Address Permit Nurmmber

FAN WATT DRAW
Procedures for measuring the air handier watt draw are available in RACM, Appendix RE3.2.,
Method For Fan Watt Draw Measurement
RE3.2.1 Portable Watt Meter Measurement
RE3.2.2 Uthiity Revenue Meter Measurement

M’ Fan watt Draw: Enter results of Watts/cfm:

Houl_l"ud Fan Flow (Enter tojt_al ofm from airflow verification)

Enter results of Watts/cfm:

DYes DNO ' Calculated fan watt/cfm Is equal to or lower than the fan
wat/cfm draw documented in CF-1R D

Yes is a pass

[C] ADEQUATE AIRFLOW VERIFICATION
Procedures for field verification and diagnostic testing of adequate airflow are available in RACM, Appendix RE4.1,
Method For Alrflow- uremont
I Yos I ho _{Duct design exists on plans
RE4.1.1 Dll_!_mwe Fan Flow Using Flow Capture Hood
RE4.1.2 Diagnostic Fan Flow Using Plenum Pressure Matching

RE4.1.3 Diagnostic Fan Flow Using Flow Grid Measurement
Measured Airflow:

| fves | Mo _IMeasured sirfiow is greater than the criteria In Table RE-2

|Yes is a pass

[C] mAXiMUM COOLING CAPACITY
Procedures for determining maximum cooling ipad capacity are available in RACM, Appendix RF3.
1 Yos ngho Adequate girflow verified (see adequate airflow credit)

Yoz No Row or TXV

2

3 Yes | F D reduction cred|

4 Yes [ Cooling capacities of installed systems are = to maximum cooling
capacity indicated on the Performance’s CF-1R and RF-3.

if the cooling capacities of installed systerns are > than maximum

Yes o cooling capacity in the CF-1R, then the electrical input for the

Cves  [Che]

installed systems must be $ to electrical input in the CF-1R.
Yes to 1, 2, and 3; and Yes to either4or5is a

| I HIGH EER AIR CONDITIONER

rocedures for verification are avallable In RACM, Appendix RI.
Yes Eo EER valugs of installed systems match the CF-1R

P
1
2 Yes ho For split system, indoor coil is matched to outdoor coil
3 Yes Time Delay Relay Verified (If Required)

Yes to 1 and 2; and 3 (If Required) is a pass

Cl

_@W%‘S ' L\ ’ 00 Bell Bros Heating & Air

Tests V) Signature, Date Installing Subcontractor (Co. Name) OR
Performed : General Contractor (Co. Name)

COPY TO: Bullding Department, HERS Rater, Bullding Owner at Occupancy

40001
1204
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4 CalCERTS - Certificate /96 H o O= ; 5; > Page 9 of 14

CERTIFICATE OF FIELD VE TION IAGNOSTIC T G (Page 1 ) CF-4R
4330 3rd Ave - Sacramentp, CA 95817 Bell Bros Heating & Air / 726129
Project Address Contractar Name / Livense No. '
: 06-05752
Cantractor Contact Telephone Permit Number
John Gustason 916-768-9459 35004
HERS Rater ’ Telephone Sample Group Number
May 23, 2006 CC14-1798375587
Date Certlficate Number
Firm: ;E::rgy Analysis and Cornfort Solutions, HERS Provider: CalCERTS
Street Address: PO Box 2233 City/State/Zip: Orangevale [ CA [ 95662
Capies to: Homeowner, HERS Provider ﬁ Sullding Department
This CF-4R has been registered with the *ERTS® registry In accordance with the Title 24 8. Title 20 of the CCR.
CalCERTS® is an approved HE ider by the California E Commission.

HERS RATER COMPLIANCE STATEMENT

The house was O rested EApproved as part of sample testing, but was not tested,
As the HERS rater providing diagnostic testing and fleld verification, I certify that the house identified on this form cgmplies with the
diagnostic testad compHance requiremants as chacked:on this form. The HERS rater must check and verlfy that the new distribution
system is fully ducted and commact thpe is used vefore a CF-4R may be released an every testad building. The HERS fater must not
release the CF 4R until a properly completed and signed CF-6R has been received for the sample and tested bulidings.

The installer has pravided a copy of the CF-GR {Instaliation Certificate),

New Distribution system is fully ducted {1.e,, does not use butlding cavities as plenums or platform returns In lieu of ducts),

New systems where cloth backed, rubber adhesive duct tape i instalied, mastic and drawbands are used in corhbination with cloth

R QUCT COSNIEES

EAKAGE REDUCTION COMPLIANCE CREDIT:

ks

RD

NEW CONSTRUCTION

IDuct Pressurization Test Results (CFM & 25 Pa) M\?:md
1 [emterteated-renkage-FlovimEFM: __ N/A
13- |Fan Fiow: Calcutated (Nominal ﬁmung.éiﬂeaung) or @M&w&d e Not Tested N N
Enter Total Fan Flow in CFM: :
3 ¢ . N/A N/A
ALTERATIONS: Duct m and/oer HVAC Equipment Change-Out

Enter Tested Leakage Flow In CFM from CF-6R: Pre-Test of Existing Duct System Prior to Duct Not Tested
System AReration and/or Equl t Change-Out,

Enter Tested Leakage Flow in CFM: Final Test of New Duct System ar Altered Duct System for Nat Tested

5 _|Duct System Altaration and/or Equipment Change-Out,

Enter Reduction in Leakege for Altered Duct System _ ‘
6 Jiuine 4 - Line 5] - (Only if Applicable) Not Tested
7 lenter Tested Leakage Flow in CFM to Outside (Only if Applicable) ‘ Not Tested

Not Testey L_.] Pass D Fail

8 IEntlre New Duct System - Pass if Leakage Parcentage <= 6% [ 100 x ( Line §/Line 2))

TEST OR VERIFICATION STANDARDS: For Altered Duct System and/or HVAC
Equipment Change-Out, use one of the following four Test or Verification

Standards for compliance: —
o [poss if Leakage Percentage <= 15% [ 100 x ( Line § / Line 2 )]: Not Tested |Mpass [JFai
10 [Pass I Leakage to Outside Percantage <« 10% [ 100 x ( Line 7 / Line 2 )): Not Tested |Ldpaes Lol
1 [Pess f Leskane Reducten percentage > et [ 09 % (Lne 6/ Lne 41 Mot Tested_[[Tpass Clran
12 IPass If Sealing of all Accessible Leaks and Verification by Smoke Test and Visusl Inspection [:]Pass Q_I:_al}_

Pass it-Ona of Lines ¥#9 thraugh #12 pass [gpass J Fail

http://www.calcerts.com/cfdr print certificate.cfm?lots=35008,35007,35004,35010,35005,35006,... 7/19/2006



., Jul 20 2006 5:54AM 916-575-9855

+

. CalCERTS - Ceriificate

CERTIFICATE OF FIELD VERI ON & DIAGNOSTIC NG (Page 3-4 of 8)

4 rd Ave - Sacram 817 Beil Bros Heatin Air [/ 726139
Profect Address Cantractor Name / Ucense No. '

. 06-05752
Contractor Contact Telephane Permit Number
John Gustason . 9156-768-9459 35004

HERS nanm @__ Telephone Sample Group Nimber
ﬂé— May 23, 2006 CC14-1798375587
Certifyinfy Signpture Date Certificate Nurnber

Firm: Fneray Analysis and Comfort Solutions, HERS Provider: CMICERTS

Street Address: PO Box 2233 City/State/Zip: Orangevale /| CA / 95662

Coples to: Homeowner, HERS Provider & iiding De nt - —
This CF-4R has been registered with the Cal ® registry in accordance with the Title 24 & Title 20 of the CCR.

CalCERTS® is an approved H pvi lifomnia E Commission.
HERS RATER COMPLIANCE STATEMENT

The house was D‘rested Appmved as part of sample testing, but was not tested.
As the HERS rater providing diagnostic testing and field verification, I certify that the house identified on this form complies with the

diagnostic tested compliance requirerents as checked on this form,
E! The instalier has Emvlded 3 cogy of the %‘Mm Certlﬁg_ﬁ).
ERM EXP, )H

Access is provided for inspection. The procedure shall consist of visual verification that the TXV Is
installed on the system and Installation of the specific equipment shall be verified, _ _
- HVAC System TXV | M pass [rei

http:/Awww.calcerts.com/cf4r print certificate.cfm?lots=35008,35007,35004,35010,35005,35006,... 7/19/2006




y

CERTIFICATE OF COMPLIANCE: RESIDENTIAL (Page 1 of 5) CF-1R

Melinda Sarte L* \Tl \ ()'P

Project Title Date
e aie

4330 3rd Ave Sacramento CA 95817
Project Address Building Permit #

Chalynn Masters 916-685-4616
Documentation Author Telaphone Plan Check / Date

Prescriptive 12 Fiold Check / Date
Compllance Method (Prescriptive) Climate Zone Enforcement Agency Use Only

E Alternative Component Package Method: (check one) ¢ X D D (Alternative)
Package C and Package D choicas require HERS rater fisld verification and/or diagnostic testing (see CF-1R page 3)
For Package D Alternative see Appendin B Table 151-C Footnotes 7-14

GENERAL INFORMATION

Total Conditioned Floor Area (CFA) 1350 fiz  Average Celling Height: 10
Maximum Allowed West Facing Fenesiration Products Per Table 151-B or 151-C — (5% X CEA) NA f2
Maximum Allowed Total Fenestration Products Per Table 151-B or 151-C — (20% X CFA) NA 2
Building Type: (check ane or more) !_ Single Family _Ilultlfamlly _Addltlon X_ Alteration
(If adding fenestration fill out WS-4R, Fenastration Maximum Allowed Area Worksheet and see Sectlon §.3.2
for Additions and 8.3.3 for Alterations.)
..Number.of Storles:.. .. 1. . Numberof DwellingUnits:. 1. ___ .
Floor Construction Type: Bg_lsed Slab/Raised Floor (circle one or both)
Front Orientation: N =000 North / South / East / West / All Orlentations (Input front orlentatlon in degrees from True
North and circle one).

[C] RADIANT BARRIER (required in climats zones 2, 4, 8-15)

OPAQUE SURFACES INCLUDING OPAQUE DOORS

Component Assembly Ufactor
Type (Wall, Frame (for Joint Roof Radiant

Roof, Floor, Type Cavity [Contl wood, metal Appendix Barrler Location/Comments
Slab Edge, (Wood | Insulation | Insulation frame and mass v Instalied (attic, garage,

Doors) or Metal) | R-Vaiue | R-Value aggemblies) 1 Reference Yes or No typical, etc.)

1) See Joint Appendix IV in Sectlon IV.2, IV.3 and IV.4, which is the basis for the U-factor criterion. U-factors can not
exceed prescriptive value to show equivalence to R-values.
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FENESTRATION PRODUCTS — U-FACTOR AND SHGC

FENESTRATION MAXIMUM ALLOWED AREA WORKSHEET W8-4R —must be included for New Construction,
Additions and Alterations.

Fenestration
#TypelPos.

(Front, Left,

Rear, Right,

Skylight)

Orientation,
N, S,E, W1

SHGC
Source5

Exterior

Shading/Overhangs6, 7

Ck box if WS-3R is
in¢luded

1) Skylights are now included in Wast-facing fenestration area If the skylights are tlited to the west or tlited in any direction

when the pitch is loss than 1:12. See §151()3C and In Section 3.2.3 of the Residential Manual
2) Enter values in this column ase either NFRC Rated value or from Standards defauit Table 116A.

3) indicate source either from NFRC or Table 116A,
4) Enter values In this colymn from NFRG or from Standards Default Table 116B or adjusted SHGC from WS-3R.

5) Indicate source either from NFRC or Table 116B.
6) Shading Devices are defined in Table 3-3 In the Residential Manus! and see WS-3R to calculate Exterlor Shading devices.

7) See Section 3.2.4 in the Residential Manual.

HVAC SYSTEMS

Heating Equlpment
Type and Capacity

|rurnace, heat pump, boiter, ete.
Furnace

Minimum
Efficiency

(AFUE or %ﬂ
80.00 UE

Distribution
Type and Location
ducts, attic, etc.

Duct or Piping
R-Value

Thermostat
Type

Configuration
(split or package)

Attic

R6

Programable

Split

80 kBTU

Cooling Equipment
Type and Capacity
(AJC, Heat Pump, Evap Coof)

Minimum
Efficiency
(SEER or

Duct Location
{ attic, otc.)

Thermostat
Type

Configuration
(split or package)

AIC

13.00 R

Attic

Programable ?

Spilit

11.00 _EER

36 kBTU
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SEALED DUCTS and TXVs (or Alternative Measures)
A signed CF-4R Form must be provided to the building department for each home for which the following. are

required.

Sealed Ducts (all climate zones) (Instalier testing and certification and HERS rater fleld verification required.)
TXVs, readlly accessible (climate zones 2 and 8-15 only)
(Installer testing and certification and HERS Rater field verification required.)
Refrigerant Charge (climata zones 2 and 8-15 only) (Installer testing and certification and HERS Rater field ,»
verification required.)
OR
Alternative to Sealed Ducts and Refrigerant Charge /TXVs (See Package D Alternatlve Package Features for
Project Climate Zone in the RM Appendix 8 Table 151-C, Footnotes 7-14.
OR )
For additions and alterations, duct syatems that are not documented to have boen previously
sealed as confirmed through field verification and diagnoatic testing In accordance with procedures in the
Residential ACM Manual and duct systems with more than 40 linear feet in unconditioned
spaces shall meet the requirements of $ection 150(m) and duct insulation requirements of Package D.
WATER HEATING SYSTEMS
Check box if system meets criterla of a “Standard” system. Standard system is one gas-fired water heater per
dwelling unit. if the water hoater is a storage typa, 50 galions is the maximum capacity and recirculation system is
not allowed.
Check box when using Preapproved Alternative Water Heating table, Table 5-4 in Chapter 5 in the Residentjal
Manual. No water heating calcuiations are required, and the system complies automatically.
Check box If aystem does not meet critsria of “Standard” system, and does not comply with the Preapproved
Alternative Water Heating table. In this ¢ase, the Performance Method must be used and must be included in the
submittal.
Check box to verify that a time control ts required for a recirculating system pump for a system serving mdniple
units

Systems serving single dwelling units
Tank Energy Tank

Water Heater Distribution | Number Capacity Factor1 or External
TypelFuel Type Type In System (gallons) Thermal Insulation
Efficlency R-Value

System serving multiple dweiling 1

Tank
Water Heater Distribution Standby1 External

TypelFuel Type Type Loss (%) Insulation
R-Value

For small gas storage wator heators (rated Inputs of less than or equal to 75,000 Btwhr), electric resistance, and heat
pump water heaters, list Energy Factor. For large gas storage water heaters (rated input of greater than 75,000
Btu/hr), list Rated Input, Recovery Efficloncy, Thermal Efficlency and Standby Lass. For instantaneous gas water
heaters, list Rated input and Thermal Efficiencles.

Pipe Ingulation (kitchen lines > 3/4 inches) All hot water pipes from the heating source to the kitchen fixtures that are %

inches or greater in diameter shall be thermally insulated as specified by Saction 150 (j) 2 A or 150 (j) 2 B.
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SPECIAL FEATURES NOT REQUIRING HERS VERIFICATION (add extra sheets if necessary)
Indicate which special features are part of this project. The list below represents special features relevant to the Prescriptive
and Performance Method.

|Feature

Metal Framed Walls

[Radiant Barviers

uired Forms (if applicable)
F-1R
F-1R

[exterior Shades

§-4R
IA; Performance Calculation
-

[Cool Roof

equired. Attach CRRC Label to
orms.

Dedicated Hydronic Heating

erformance Calculation
equired; Attach Run to Forms.

tem
ombined Hydronic System

erformance Calculation
equired; Attach Run to Forms.

HREREEN

jGas Cooling

IA; Performance Calculation
equired.

Buried Ducts

IN/A; Indicate on building plans.

Kitchen Pipe Ingulation

toe Section 5.6.2 Distribution
ystems in Residential Manual.

uitiple Watar Hoaters Per
elling Unit

S
Table 5-13 or use
erformance Calcuiation and

ch Run to Forms.

t:ntral Water Heating System
rvlng Muitiple

ton—NAECA Large Water
eater

esrformance Calculation and

[ndlrecl Water Heater

finstantaneous Gas Water Haater

e
Table 5-13 or use
erformance Calculation and
ch Run to Forms

ISoIar Water Heating System

Table 5-13 or use
erformance Calculation and
ch Run to Forms

qo(o(o{ggo

IWood Stove Boiler

erformance Calculation and
ch Run to Forms

SPECIAL FEATURES REQUIRING HERS RATER VERIFICATION
(add extra sheets if necessary) Indicate to the HERS Rater which credits are part of this project and need verification.

|Feature

IDescription

Jpuct Sealing

Epcu.nlred Forms (if applicable)

F-6R part 4 of 12

hofrlgerant Chamo

JcF-6R part 5 0f 12

I'I'hermostatlc Expansion Valve

JCF-6R part 6 of 12
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COMPLIANCE STATEMENT

This certificate of compliance lists the bullding features and specifications needed to comply with Title

24, Parts 1 and 6 of the California Code of Regulations, and the administrative regulations to implement
them. This certificate has been signed by the individual with overall design responsibility. The
undersigned recognizes that compliance using duct design, duct sealing, verification of refrigerant charge
and TXVs, insulation installation quality, and building envelope sealing require installer testing and
certification and field verification by an approved HERS rater.

Designer or Owner (per Business and Professions Code)

Documentation Author

Name:

Name:
Chalynn Masters

Title/Firm:

Address:

Chalynn Masters
Ball Brog Hegting & Alr

Title/Firm:
1l B |

9195 Survey Rd

cA__ 9624

Arkiress:
9195 Survey Rd

Eik Grove CA 95624

Telephone:

916-685-4616

Telephone:

916-685-4616

Llcense #:

126129

aPAILY

hsignature) (dati

e
- - Uy,
AU ey

Enforcement Agency

WComments:

Title

Agency:

Telephone:

(sjgnature | stamp)




