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INSTALLATION CERTIFICATE CF-6R
OME - N 8-4
Site Address. Permijt Number
An Instatlation certifiente is regured to be posted al the building site or mado available for all appropriate inspections. {The information
provided on (s Torm is requireds howgver, LS of this form W grovide the information is aptional,) Afer completion of final ingprotion
» copy Must be pravided to the building deparment (upon Tequest) and the budlding owuer at vccupancy, per Section 10-103(b).
HVAC SYSTEMS:

Heating Equipmant

Equip. (1 Bfficiency Dwict ' Heating

‘Type (prg.  COC Certified Mivnume  # of 1dentical {AFUE, cte,) = CF- Location  Duct ot Piping Heatiag Load  Capagity
Heat pump) and Model # Systems 1R value (atdc, etc.) R-vajue (Btu/h) (Btwhr) £LAN
FURNACE YORK#PAHUR16L064 1 80% ATTIC 6.0 42 A4B 80,000 pRY
FURNACE YORK#P4HUB16L.084 1 80% ATTIC 6.0 42,125 80,000 2389
FURNACE YORK#P4HUB18LOB4 1 80% ATTIC 6.0 40,818 80,000 2487
FURNACE YORK#P4HUG20L080 1 80% ATTIC 8.0 22,783 100,000 2668
FURNAGCE YORK#P4HUC20L080 1 80% ATTIC 6.0 41,308 100,000 2732
FURNACE YORK#P4HUC20L080 1 80% ATTIC 5.0 45906 100,000 3377
FURNACE YORK#P4HUCZ0L0BO 1 80% ATTIC 5.0 25,899 100,000 3540
FURNACE YORK#PAHUC20L080 1 B0% ATTIC 8.0 a4 574 100,000 3527
FURNACE YORK#P4RUC20L080 1 20% ATTIC 6.0 61,768 100,000 aes37
FURNACE YORK#R4HUC20L080 1 80% ATTIC 6.0 51,213 100,000 4087

Cogling Equipment
Bauip. CKC Certified Compressor . . \ . Cualin

' Typc:! (gltg, Uf\it' M Nume L‘\“ﬂ #of mem(‘:m (\)B'f"ﬁmmcy (S_EE& |,§:::‘:i‘on Duct Revalue Clnoling y Cupaaigy
Haat pump) Mudel # Systems - eto > CF-IRvalue {attic, €%.) Load (Bwh) (Btu/hr) PLAN
ANC  YORK #H'RCQ42 1 12.0 ATTIC 8.0 35,296 39,550 2372
AIC _YORK #H'RC042 1 20 AmC 60 33440 _ 39,500 _ 2389
- = TTUTUANC  YORK #H'RAQ4Z 1 10.0 ATTIC 8.0 31,261 29,500 2487
AIC  YORK#HRAD4B 1 10.0 ATTIC 6.0 32,662 44000 2669
AIC  YORK #H*RAQ48 1 10.0 ATTIC 5.0 32,927 44,000 2732
ANC  YORK#H'RA048 1 10.0 ATTIC 6.0 37,201 44000 3377
MG YORK #HRAD4S 1 10.0 ATTIC 6.0 37,226 44,000 3540
AIC | YORK #H"RA0GO 1 10.0 ATTIC 6.0 49 541 57,600 3527
AIC  YORK #H"RADE0 1 14.0 ATTIC 8.0 50,776 57,500 3537
AIC  YORK #H"RAQEQ 1 10.0 ATTIC 8.0 51,240 57,500 4097

* = XV with coil

(1) = reads greater than ur equal to.
1, the undergigacd, verify that equipment listed above is: 1) is the etaal cquipment installed, 2) equivalent 1o ar more

aft that specified fijihe genilicats of complisnce (Form CH-1R) submitted for sompliance with theEnergy
L 'y for rcM\w i\jngs, and 3) equipment that meets ot exceeds (he appropriate requirements
4 i ires il W Mdc Efficiency Regulations ur Parl 6), where spplicaliie,
BEUTLER CORPORATION
Signature, o Installing Subcontractor {Co. Nume}

OR General Contractor ( Co. Naotme) OR Owner

WATER HEATING SYSTEMS:

Distribution {1 Rated Tank External
CLC Certified M Typo (sid, point 1 Recirewlation 1 of [dentical Input (kW or volime (0 Elficiency () Standby Inswlation
Heator Type Nume & Model # af use) Contr) Type Systems Btu/hr) (gallons) (EF RE) loss (%)  R-valve
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(2) Far smal) gus storage (voced input of Jeas than o gaual to 75,000 Btu/hr), cleetrie rosistance and heat pumyp water heaters, list Energy
Factor. Hor large gas slovige watwr heators (rated inpul of greater than 73,000 Rtuhr), Yist Recovery Bfficiency, Standby [0ss and
Rared laput. Fur instantaneous gos waler heaters, list Recovery elficiency and Rated Input.

{3) R-12 gxternal insulation is randatary for gotage Water heaters with an cnergy factor of less that 0.58.

Facets & Shower Heads:
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