CITY OF SACRAMENTO Permit No: 03513920

1231 I Street, Sacramento, CA 95814 Insp Area: 1
Thos Bros: 297D4

Site Address: 1501 L ST SAC Sub-Type: NCOM
Parcel No: 006-0122-010 Housing (Y/N): N

CONTRACTOR OWNER ARCHITECT

E. KENT HALVORSON INC 15TH & L INVESTORS, LLC JOHNSON BRAUND DESIGN GROUP, INC,
9840 WILLOWS RD NE 1415 LST 15200 52ND AV SOUTH, SUITE 200

#200 98052 SACRAMENTO, CA 95814 SEATTLE, WA 98188

Nature of Work: FIFTEEN STORY 215,655 SF HOTEL Previous permits for superstructure 0510169 underground 0506620, founda
0419494.

CONSTRUCTION LENDING AGENCY : 1 hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (Sec. 3097, Civ. C).

Lender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: I hereby affirm under penalty of perjury that | am licensed under provisions of Chapter 9
(commencing with section 7000) of Division 3 of the Buginess and Professions Code and my license is in full force and effect.

License Class License Number 699527 Date_ &> —\ \ ~©lantractor Signature_ |

I DED)
OWNER-BUILDER DECLARATION: 1 hereby affirm under penalty of perjury that I am exempt from the contractors License Law Tor the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

1, as a owner of the property, or my employees with wages as their sole compensation, wilwws% is not intended or offeredfor
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an ownel m ds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are n red for sale. If,however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden that he ild or improve for

The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
licensed pursuant to the Contractors License Law).

the purpose of sale.)
1, as owner of the property, am exclusively contracting with licensed contractors to construct the W Busmess and Professions Code:

Eﬁ chts with a contractor(s)

I am exempt under Sec. B & PC for this reason:

Date Owner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city relies on the representation of the applicant, that the applicant verified all
measurements and locations shown on the application or accompanying drawings and that the improvement to be constructed does not violate any law or
private agreement relating to permissible or prohibited locations for such improvements. This building permit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of improvements.

I certify that 1 have read this application and state that all information is correct. Iagree to comply with all city and county ordinances and state laws relatingto
building construction and herby authorize representative(s) of this city to enter upon the abovementioned property for inspection

Date —1A ) -D e Applicant/Agent Signature___!

\L ) )
WORKER'S COMPENSATION DECLARATION: I hereby affirm under penalty of perjury one of the following declarations:

1 have and will maintain a certificate of consent to self-insure for workers' compensation as provided for by Section 3700 of the Labor Code, for the
performance of work for which the permit is issued.

1 have and will maintain workers' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance carrier and policy number are:

Carrier STATE FUND Policy Number 1829166 Exp Date 05/01/2006

__ (This section need not be completed if the permit is for $100 or less) I certify that in the performance of the work for which this permit is issued, Ishall
not employ any person in any manner so as to become subject to the workers' compensation laws of California and agree that if I should become subject tothe
workers' compensation provisions of Section 3700 of the Labor Code, I shall forthwith comply with those provisions. ed ﬂy WMG‘@ v

- - . \
Date &-\'-0 Applicant Signature W AN

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLA ALIL SUBJECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE,

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS,
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RCHITECT'S SUPPLEMENTAL  ~ ¢l
NSTRUCTION NO: <

[ P

DATE OF 18SUANCE:

’

ARCHITECT: JotEet) BRAUND TIESIER) GROLE, M.

: = el
{Conrractor) [L{th- K "DW
SACRAENTD, CA-

CONTRACT FOR: ARCHITECT'S PROJECT NO: o942

CONTRACT DATED:

The Work shall be catried out in accordance with the following su
Documents without change in Contract Sum or Contract Time. Procee
indicates vour acknowledgement that there will be no change in the Co

T ATED Assempry For IRYER. DUCT ENTS
AT CONDO LEVELS. |

pplemental instructions issued in accordance with the Contract
ding with the Work in accordance with these instructions
arract Sum or Contract Time.

Artachments: FMere insert listsng of dOCum s that sugpoTt deserEean.
f

sk 2. RETES 8721 o7

CAUTION: You shouid sign an original AlA document which has this caution printed in red.
An original assures that changes will not be obscured as may occur when documents are reproduced.

21952

AlA DOCUMENT GTI0 » ARCHITECT'S SUPPLEMENTAL INSTRUCTIONS = 1982 EDITION * Ala% .
THE AMERICAN INSTITUTE OF ARCHITECTS, 1735 NEW VORK AVENUE, NW, WASHINGTON L 200955205
WARNING: Unlicensed photicapying vioiates (LS. copyright tsws and will subject the violator to legal prosecution. G710-1982




SKETCH DRAWING

SHAFT WALLS

e -
GA FILE NO. WP 7210 GENERIC

SOLID GYPSUM WALLBOARD

One layer %s" type X gypsum wallboard or gypsum vencer base applied parallel to each
side of vertically erected 1" gypsum board panels (solid or laminated) with laminating
compound combed over the entire contact surface. Panal supported by steel runiners at
top and bottom and horizontal bracing angles of No. 22 gage galvanized steel 3¢ x 114"
spaced 50" 0.c. or less on shaft side. (NLB)

tLimiting height shown is based on interior partition exposure conditions. Shaft wall
exposure conditions may require reduction of fimiting height.

30 to 34 STC

Thickness:
Limiting Height:
Approx. Weight:
Fire Tast:

Sound Test:

APPROVED
City of Sacramento Plan Review
Life Safety

110"t

9 psf

UL R1318-58, 74, 12-28-54,
UL Design U505

Estimated

RESIDENCE INN by MARRIOTT, SACRAMENTO, CA

.27 s==z:2-- AFFECTED SHEETS, SPECS, OR DETALS: ALCD

Johnson Braund =~ [[i%% ZRivnis o= 2. ISSUED BY:_WIN

SCALE:_NA

DESIGN GROUP, INC.

15200 52nd Avenue South s -7 S5 " SK DESCRIPTION: .DRYER ASFEME

ISSUE DATE: /21 /07

Suite 200

Seattle, WA98188 D orsenEcoc ez toin -: INITIATING. DOCUMENT (RF1, ASI):

\2kBx11.dwg
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Vent Shaft System

Project: . Marriot _ Assembly Slab to Slab
14" & 15" Floor 2 hour Rating

j/ Existing Stud Wall \

6” 20 ga. Flat Strap
Top/Bottom & Point

22 ga. IR | V1G] 22ea
UChannel /[ “] " Ll (| £ UChannel
114" Leg B I T 2 - o P 1% Leg
pRVAL Leg "._ . e 2 %" Leg

S o T
M 758 Type R Diywall > -

e § S e L W '] .y o \‘f ' ."'_-""""" .
i N by Shaft Wall_ - . o
ot . et .

: '" - - 7 - ~ . v .
L e N - S8 T eX ﬁ}ywallr"'\ o

Note: All Comers must be Log cabin Design.

May 17, 2007
Scale 4" =1"
Drawn By; George H. Gibson
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engineered systems
11375 Sunrise Park Drive
Rancho Cordova, CA 95742
Tel: (916) 852-5050
Fax: (916) 852-5055

Contractors Lic#120696

TEST AND BALANCE ANALYS’S REPORT

Job Name:

" ACCO Job #:
Contractor:

Engineer:

Marriot Residence Inn
1501 L Street
Sacramento, CA

635386
E.X. Halvorson
Dave Anderson

AIR DISTRIBUTION SYSTEM HAS BEEN COM&I;ETELY BALANCED
AS PER REQUIREMENTS OF SPECIFICATIONS AND RESULTS OF
TESTS HEREIN LISTED.

Date: May 3, 2007
Technician: Matt Wright
Approved By: Kevin Kiley
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@ engineered sys%m:s

11375 Sunrise Park Drive Rancho mm 95742
(916) 852-5050 » (916) 852-5055 o Liceiise & 120696

AIR INLET TEST REPORT |
PATE: (05/03/07
PAGE: 1

PROJECT Marriot Realdence Inn

SYSTEM NO, KEF 1,2 TEST APPARATUS Air Data Meter Velagrid
AREA SERVED kitchen OUTLET MANUFACTURER

. IDENTIFIER No. | TvPe| sz | Ak

. KEF 1 1] CD [41sqtt
. Total

CcD

KEF 2 1 12 |
2] co| 12 ~400 ‘ 440
3[co] e ~-100 v 1' -90
alcpf] 6 -100
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engineered systéms
11375 Sunrise Park Drive Rancho Cordova, CA" 95742
(916) 852-5050  (916) 852-5055 o License'# 120696

AIR OUTLET TEST REPORT

DATE: 05/03/07
PAGE: 2

PROJECT Marriot Residence Inn
SYSTEM NO. MAU 1 - TEST APPARATUS Alr.Data Meter Velagrid
OUTLET MANUFACTHURER

SUB-SYSTEM
* IDENTIFIER
MAU 1

Total

BALANCE TECH: Matt:Wright
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engineered systems
11375 Sunrise Park Drive Rancho Cordova; CA- 95742
(916) 852-5050 ¢ (916) 852-5055 » License # 120606

'AIR OUTLET TEST REPORT
DATE: 05/03/07
PAGE: 3

PROJECT Marriot Residence Inn .
SYSTEM NO. various TEST APPARATUS Fibwhood
AREA SERVED 1st floor OUTLET MANUFACTHRER Titus

SUB-SYSTEM Il OUTLET | DESIGN (CFM) ¥ | PRELIMINARY  FINAL

LY . UPPLY SUPPLY
' 340
7340

CD | 10x10 . _ 340
o | - N , - 1020

CD | 10x10 . 320
cD 3 340
Ch 330

- ' 990

cD , 200
ch ' 200
cD y 200
ch i 55
ch B 55

cD
CcD
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engineered systém
11375 Sunrise Park Drive Rancho Oordwa,ﬂ?ﬂﬂ
(916) 852-5050 ¢ (916) 852-5055 ¢ License # 120696

AIR OUTLET TEST
| DATE: 05103107

PAGE: 4

PROJECT Marriot Residence Inn
SYSTEM NO. vatious TEST APPARATUS Fiowhiood
AREA SERVED 1st floor ' OUTLET MANUFACTURER Titus

SUB-SYSTEM OUTLET . DESIGN (CFM) |I'"PRELIMINARY || FINAL

. HPS CD | 8xs . 90

1

2 | cp | 10x10 - 330
31 ¢o | 10x10 ; 340
4 | ¢D [ 10x10 ,ﬁ 340
6 | ¢D | 10x10 |
6
7
8
9

CD | &6 ' 50
co| & B 90
CD | 6x8 50
CD | 6&x8 :

CD | éx8

CD
CD
cD
cD

CD
CD
CD
CcD

BALANCE TECH: ﬂ.’ idegg' ht
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engineered systems
11375 Sunrise Park Drive Rancho (‘AMW;IEBA 95742
(916) 852-5050 « (916) 852-5055 « Lim«# 120696

AIR OUTLET TEST REPORT

pATE: 05/03/07
PAGE: L

PROJIECT Marriot Residence inn
SYSTEM NO. various
AREA SERVED 1st floor

TEST APPARATUS. Flowhood
OUTLET MANUFACTURER Titus

4

'ﬂ SUB-SYSTEM ﬂ " OUTLET || DESIGN (CFM)

* IDENTIFIER X SIZH Ak PLY
' ' 320
320
320

" PRELIMINARY || FINAL

syeeLy |

Sl

-
o

cD

olojeojo|o|lo|oleo|xjoe

Total
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engineered system
11375 Sunrise Park Drive Rancho Cordova;.CA. 95742
(916) 852-5050 o (916) 852-5055 o License 1 120696

AIR OUTLET TEST REPORT

DATE: 05/03/07
PAGE: 6

PROJECT Marriot Rasidence inn
SYSTEM NO. various
AREA SERVED st floor

FINAL

SUPPLY

— LR _ —T N _ o
' 345

Total | 3 690

HP 12 140

110

55

856

80

afvlojo|lalwe{ina
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@ engineered system

11375 Sunrise Park Drive Rancho CordowCA 95742
(916) 852-5050 » (916) 852-5055 o Licensé # 120696

AIR INLET TEST
: DATE: 05/03/07
PAGE: 7

PROJECT Marriot Residéence Inn

. SYSTEM NO. various TEST APPARATUS Flowhood
AREA SERVED 1st floor cTHRER  Titus

SUBSYSTEM | | DESiGN (cr#) J. PRELIMINARY
[ EF5
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1133 Aladdin Avenue .
San Leandro, CA 94577

Tel: (510) 346-4300

Fax: (510) 347-1331

Contractors Lio#120698

TEST AND BALANCE ANALYS@ REPORT

JobName: MARRIOTT RESIDEN CE INN
1501 L. Street
Sacramento, CA

i ACCOJob# 635386
Confractor:  E. Kent Halvorson, Inc.

Engineer: ACCO FEngineered Systems

AIR DISTRIBUTION SYSTEM HAS BEEN COMPLETELY BALANCED
AS PER REQUIREMENTS OF SPECIFICATIONS!AND RESULTS OF
TESTS HEREIN LISTED.

Date: May 22, 2007
Technician: Ron Smestad
Approved By: Bob Pryor
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engineered systems
1133 Aladdin Avenue, San Leandro, CA. 945774311
(510) 346-4300 » (510) 347-1331 « Licansé ¥ 120696

DATE: 5/22/2007

prOJECT MARRIOTT RESIDENCE INN
SYSTEM NO. Life Safety
AREA SERVED Stairs - Halls

{
l

IBoth stairs with all doors closed = 0.45" W.P,

'Boﬂ'n stairs with 10th & 7th doors open_and groung floor opan 02" W.P, per city code
Both stairs with 10th door open = .16" W.P. per city code

|1st Floors door are not seff latching on stair 1 &2 (3 of)

'Roof doors are not selif latching on stair 1 & 2

-Bad doors

7th l stair 1 - vestibule = 40#

Sth fl stair 2 - vestibule = 30#

11th i stair 1 - veatibule =27#+ __ (door sticks)

Door pressure will change until 100% complete in halls.

I
I
[
}
|
l
'
L
T
1
L
|
¥
I
!
I
»
}
l
1
|
'}
»
l
'
)
|
I
]
|
1
L]
|
1
T
|
]
]
|
(]
¥
|
[
1
l

BALANCE TECH: Rin Smestad
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€15} engineered systems
1133 Aladdin Avenue S$an Leandro, CA: 945774311
(510) 346-4300 & (510) 347-1331 ¢ Licandé # 120696

AIR OUTLET TEST REPORT

DATE: 5/22/2007
PAGE: 1

proxECT MARRIOTT RESIDENCE INN L
SYSTEM NO. EEF-1 TEST APPARATUS 's?'rv
AREA SERVED Halls OUTLET mwmﬂn Titus

SUB.SYSTEM || LE _DESIGN (CFM) | PRELIMINARY

; IDENTIFIER no. | TvPe | size | Ak || EXHAUST | . EXHAUST AUST
EEF-1-2nd FIr. || 2 |SWG| 1848 | 0.84 4400 ' 4785
EEF-1-3rdFir. § 3 |SWG| 1848 | 0.84 4400 ; ' ' 4770
- EEF-1-4thFir. | 4 |SWG]| 1848 | 0.84 4400 - 4620
EEF-1-6thFir. [ 6 |SWaG| 1848 | 0.84 4400 4645
EEF-1-6thFir. §| 6 [SWG]| 1848 | 0.84 4400 | 4470
EEF-1-7thElr. [ 7 |SWG| 1848 | 0.84 4400 - 4705
EEF-1-8th Fir. | 8 [SWG| 1848 | 0.84 4400 B 4600
EEF-1-othFir. | 9 [swa| 1848 | 0.84] 4400 4800
EEF-1-10th Fir. § 10 |SWG| 1848 | 0.84 | 4400 , " 4770
EEF-1-11th Fir. [ 11 [SWG| 1848 | 0.84 | 4400 4575
EEF-1-12th FIr, [[12]SWG| 1848 | 0.84 | 4400 - 4670
EEF-1-13th FIr. [[13|8WG| 1848 | 0.84 4400 4535
EEF-1-14th FIr. [ 14|SWG] 1848 | 0.84 4400 4900
EEF-1-15th FIr. | 15 |SWG] 1848 | 0.84 4400 4860

Total

61600 ) 0 85705
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€1 engineered systems
1133 Aladdin Avenue San Leandro, CA 9@77.-5311
(510) 346~4300 o (510) 347-1331 » Licensi #+ 120696

AIR OUTLET TEST REPORT
DATE: 5/22/2007

PAGE: 2

PROJECT MARRIOTT RESIDENCE INN

SYSTEM NO. ESF-182 TEST APPARATUS RTV
AREA SERVED Stairs OUTLET MANUFACTERER Titus
SUB-SYSTEM | ION [ PRELIMINARY
LJDENTIFER __ || No. | TYPE SUPPLY J__svery |
ESF-1 1 |swG 3800 .
2 |swal 1824 [ 0.72 f 3510 B 3680
3 [swal 1824 | 0.72 | 3610 | _ 3808
4 [SWG| 1824 | 0.72 3510 3807

15085

1 R 3601
2 |swcl 1824 | 0.72 3510 “ : 3813
3 [swGl 1824 [ 0.72 |} 3510 j 3434
4 |swWG| 1824 | 0.72 3510 lt 3704

14582

BALANCE TECH: Rbn-Smestad
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K|} engineered systems
PPV 1133 Aladdin Avenue San Leandro, CA 94577-4311
(510) 246-4300 ¢ (510) 347-1331 o Licenss # 120696

AIR OUTLET TEST REPORT

DATE: 5/22/2007
PAGE: 3

prOJECT MARRIOTT RESIDENCE INN

SYSTEM NO. AC-1 TEST APPARATUS RTV

AREA SERVED WestHalls OUTLET MANUFACTURER  Titus
SUB-SYSTEM _OUTLET DESIGN (CFM) |I': PRELIMINARY FINAL
SAi West-2nd FIr. | 2 Tswe] 1216 [oe2] 1330 ‘ | 1345
SAL1 West-3rd Fir. | 3 [Swa] 1218 | 062 - 1330 R 1279
SA-1 West-4th Fir. || 4 |SWG] 1218 | 0.62 1330 1399
SA-1 West-5th Fir. || 5 [SWG| 1216 | 0.62 1330 : 1281
SA-1West6th Fir. [[ 6 [SWG| 1216 | 0.62 | 1330 1339
SAL1 West-7th Fir. | 7 [SWG| 1216 | 0.62 1330 1 " 1356
SA-1 West-8th Fir. || 8 |SWG| 1218 [ 062 1330 I 1376
SA-1'West-9th Fir. || 9 [swe| 1216 | 0.62 1330 i 1436
SA:1 West-10th Fir.| 10 |swa| 121¢ | 0.62 - 1830 II 1412 |
SAH West-11th Fir.f 11 {Swe| 1216 | 0.62 1330 I N e
SA-1 West-12th Fir.f 12 |SWG] 1216 | 0.62 1330 " 1439 II
SA:1 West-13th Fir. | 13 |SWG| 1216 | 062 - 1330 il 1360 I
1SA1 West-14th Fir.Jl 14 [SWa] 1216 | 0.62 1330 ,j 1424 I
SAZT West-15th Fir.|| 16 [SWG| 1216 [ 0.62 1330 H 1396
~_ Total -1 -] - - 18620 0 19252 u
- =

".;

BALANCE TECM: Rbn Smestad
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N} engineered systenis
1133 Aladdin Avenve $an Leandro, CA. 94577-4311
(510) 346-4300 # (510) 347-1331 o License: # 120696

AIR OUTLET TEST REPORT
‘ - DATE: 5/22/2007
PAGE: 4

PROJECT MARRIOTT RESIDENCE INN y
SYSTEM No. AC-2 TEST APPARATUS RTV

AREA SERVED Esst Halls OUTLET MANUFACTURER  Titus
SUBSYSTEM || OUTLET T DESIGN (CFM) || . PRELIMINARY ]| FINAL
% IDENTIFIER qu' PE| SIZB | Ak Y .. SUPPLY I SUPPLY ‘
"SA-1 East-2nd FIr. || 2 |SWG]| 1216 | 0.62 F.._%mmﬂ 1453
SA-1 East-3rd FIr. | 3 |SWG| 1216 | 0.62 § 1330 ' 1223
SA-1.East-4th Fir. || 4 [sSwa| 1216 | 0.62 | 1330 i - 1245
SA-1 East-5th Fir. || 5 |Swa| 1216 | 0.62 | 1330 N 1326
SA-1East6th FIr. | 6 |SwWaG| 1216 | 062 1330 Z 1303
SA-1East-7th Fir. | 7 [SWG| 1216 | 0.62 1330 1302
SA-1 East-8th FIr. | 8 [SWa| 1216 | 0.62 1330 B 1368
SA-1Eastoth Fir, |} 9 [SWG| 1216 [ 062]] 1330 1415
SAH1 East-10th Fir. [| 10 |SWG| 1216 [ 0.62 IL 1330 1426
SA:1 East-11th Fir. || 11 [SWG]| 1216 | 062 1330 1426
I SA1 East-12th Fir. | 12 [SWG[ 1216 J 062 1330 | | | 1410
SA-1 East-13th Fir. | 13 [SWG| 1216 | 0.62 1330 1 1391 l
SA-1 East-14th FIr. | 14 |SWG| 1216 | 0.62 1330 f 1410
SA-t East-15th Fir, [[ 15 [swG| 1216 [ 062]] 1330 _L 1385

Total - - . - 18620 19072
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k ﬁﬁ@@ engineered systems

P.13

PROJECT MARRIOTT RESIDENCE INN . so8# 835286
ADDRESS 1501 L Street oY Sacramento STATE CA
PROJECT ifjmn Dave Anderson TECHNICIAN Ron Smwﬁﬁd DATE 22-May-07
STAIRWELL PRESSURIZATION TEST FORM
STAIRWELL LD. _ Stair # 1 (West) STAIRWELL-T0-ATMOS, PRESSURE __0.16"W.C.
[EvenT [[___FRESSU RES MEASORED IN INGHES OF WATER COEOMN. |~~~ DOOR PULLS __
: o YEST.-TO-TEN, OOR ABOVE_ | FLOOR VESTIBULE

2 0.08" WG _ ~orwe | oorwe | oorwe B 11ms 17 Ibs.
3 0.1 WC __007T"We 0.00'WC L 0'we B 1sps | 121bs.
4 0.07" WG 0.07° WC pomwe | 043w 18 Ibs. 22 Ibs.
5 0.1" WG 0.07" WC gawe | . 013'we 22 Ibs. 25 Ibs.
6 0.1" WC 0.09" WC g12we | oarmwe | 21ibs. 22 |bs.
7 0.1" We orrwe | otswe | o2rwe 14 Ibs. 40 Ibs.
8 0.08" WC 0.06" WC 013"WCe _|.. 0.16"WC 20 Ibs. 26 Ibs.
9 0.08" WC oa2'we | ots'we | 02'we 211bs. 28 Ibs.
- 49 o0we |- _m‘WC" | o12'we 048 WC-% N Ms. 22 1bs. -
1 0.11"We 0.1" WC oawe [ oterwe §| 21ibs 27 Ibs.
12 [ oirwe 000" WC 047we | ots'we |  20me 20 Ibs.
13 0.08" WC 0.08" We o2we | ozwe Il 20s 22 Ibs.
) 0.13" WC 011" WC orwe |- ots'we | 20, 21 Ibs.
15 0.1" WC 0.12" We nA L 012 we 22 Ibs. 24 Ibs.

SIGNATURE

COMPANY

SIGNATURE

COMPANY
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i) engineered systems

PROJECT MARRIOTT RESIDENCE INN 3 635288
ADDRESS 1501 L Street | oY Sacremento CA
PROJECTMGR Dave Anderson TECHNICIAN Ron Smesfad : 22-May-07

STAIRWELL PRESSURIZATION TEST FORM

S'IZAJRWELL LD. Stair#?2 (East) . STAIRWELUTO-A’I‘MOS. PRESSURE 0.16"W.C.
EVENT _15" . : DOOR PULLS

VESTIBULE

| ooswe 0.06" WG oorwe | oorwe | _ 19 Ibs.
0.08" WG 0.09" WC 0.00'WC |- 01"We 221bs. 21 Jbs.
0.08" WC 01" WC oorwe | oazwc [l 23ibs | 26s
0.08" WC orrwe | omrwe [ o1zwe | 24ms 211bs.
0.1" WG 0,14" WC gazwe. |l 047"We 20 bs, 26 Ibs.
0.08" WC 0.15" WC 015'we L o2 23 lbs. 28 bs.
0.1" WC 0.12" WC 013" we | 016" 20 tbs. 28 Ibs.
0.14" WG 0.13" WC o.1s8'wc_ | 21 Ibs, 30 Ibs.
oarwe 1 otrwe | otrwe | otewc | 25we. - 24bs
0.13" WC _ _0.14"WC 0.1ewe | 016'W 20 Ibs. 24 Ibs,
0.08" WG 0.16" WC oarwe | 018" We 24 Ibs. 24 Ibs.
0.08" WG 0.18"WC 02'WC | 02"WC 18 Ibs. 22 ibs.
015" WC 0.1"WC orwe | oiswe 22 Ibs. 24 Ibs.
013"WC 012" WC nA L otrwe 25 Ibs. 24 Ibs.

B

- ﬁ

SIGNATURE

SIGNATURE

TATAL P. 16




[Willie Harris - The Marriott

From: Witliam McDowell 0 5 / 399 O

To: Harris, Willie
Date: 06/19/2007 1:55:15 PM
Subject: The Marriott

Hello,

Today we Have made a major step forward on this building. On behalf of the Building Inspection
department | am pleased to say that the Marriott is okay (structural, plumbing/mechanical, and electrical)
for a TCO through the 10th floor. If you have any questions feel free to contact me at any time.

| would like to thank all of you for your valiant effort to get them to success.

Sincerely,

Bill McDowell

Chief Electrical Inspector
City of Sacramento
(916)539-7095 cell
(916)808-5938 desk

We help build a great City

CC: Busig, Marc; Chase, Bob; Goggia, Richard; Gorman, Steve; Hefner, Carl; Rodgers,
Tom; Yasui, Ron; Zimmerman, Jim




CITY OF SACRAMENTO

30 paY TEMPORARY

Certificate of Occupancy

For Information Contact (916) 808-5716

Building Address: 1501 L STREET Permit No.: 0513920

Building Use: _HOTEL | Occupancy: Rl

Building Owner: 15" & L INVESTORS, LLC Construction Type: 1FR

Owner Addresss  SACRAMENTO Sprinkled? [X]Yes [ ] No

Portion of Building Occupied: _THROUGH 10™ FLOOR Area: 215,505 Sq. Ft.

Specific purpose for temporary occupancy and/or conditions/limitations of temporary
occupancy:

SEE ATTACHED TWO PAGES (SIXTEEN ITEMS)

LS

6/19/07 WILL , BERT LEE CHASE. AIA
Date By: (Print) i CHIEF BUILDING OFFICIAL

CBC 109.4 TEMPORARY CERTIFICATE

If the Chief Building Official finds that no substantial hazard will result from
occupancy of any building or portion thereof before the same is completed, a
temporary Certificate of Occupancy may be issued for the use of a portion or
portions of a building or structure prior to the completion for the entire building
-or structure.

POST IN A CONSPICUOUS PLACE




Temporary Certificate of Occupancy with Conditions
6/19/07

We, the Sacramento City Fire Department, will grant a
conditional temporary certificate of occupancy to the Marriott
hotel at 1501 L Street. This temporary certificate is based on all
items listed below and shall not be limited to those items alone to
be repaired and tested within six days of the temporary
certificate’s date of issuance (6/19/07). The list reads as follows:

Ground fault on 15™ floor repaired

Any ground faults, troubles on panel are repaired
Annunciator panel is in normal mode

All rated corridors are repaired and free of holes, cracks or
anything that would impede the rating of corridors,
vestibules or stairwells.

Fire phone jacks are to be installed on the first floor by
elevators.

8 key sets provided to the fire department for the Knox
program. Keys are to be tested in all doors.

All accusions are installed throughout building

15™ floor fire magnetic door holders reinstalled and
working properly.

First floor stairwell 1 pull station to be installed and tested.
15® floor fire doors shall be replaced, installed and tested
to insure coordinators work properly and door shuts as per
code. -

All devices hanging from outlets shall be properly
installed and wired.

All life safety shall be in 100% normal working order
before Monday 6/25/07.




Battery test underway as of 6/19/07, 1400 hours. If test
fails the normal 4-hour period, this TCO shall be voided
until such time as test is performed and passed
successfully. | |

All prior correction notices are to be completed to the
Sacramento Fire Department’s satisfaction.

All emergency signage to be completed

All mechanical fire rooms need to be labeled

@wma;] JFO (/Uf”fe/ 7(1;0;4/, 7255 DMZJO:S’CN?
3 /V\O\M\{nt /ﬂ)))




IS 13920

SACRAMENTO FIRE DEPARTMENT CI’I’Y OF S ACRAMENTO 5770 FREEPORT BLVD

“An All-Risk Organization” ! SUITE 200
CALIFORNIA SACRAMENTO, CA

Temporary Certificate of Occupancy 95822

PH 916-433-1300
FAX 916-433-1629

The Marriott Hotel at 1501 L Street Has made all of the corrections On the TCO Granted
on 6/19/07 and will be granted a 30 day Temporary Certificate of Occupancy on floors 1
through 11 only.

JULIUS J. CHERRY
FIRE CHIEF

The floors 12,13,14,15 As well as the Bar on the 1* floor are not to be occupied by guests
until at such time as all inspections are completed and signed off,

Conditions for this (T C O) are that if the Fire alarm is to be worked on at any time that it
will send a signal to the Fire control panel, there is to be advanced notice to the manager
of the Marriott Hotel and also Todd Rudd Through Mike Quinn This will insure that the
system is working properly and not sending signals that should not be sent..

Sacramento Fire Department Fire Prevention

o HH/%MZ—L BL Y 7507
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1
I I K h I CORPORATE OFFICR
Wa a C e u ' . 3251 Beacen Boulevard, Suite 300
& ASSOCIATERS NG West Sacramanto, CA 35691

916.372.1434 phane
916.372.2565 fax

ROCKLIN OFFICE
500 Mento Driva, Sulte 100
Rockiln, CA 95765
$16,435.9722 phone
916,435,9822 fax

August 27, 2007

STOCKTON QOFFICE

3410 Weost Hammer Lana, Suite F
Stockton, CA 95219

Todd Rudd 209.234.7722 phone

15™ & L Investors, LLC ‘ 209,234.7727 fax
1415 L Street, Suite 250 S

Sacramento, CA 95814

Special Inspection Final Report
MARRIOTT RESIDENCE INN —2* Floor through Roof Level
Permit No. 0510169 '

WKA No. 6277.04

In accordance with City of Sacramento special inspection requirements, our firm has performed
Special Inspection and Testing in accordance with Sections 106 and 1701 of the Uniform
Building Code for the subject project. Our firm previously transmitted a Special Inspection
Final Report dated March 14, 2006 that covered inspections and testing of the foundations
and construction through the ground floor level of the building. Our observation and test
results indicate that the following items were constructed, to the best of our knowledge, in
accordance with the project's plans and specifications:

Concrete: Inspected placement of reinforeing steel, post tension tendons and concrete for
deck slabs, columns and frame beams from the 2" floor through roof level.
Inspected placement of reinforcing steel and concrete for slab-on-deck, shear
walls and colums, columm caps, elevated utility pads, 2™ floor pool & spa
suppott slab-on-deck, plaza entry slab-on-grade and lightweight concrete for roof
deck. Obtained concrete samples for laboratory compressive strength testing and

performed slumap tests.

One set of concrete samples from the roof deck slab was slightly less than the
design compressive strength when tested at age 28 days, but exceeded the design
strength when tested at age 56 days.

Torque '
Testing: Observed torque testing of Lenton rebar couplers and epoxied allthread anchors.
Tested itemns all withstood the required load without failures or signs of distress.

Inspected placement of reinforcing steel and grout for CMU walls. Monitored
grout consistency and consolidation during placement. Obtained CMU block,
grout and mortar samples for laboratory compressive strength testing. -

adilare-bouhl. com



Special Inspection Final Report

MARRIOTT RESIDENCE INN - 2™ Floor through Roof Level
WKA No. 6277.04

August 27, 2007

NOTE: One set of masonry mortar samples from the roof deck slab was slightly less than
the design compressive strength when tested at age 28 days. All other samples of
masonry mortar, masonry grout, and CMU block we tested met the design
compressive strength requirements.

Epoxy
Anchors: Verified correct installation of epoxied allthread anchors per manufacturers

instructions and the project plans.

Performed shop welding inspection of embeds at Alling Iron Works, West
Sacramento, California. Monitored contractor compliance with Welding
Procedure Specifications (WPS). Identified material with manufacturer’s mill
certificates. Checked welder certification records.

Performed field welding inspection of panel connections to bearing walls, elevator
shafts, seismic beams to walls, metal stud clips, exterior and stair tower panel
connections, tube steel framing at barrel roof, metal deck at pool area.
Ultrasonically tested complete penetration groove welds at roof line. Verified
placement of non-shrink grout at column base plates. Monitored contractor
compliance with Welding Procedure Specifications (WPS). Checked welder
certification records.

We did not have the opportunity to inspect welded precast panel connections in
two rooms used for models on the 3" floor before the rooms were framed and
Jurnished and the connections covered by the contractor. Please note that we did
not find significant defects or poor quality welding in the other panel connections
that we did inspect. Noted on Monthly Report for October 2006.

Fireproofing: Monitored application of cementitious fireproofing at structural steel framing.
Randomly checked depths and obtained samples for density testing.




Special Inspection Final Report

MARRIOTT RESIDENCE INN - 2™ Floor through Roof Level
WKA No. 6277.04

August 27, 2007

Last date on jobsite: June 20, 2007

Please contact our office if you have any questions regarding this information.

‘Wallace - Kuhl & Associates, Inc.

David A. Redford
Senior Engineer

DAR:mlo
Attachments: Low-Strength Compression Test Reports
ce: Culp and Tanner, Inc.

Aes-Due Diligence, Inc.

E. Kent Halvorson, Inc
City of Sacramento
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WALLACE-KUML & ASSOCIATES, INC.

3080 Ik’ Boulevard
West Saci.....onio, CA 95691
Phone: (916) 372-4100

Fex (916) 372-9066

COMPRESSION TEST REPORT

Report to:
ATTN:

15TH & L INVESTORS, LLC

TODD RUDD
1415 L STREET, #250
SACRAMENTO, CA 95814

Date: 5/1/07

WKA Project No.: 6277.04

Project Name:

MARRIOTT RESIDENCE INN

Mix Design No.: L5A6571pp

SACRAMENTO, CALIFORNIA
PERMIT NO. 0510169 Supplier: TEICHERT

Design Strength: 3, 500 psi
Design Age: 28 days
Specimen: CONCRETE

Air Content;

Location in Structure;
ROOF SLAB ON DECK, ROOM 144, WEST SIDE

Measured Slump: 8 in.
5131
3/2/07

Alr Temp. 47, °F
5129 5130

3/2/07 3/2/07
Date Received 3/3/07 3/3/07 3/3/07 3/3/07
Date Tested 3/9/07 3/30/07 3/30/07 4/27/07
Age at Test, days 7. 28 28 ‘56
6.00 6.00 6.00 6.00
12.0 12.0 12.0 12.0
28.27 28.27 28.27 28.27
Ult. Load, fbs. 55000 97000 95000 108500
Comp. Str., psi 1950 3430 3360 3840

Fracture Type' 2 : 2 2 2

Mix Temp. 57 °F
SPECIMEN LAB NO.
Date Cast

5132
3/2/07

Diameter, in.

Height, in.

Area, sq. inches

Average strength: 3400 psl at 28 days

Meets 28 day Fails o Meet 28 Cast by Cast by
strength req. day sir. req. WKA : .others

Remarks:
1YPES OF FRACTORE

% T

Typa3

Spil
Reviewed by: M"‘

Dave T. Hunn

Copies to:
CULP & TANNER, INC.
CITY OF SACRAMENTO
E. KENT HALVORSON, INC,
CONCRETE SERVICES

[

TEST METHODS: Compressive Strength - ASTM C39, Slump - ASTM C 143,
Alr Content - ASTM C173 or C231 :




r WALLACE-'IWHIL & ASSOCIATES, INC.

\ -
- W Wntm:f Mgrgem j

WALLACE » KUML amsncw. Phone: (918) 372-1434
“Fax: (916) 3722885

- COMPRESSION TEST REPORT
Report to: : 15TH & L INVESTORS, LLC Date: 4/13/06
ATTN: TODD RUDD .
‘" 1415 L STREET, #250 WKA Project No.: §277. 04
..SACRAMENTO, CA 95814

Project Name: MARRIOTT REBSIDENCE INN Mix Design No.: TYPE g

"SACRAMENTO, CALIFORNIA
PERMIT NO. 0510169 Supplier: BASALITE

; Design Strength: 1., 800 pei
Location in Structure: Design Age: 28 days
CMU WALL, LINE 11 @ C.8 TO R, Specimen: MORTAR
D' TQ 4'-8" :

Air Content:

Mix Temp. 54 ©°F 'I Air Temp. 53 °F
SPECIMEN LAB NO.; - 1614 1615 1616
Date Cast .| 3/15/06 | 3/15/06 | 3/15/06
Date Received 3/17/06 | 3/17/06 | 3/17/06
Date Tested ' 3/22/06 4/12/06 4/12/06
Age at Test, days - 7 28 28
Diameter, in, . 2.00 2.00 2.00
Height, in. 4.0 4.0 4.0
Area, sq. inches 3.14
Ult. Load, ibs. , 3050
Comp. Str., psi f 970
Fracture Type ', 1

Average strength: 160 0 psi at 28 days '
Meoets 28 day Falts to Meet 28 U No strength . Cast by E Cast by
strengthreq. day str. req. req. given others

Remarks:;
TYPES OF FRACTURE

P A

TypetoraA Typs 2or B TmaorE

N 0T
CULP & TANNER, INC.

Tyoed or Type
CITY OF SACRAMENTO
JOHNSON BRAUND .

E. KENT HALVORSON, INC. h—r‘“
CONCRETE SERVICE
ONCRETE SERVICES Reviewed by:

TEICHERT

David T. Hunn

TEST METHODS: Compressive Strength - ASTM C39,
Alr Content - ASTM C173 or 231




' F. TCO @ 150l L st -
G st OK g o %ﬁm Duccvsin il

It 5 Ya




CITY OF SACRAMENTO

30 DAY TEMPORARY

Certificate of Occupancy
For Information Contact (916) 808-5716

Building 1501 L ST Permit No.: 0513920
Address:

Site Location: Occupancy: R1

Construction

Building Use:  Hotel or Motel . 1FR
Type:

- _
Building Owner: 15TH & L INVESTORS, LLC Sprinkled? Yes

Area (sqft): 215505

Portion of Building Occupied: = ENTIRE
Specific purpose for temporary occupancy and/or conditions/limitations of temporary occupancy:

09/14/2007 /4 on %_5“ ,' ,f,”,_y,.__, Carl Hefner
sigh

Date By: (Print) ASSISTANT BUILDING OFFICIAL

CBC 109.4 TEMPORARY CERTIFICATE

If the Chief Building Official finds that no substantial hazard will result from occupancy of
any building or portion thereof before the same is completed, a Temporary Certificate of
Occupancy may be issued for the use of a portion or portions of a building or structure prior
to the completion of the entire building or structure.

k]

POST IN A CONSPICUOUS PLACE




CITY OF SACRAMENTO

CERTIFICATE OF OCCUPANCY

For Information Contact (916) 808-5716

Building Address: 1501 L ST Permit No: 0513920
Site Location: Occupancy: R1
Building Use: Hotel or Motel Construction Type: 1FR
Building Owner: 15TH & L INVESTORS, LLLC Sprinkled? Yes
Area (sqft): 2155056

POrtIOI:I of Building ENTIRE
Occupied:

Exception(s):

Carl Hefner

ASSISTANT BUILDING OFFICIAL

This Certificate, issued pursuant to the requirements of Section 109 of the Uniform
Building Code, certifies that at time of issuance the described portion of the building
has been inspected for compliance with the Uniform Building Code, as adopted
per Title 15 of the Sacramento City Code for the group and division of occupancy
and use for which the proposed occupancy is classified. Issuance of this certificate
shall not be construed as an approval of the violation of any Codes, or Federal,
State and City Laws or Ordinances. Certificates presuming to give authority to such
violation shall not be valid. This certificate shall be posted in a conspicuous place
on the premises and shall not be removed except by the Chief Building Official.

No changes shall be made in the character of occupancy or use without approval of
the Chief Building Official.

POST IN A CONSPICUOUS PLACE




' POST THIS CARD IN A CONSPICUOUS PLACE!

SACRAMENTO CITY FIRE DEPARTMENT
. 210-ARENA BLVD:; STE 200
SACRAMENTO, CA 95834

INSPECTION SERVICES)
24 ROUR INSPECTIONS REQUEST LINE . CALL (916) 808-1643
MINIM OF 48 HOURS NOTICE REQUIRED FOR INSJPEC'HONS /APPOINTMENTS

P } CHECKED _a 5%(&..: DATE o
S e
ADDRESS

JOB NAME__ 7"
conTRACTOR_Kevek FalNOEA. mwﬁm

NOTE:
— 1) Do not cover walls or ceiling or bury piping wnitil the following items are
signed off,

2) Amall weather (paved) emergency access roadway and operating fire
hydrants shall be provided prior to any combustible storage or
censtruction on site.

SITE :
-_INSBECTIONS INITIALS DATE

—»Undesgyownd Fire Moins/Visual (Class 200) 201

»H. of Hire Main (Chass 200) 201

_Plushing of Fire Maln (Class 200) 201

triping 701

ve grooud tank o00 |”
FIRE & LIFE SAFETY
INSPECTIONS IN]QTIALS

EQUIPMENT

INSPECTIONS
S Piping/Visyal
Hydrostatic Test

Moniloring System
System
System
System

SPECIAL REQUIREMENTS

— FINAL RO

Fire Dypar Approval , — -
£ a 4

NOTICR: Failure to comply with an order of the Fire Department may result in the issuance of
a cltathom sudier dizcontinued use of the building or premises. |

ORIGINAL CARD TO BE POSTED AT THE WORK SITE
KEEPTIEES CARD FOR REFERENCE-THIS IS YOUR RECOI%D OF FIELD INSPECTIONS
There is a $25.00 fee for rcplacmml/ldu cards




