CITY OF SACRAMENTO Permit No: 0400566

1231 I Street, Sacramento, CA 95814 Insp Area: 3
Thos Bros: 317H1

Site Address: 2700 STOCKTON BL SAC Sub-Type: NCOM
Parcel No: 014-0121-001 Oak Park Design Review Housing (Y/N): N
CONTRACTOR OWNER ARCHITECT

JR ROBERTS STOCKTON BLVD PARTNERS INC A.C. MARTIN PARTNERS
7745 GREENBACK IN SUITE 300 798 UNIVERSITY AVE 811 WEST SEVENTH ST
CITRUS HTS CA SACRAMENTO CA 95825 LOS ANGELES CA 90017

Nature of Work: 2 STORY 39,418SF OFFICE SHELL BUILDING WITH ONE LEVEL OF 37,100SF UNDERGROUND
PARKING

CONSTRUCTION LENDING AGENCY : 1 hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (8ec. 3097, Civ. C).

Lender's Name, Lender'sAddress

LICENSED CONTRACTORS DECLARATION: | hereby affirm under penalty of perjury that T am licensed under provisions of Chapter 9
(commencing with section 7000) of Division 3 of the Business and Professions Code and my license is in full force and effect.

License Class License Number 387691 Date Contractor Signature

OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that I am exempt from the contractors License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed staternent that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

I, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offeredfor
sale (Scc. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for sale. If, however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for

%ﬁaurposc of sale.)
1, as owner of the property, am exclusively contracting with licensed contractors to construct tfle project (Scc. 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of property who builds or 1mpr0vcs thereonand who contracts for such projects with a contractor(s)
licensed pursuant to the Contractors License Law).

I am exempt under Sec. B & PC for this reason: / / / /

\é}ate €| |-© 4' ‘P”'ner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant Tepresents, and the city relies on th

4 provement to be constructed does not violate any law or
privatc agreement relating to permissible or prohibited locations for such improvements. This Blilding petmit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of improvements.

building construction and herby authorize representative(s) of this city to enter upon th ¢ for inspection purposes.

\ﬂDatc % “1l-0 4- %p]icant/Agcnt Signature

WORKER'S COMPENSATION DECLARATION: I hereby affirm ﬁ p of petjur ong of the following declarations:
I have and will maintain a certificate of consent to self-insure for work M tion as provided for by Section 3700 of the Labor Code, for the

performance of work for which the permit 15 issued. C lTY U ir:: SAC HA i’\ﬂ 3: NTC

I have and will maintain workers' compensation insurance, as requ1rem10113728 Gche Labor Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance carrier and policy

Cartier  AMERICAN ZURICH INSURANCE CO M{cy‘ﬁwx\qb& Wc& '7’913199 ExpDate  06/01/2005

(b
w \J (This section need not be completed if the permit is for $100 or less) 1 certify that j thc erforfance of the work for which this permit is issued, Ishall
not employ any person in any manner so as to become subject to the workers' corpegisatign laws of aﬁfomia and agree that if I should become subject tothe

workers' compensation provisions of Section 3700 of the Labor Code, I shall foWi
\p Date Cg - l \ - D 4" \(,Aﬂ:plicant Signature

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLS 1. AND SHALL SUBJECT AN EMPLOYER TO
$ ($100,000) IN ADDITION TO THE COST OF
ITEREST AND ATTORNEY'S FEE.

COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CO ;iz.v

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.

e
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City of Sacramente ‘/ l
Building Division
2101 Areng Blvd,, Svite 200
Sacromento, CA 95834

Subjech 2700 Stockton Blyd - Qak Park Resecrch Center
Permit Nos. 0400566 & 0403431
Proposal of Alternate Material and/or Methods of Construction

W.O.No.: 20021135

Attention:  Mr. Ron Beahler
Chief Building Officicl ‘ 2C Martin parners, inc.

We are eitempling to clear a correction nofice written ogainst the Ock Park

Research Center quastioning the integrity of o fire wall assembly. The subject woll

type is oneshour construction and seporates the Men's and Women's Toilet Rooms

hrom the surrounding Cortidor. This woll type, originally petemed after UL design

fo. U465, has been oltered in thot at the foilet room tile wainstols cement board

bocking was used in lisw of gyp beard. The problem now appears to be with the

stud spacing. The wall was byllt using & stud spocing of 24° O.C. which complies

with UL U445 {use of Al gyp board). However, cement board has only been tested

with studs spaced 16" O.C. - for example UL U442, There is no tested assembly that

:ld‘:hes the condition we’ve created where both materials ore used in the some wall

one.

1t is our opinion the wall as constructed is equivelent fo that prascribad in the code in

terms of suitability and fire resistance for the follewing reasons:

o Fire resistont gyp board has been installed in accordance with UL U465 af all
corridor side locations and above the 4' wainscot at the follet room side.

e Cement board is an acceptoble/proven fire resistive element in tested
assembilies i.9, UL Ud42.

e Installed stud size {3-5/8%) ond gauge (20 go.) meet or exceed those minimums

required for UL assemblies U442 and U463, .
2485 astomas park drive,

s Assembly U442 was tested with full height cement boord. Studs would be 5
supporting the full weight of the cement board in this asdested condition, We ::::us‘\sn?'ltv ce ase33
fee! thet the greater stud spacing, os eonstructed, is not @ negative factor in that
we ore using the cement board os enly a wainscot backer (48” high). In this + 918 Gen 2880
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April 4, 2005

City of Sacramento

Building Division

2101 Areng Blvd., Suite 200
Sacromento, CA 95834

Proposal of Alternate Material and/or Methods of Construction

Subject: 2700 Stockton

Permit Nos. 0400566 & 0403431
W.0. No.: 2002115
Alention: Mr. Ron Beehler

Chief Building Official

We are altempling to clear @ correction nofice written ogainst the Oak Pork
the integrity
type is one-hour construction and separates the Men's and Women's Toilet Rooms
from the surreunding Corridor. This wall type,
no. U465, has been chered in that at the toilet room tile wainscots cement board
boord. The problem now appeors 1o be with the
stud spacing. The wall was built using a stud spacing of 24" O.C. which complies

with UL U465 (use of ALL gyp boord).
. for example UL U442, There is no tested assembly that

Reseorch Center questioning

bocking was used in liev of gyp

with studs spoced 16" O.C.

matches the condition we've creoted where both materials are used in the some

plane.

It is our opinion the wall as construcied is equivalent to that prescribed in the code in
terms of suitability and fire resistonce for the following reasons:

Fire resistant gyp board has been installed in occordance with UL U465 at all
ond obove the 4’ wainscot at the toilet room side.

»
corridor side locations

assemblies i.e. UL U442,

we are using the cement boord

Bivd - Qak Park Research Center

Cement boord is an accepta

Installed stud size (3-5/8") and gavge {20 go.} meet o exceed those minimums
required for UL assemblies U442 and U465.

Assembly U442 was tested with full height cement
supporting the full weight of the cement board in this astested condifion. We
feel that the greater stud spacing,

A C MARTIN PARTNER PAGE 61

ac martin partners. inc

of a fire wall assembly. The subject woll
originally patterned after UL design
However, cement board has only been tested

wall

ble/proven fire resistive element in tested

2485 natomas park drive
suite 860
sacramento o8 85833

boord. Studs would be

s constructed, is not @ negative factor in that

as only a wainscot backer {487 high). In this + 818 845 2890
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Mr. Ron Beehler
City of Sacramento
April 4, 2005

Page 2

resistance.

assemblies U465 and U445,

Sincerely,

AC MARTIN PARTNERS, INC.

Bill Bussey, Arc
Senior Associate, Project Architect

arrangement the backer tends to bear on the floor and not the wall studs. All
fasteners to studs and toping are in accordance with opproved stondards.
s Ceramic lile added to the cement board aodds even another level of fire

orrection notice and the Ul lab reports for

FY! | have ottached o copy of the c

Thank you for taking the time to consider this matter.

Please give me @ call if you hove any questions.

A C MARTIN PARTNER PAGE 82

ac martin partners, ine

24858 natomas park drive
suite 360
agoramanto cd 95633
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3 CITY OF SACRAMENTO
PERMIT NO. 2101 ARENA BLVD, #200 . AREA NO.

0 BUILDWNG INSPECTIONS DIVISION

m CORRECTION NOTICE

. WHEN CORRECTIONS HAVE BEEN MADE. CaALL 264-7622 FOR REINSPECTION OF WORK.

Josrocsmon A 100 %*ﬁ)u YA N —3)
agseroy TR )

THE UNDERSIGNED - déwwme Oetomaing - O mecHanical, (O ELECTRICAL

INSPECTOR THIS DAY INSPECYT EO THIS STRUCTURE FOR THE REQUESYED INSPECTION AND FOUND THE
FOLLOWING VIOLATIONS OF GITY AND/OR STATE LAWS GOVERNING SAME: ,

~

’/"D .
Nl {}} \/ \g// Ny ALl Der & ¢ /1\)
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INSPECTOR /:,__:// — I W C-".,L LZ()Q ?3 / %ATE . z Z 2 3 { ol

BUILDING INSPECTIONS 808-5716 |

. JOB copY
- DO.NOT-REMOVE THIS TAQ "
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BXUV.U465 - Fire Resistance Ratings - ANSV/UL 263 Page ) of 5

Underwriters
A\ Labaratories Inc..
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BXUV.U465
Fire Resistance Ratings - ANSI/UL 263
Page Bottow print-friendly version Questions?
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Fire Resistance Ratings - ANSI/UL 263

Sce G eneral Information MM@M&A&MM

Design No. U465

December 21, 2004

Nonbearing Wall Rating — 1 HR.

1. Floor and Ceiling Runners — (not shown) — Channel shaped runnexs, 3-5/8 in.
wide (min), 1-1/4 in. legs, formed from min No. 25 MSG galv steel, attached to floor
and ceiling with fasteners spaced 24 in. OC max.

2, Steel Studs — Channel shaped, 3.5/8 in. wide (min), 1-1/4 in. legs, 3/8 1n. folded
back returns, formed from min No. 25 MSG galv steel spaced 24 in. OC max.

3. Batts and Blankets™ — (Optional) — Mineral wool or glass fiber batts partially or
completely filling stud cavity.

See Barts and Blankets (BZJZ) category for names of Classified companies.

3A. Fiber, Sprayed” — Ag an alternate to Batts and Blankets (Item 3) = Spray
applied cellulose material. The fiber is applied with water to completely fill the
enclosed cavity 1n accordance with the application instructions supplied with the

http://database.ul.com/ cgi-bin/XYV/tempIatefLISEXT /1 FRAMEIshowpage.html?namFBX... 4/4/2005
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BXUV. U465 - Fire Resistance Ratings - ANSI/UL 263 Page £ 01D

product. Nominal dry density of 3.0 b/t Alternate application method: The fiber is
applied with U.S. Greenfiber LLC Type AD100 hot melt adhesive at a nominal ratio
of one part adhesive to 6.6 parts fiber to completely fill the enclosed cavity in

accordance with the application.instmctions supplied with the product. Nominal dry

density of 2.5 To/f3.

U S GREENFIBER L L C — Cocoon? Stabilized ot Cocoon-FRM (Fire Rated
Material)

3B. Fiber, Sprayed” — As an alternate to Batts and Blankets (Jtem 3) and Item 3A -
Spray applied celiulose insulation material. The fiber is applied with water to interior
surfaces in accordance with the application instructions supplied with the product.
Applied to completely fill the enclosed cavity. Minimum dry density of 4.3 pounds
per cubic ft.

NU-WQOL CO INC — Cellulose Insulation

4. Gypsum Board* -— 5/8 in. thick, 4 ft wide, attached to steel studs and floor and
ceiling track with 1 in. long, Type S steel scTews spaced 8 in. OC. along edges of
board and 12 in. OC in the field of the board. Joints oriented vertically and staggered
on opposite sides of the assembly. When attached to item 6 (resilient channels) or 6A
(furring channels), wallboard is scTew attached to furring channels with | in. long,
Type S steel screws gpaced 12 in. OC.

AMERICAN GYPSUM CO — Types AG-C, AGX-1, AGX-T.
BEIJING NEW BUILDING MATERJIALS CO LTD — Type DBX-1.
BPB AMERICA INC — Types 1, EGRG, ProRoc Type X, ProRoc Type C.

BPB CANADA INC — ProRoc Type C, ProRec Type X or ProRoc Type Abuse-
Resistant.

CANADIAN GYPSUM COMPANY — Types AR, C, IP-AR, IP-X1, P-X2, IPC-
AR, SCX, SHX, WRC or WRX. '

G-P GYPSUM CORP, SUB OF

GEORGIA-PACIFIC CORP — Types 5,9, C, DAP, DD, DA, DGG, DS, GPFS6.

LAFARGE NORTH AMERICA INC — Types LGFC2, LGFC2A, LGFC6,
LGFC6A, LGFC-C, LGFC-C/A.

http://database.u} .com/ cgi-bin/XYV/template/LISEXT /1 FRAME/showpage.hﬁnl?name=BX,. . 4/4/2005
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XUV . U465 - Fire Resistance Ratings - ANSI/UL 263 Page 301>

NATIONAL GYPSUM CO — Types FSK, FSK-C, FSK-G, FSW-C, FSW-G, FSW,
FSW-3 , FSW-5.

PABCO GYPSUM, DIV OF

PACIFIC COAST BUILDING PRODUCTS INC — Type PG-C or PG-9.

PANEL REY S A — Type PRX.

STAM GYPSUM INDUSTRY (SARABURI) CO LTD —Type EX-)
STANDARD GYPSUM L L C — Type SG-C.

TEMPLE-INLAND FOREST PRODUCTS CORP — Type TG-C.

UNITED STATES GYPSUM CO — Type AR, C, FRX-G, IP-AR, IP-X), IP-X2,
[PC-AR, SCX, SHX, WRC or WRX.

USG MEXICO S A DE C V — Type AR, C, IP-AR, [P-X1, IP.X2, IPC-AR, SCX,
SHX, WRC or WRX.

4A. Gypsum Board* — (As alternate to Item 4) - Nom 5/8 in. thick gypsum panels
with beveled, square or tapered edges, applied vertically or horizontally. Vertical
joints centered over studs and staggered one stud cavity on opposite sides of studs.
Horizontal edge joints and horizontal butt joints on opposite sides of studs need not
be staggered or backed. Panels attached to steel studs and floor runner with 1 in. long
Type S steel screws spaced & in. OC when applied horizontally, or 8 in. OC along
vertical and bottom edges and 12 in. OC in the field when panels are applied
vertically.

CANADIAN GYPSUM COMPANY — Types AR, C, JP-AR, IP-X1, IP-X2, IPC-
AR, SCX, SHX, WRC or WRX.

UNITED STATES GYPSUM CO — T ype AR, C, FRX-G, IP-AR, IP-X1, IP-X2,
[PC-AR, SCX, SHX, WRC or WRX.

USG MEXICOSADE CV —Type AR, C, IP-AR, IP-X1, IP-X2, IPC-AR, SCX,
$HX, WRC or WRX.

http://database.ui-comJCgi~bin/XYV ftemplate/LISEXT/] FRAME/showpage.html?name=BX... 4/4/2005
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4B. Gypsum Board* -— (As an alternate to Items 4 ot 4A) — Nom 3/4 in.. tl_mick, 4ft
wide, installed as described in Item 4A with screw length increased to 1-1/4 in.

CANADIAN GYPSUM COMPANY — Types AR, IP-AR.
UNITED STATES GYPSUM CO — Types AR, IP-AR.
USG MEXICO S A DE C V — Types AR, IP-AR.

5. Joint Tape and Compound — Vinyl, dry or premixed joint compound, applied in
fwo coats to joints and screw heads; paper tape, 2 in. wide, embedded in first Jayer of
compound over all joints. As an alternate, nominal 3/32 in. thick gypsum Veneer
plaster may be applied to the entire surface of Classified veneer baseboard. Joints

reinforced.

: 6. Resilient Chaunel — (Optional-Not Shown) — 25 MSG galv steel resilient
channels spaced vertically max 24 in. OC, flange portion attached to each intersecting
stud with 1/2 in. Jong type S-12 panhead steel screws.

: 6A. Steel Framing Members (Not Shown)* — As an alternate to Item 3, furring
! channels and resilient sound isolation chip as described below:

a. Furring Channels — Formed of No. 25 MSG galv steel. 2-3/8
in. wide by 7/8 in. deep, spaced 24 in. OC perpendicular to studs.
Channels secured to studs as described in Item b. BEnds of
adjoining channels are ovetlapped 6 in. and tied together with
double strand of No. 18 SWG galv steel wire near each end of
overlap. As an alternate, ends of adjoining channels may be
overlapped 6 in. and secured together with two self-tapping #6
framing screws, min. 7/16 in. long at the midpoint of the overlap,
with one screw on each flange of the channel.

b. Steel Framing Members* — Used to attach furring channels

(Item &) to studs (Itern 1). Clips spaced 48 in. OC,, and secured to
studs with 1-5/8 in. wafer or hex head Type S steel screw through
the center grommet. Furring channels ave friction fitted into clips.

PAC INTERNATIONAL INC — Type RSIC-1.

? *Bearing the UL Classification Mark
Last Updated on 2004-12-21
1

‘Page Top Notice of Disclaimer Questions? "~Wi"%?%¥%“'ﬁ“ﬁ'i§%ﬁ“é‘%
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http://database.ul.oonﬂcgi-bin/XYV/template/LISEXT/lFRAME/showpage‘hnnl?name=BX... 4/4/2005
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UL Listed and Clagsified UL Recognized Products Certified fox
Products Components Canada

This page and all contents are Copyright © 2003 by Underwrirers Laboratoxics Inc.®

The appearance of a company's name or product in this database does not in itself assure that products so identified have been
manufactured under UL's Follow-Up Service. Only those products bearing the UL Mark should be considered to be Listed
_and covered under UL's Follow-Up Service. Always look for the Mark on the product.

UL permits the reproduction of the material contained in the Online Certification Directory subject to the following

conditions: 1. The Guide Information, Designs and/or Listings (files) must be presented in their entirely and in a non-

misleading manncr, without any manipulation of the data (or drawings). 2. The statement "Reprintcd from the Online

_ Certifications Directory with permission from Underwriters Laboratories Inc.” must appear adjacent to the extracted material.
In 2ddition, the reprinted material must include a copyright notice in the following format: "Copyright © 2005 Underwriters

Laboratories Inc.®"

http://database.ul.com/cgi—bin/XY'V/temp]ate/LISEXT/ 1FRAME/showpage html?name=BX... 47412005
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BXUV.U442 - Fire Resistance Ratings - ANSI/UL 263 Pagc 1 ot'4

Underwriters
' J Laboratories Inc..

BXUV.U442
Fire Resistance Ratings - ANSI/UL 263
Page Bottom Print-friendly version Questions?

Fire Resistance Ratings - ANSI/UL 263

$ee Geperal Information for Fire Resistance Ratings - ANSI/UL 263

Design No. U442

November 08, 2004

Nonbearing Wall Rating — 1 HR.

A

S

1 Studs — Channel shaped, 2-1/2 in. wide by 1-1/4 in. deep with 3/16 in. folded
back return flange legs. Fabricated from No. 20 MSG (0.0329 in., min. bare metal

http://database.ul.com/cgi-bin/XYV/tempiate/LISEX‘l‘ /1FRAME/showpage.html?name=B... 3/29/2005
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thickness) galv steel. Max stud spacing 16 in. OC. Studs to be cut 3/8 to 3/4 in. less
than assembly height.

5 Floor and Ceiling Runners — (Not Shown) — Channel shaped runners, 2-1/2 in.
wide by 1-1/4 in. deep, fabricated from No. 20 MSG (0.0329 in., min, bare metal
thickness) galv steel. Attached to floor and ceiling with fasteners, 24 in. OC max.

3. Cementitious Backer Units* — 1/2 or 5/8 in. thick, applied vertically or
horizontally with vertical joints centered over studs and staggered one stud cavity on
opposite sides of studs. Horizontal joints need not be backed by framing. Fastened to
studs and bottom runners with the uppermost screws palced 1/2 in. to 2 in. below the
bottom edge of the leg of the top ruoner with corrosion resistant 1-1/4 in. long
chamfered, ribbed wafer head screws with a minimum head diameter of .400 inch,
spaced 8 in. OC. Joints covered with glass fiber mesh tape and latex modified
portland cement mortar or Type | organic adhesive.

UNITED STATES GYPSUM CO — DUROCK Exterior Cement Boaxd or
DUROCK Brand Cement Board.

4. Batts and Blankets* — Min 2-1/2 in. thick mineral wool insulation batts, friction-
fitted between studs.

THERMAFIBER INC — Type SAFB.

5. Bond Coat for Setting Tile — Latex modified portland cement mortar or .1 Type
I organic adhesive applied with a notched trowel.

6. Ceramic Tile — 1/4 in. thick, joints filled with grout.

7. Gypsum Board* — 5/8 in. thick with square or tapered edges, applied vertically
with vertical joints centered over studs and staggered one stud cavity on opposite
sides of studs. Fastened with 1 in. long, Type S-12 screws spaced 8 in. OC along the
vertical edges and 12 in. OC in the field, and fastened to runners with screws spaced 8
in. OC 7 )

AMERICAN GYPSUM CO — Type AGX-1 or AG-C.
BEIJING NEW BUILDING MATERIALS CO LTD — Type DBX-1.
BPB AMERICA INC — Types EGRG, ProRoc Type X, ProRoc Type C.

BPB CANADA INC — ProRoc Type C, ProRoc Type X or ProRoc Type Abuse-
Resistant.

http://database.ul.com/cgi—bin/XW/template/LISEXT/1FRAME/showpage.htrnl?namﬁB.-. 3/29/2005
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BXUV.U442 - Fire Resistance Ratings - ANSI/UL 263 Page 3 o1 4

CANADIAN GYPSUM COMPANY — Type AR, C, IP-AR, P-X1, IP-X2, IPC-
AR, SCX, SHX, WRC, WRX.

G-P GYPSUM CORP, SUB OF

GEORGIA-PACIFIC CORP — Types 5, 9, C, DA, GPF36.

LAFARGE NORTH AMERICA INC — Types LGFC2, LGFC2A, LGFC6,
LGFC6A, LGFC-C, LGFC-C/A.

PABCO GYPSUM, DIV OF

PACIFIC COAST BUILDING PRODUCTS INC — Type C or PG-9.

PANEL REY S A — Type PRX.

SIAM GYPSUM INDUSTRY (SARABURI) CO LYD — Type EX-1

$STANDARD GYPSUM L L C — Type 5G-C
TEMPLE-INLAND FOREST PRODUCTS CORP — Type TG-C

UNITED STATES GYPSUM CO -— Type AR, C, FRX-G, IP-AR, IP-X1, IP-X2,
IPC-AR, SCX, SHX, WRC or WRX.

USG MEXICO S A DE C V — Type AR, C, IP-AR, IP-X1, IP-X2, JPC-AR, SCX,
SHX, WRC, WRX.

7A. Gypsum Board* — (As an alternate to Jtem 7) — 5/8 in. thick with square or
tapered edges, applied vertically or horizontally with vertical joints centered over
studs and staggered one stud cavity on opposite sides of studs. Horizontal edge joints
and horizontal butt joints on opposite sides of studs need not be staggered or backed.
For horizontal application, fastened to studs and runners with 1 in. long Type 8-12
screws spaced 8 in. OC. For vertical application, fastened to studs with 1 in. long,
Type S-12 screws spaced 8 in. OC along the vertical edges and 12 in. OC in the field,

and fastened to the runners with screws spaced 8 in. OC.

CANADIAN GYPSUM COMPANY — Type AR, C, IP-AR, IP-X1, IP-X2, IPC-
AR, SCX, SHX, WRC, WRX.

hittp://database.ul.com/cgi-bin/XYV. Jternplate/LISEXT/1FRAME/showpage.htmi?name=B... 3/29/2005
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UNITED STATES GYPSUM CO — Type AR, C, FRX-G, IP-AR, IP-X1, IP-X2,
IPC-AR, SCX, SHX, WRC or WRX. '

USG MEXICO S A DE C V — Type AR, C, IP-AR, IP-X1, IP-X2, IPC-AR, SCX,
SHX, WRC, WRX.

2. JYoints — When taper edge gypsum board is used, joints covered with paper tape
and joint compound. As an alternate, gypsum veneer plaster may be applied to the
entire surface of Classified veneer baseboard with joints reinforced. When square-
edge gypsum board is used, treatment of joints is optional.

9. Vapor Retarder, Water Barrier or Weatber Resistive Barrier — (Optional —
Not Shown) — As required.

*Bearing the UL Classification Mark

Last Updated on 2004-11-08
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A\ CONSTRUCTION

* INSPECTING

1 TESTING SERVICES « ENGINEFKING

FINAL AFFIDAVIT

January 21, 2005

Stockton Boulevard Partners, LLC
Mike Courtney

798 University Avenue
Sacramento, CA 95825

Re: Oak Park Research — 2700 Stockton Blvd.
Sacramento, CA

Application No: 0400566

Subject: J2647

In accordance with the CBC requirements, Section 1701 (Special Inspections), CTS performed spe-
cial inspections summarized below. Inspections were performed on August 20, 2004 through Sep-
tember 19, 2004.

CBC Section 1701.5.5 Structural Welding (field)

Work was, to the best of our knowledge, performed in accordance with CBC approved plans and
specifications. '

Responsible Engineer

k J. Greenan, P.E.
! Inc.

Limitations: These inspections were performed in accordance with project réQmme s, but please
note, this report shall not be relied upon by others as acceptance or guarantee of the work. Even
with diligent inspection techniques, the contractor is solely liable for defects or failures to adhere to
the code.

0.k .

JT
Z%5

cc: City of Sacramento - Building Department

{ N\

1233 East Beamer Street, Unit B o Woodland, CA 95776 e Phone (530) 666-4774 o Fax: (530) 666-4749
2142 Rheem Drive, Suite E ¢ Pleasanton, CA 94588 e Phone (925) 462-5151 e Fax: (925) 462-5183
One Embarcadero Center, Suite 535 e« San Francisco, CA94111 e Phone (415) 438-2357 e Fax:(415) 334-4747
246 30th St., #101 e Qakland, CA 94601 e Phone (510) 444-4747 e Fax: (510) 835-1825




CITY OF SACRAMENTO

30 DAY TEMPORARY

Certificate of Occupancy
For Information Contact (916) 264-5716

Permit No.: 0400566

Building Address: 2700 STOCKTON BLVD

Building Use: OFFICE SHELL Occupancy: B& S4

Building Owner: STOCKTON BLVD PARTNERS INC Construction Type: II-1HR ’
Owner Address: SACRAMENTO, CALIF 95824 Sprinkled‘? (X1Yes [] No
Area: 76518 Sq. Ft.

Portion of Building Occupied: ENTIRE

Specific purpose for temporary occupancy and/or conditions/limitations of temporary

occupancy:

W W‘f RON BEEHLER

05/02/2005
Date By: (Print) Sign CHIEF BUILDING OFFICIAL
PA“) i\nﬁ}\ﬂ'(‘”
ES NCRA
[TCO approvals:  CED, RSB, BB, GRS, RW ] ety O " q, 2009
- TR AVT
CBC 109.4 TEMPORARY CERTIFICATE SR \ \\\ \\”i;““
CENATR

If the Chief Building Official finds that no substantial hazard will result from
occupancy of any building or portion thereof before the same is completed, a
temporary Certificate of Occupancy may be issued for the use of a portion or

portions of a building or structure prior 10 the completion for the entire building

or Structure.

POST IN A CONSPICUOUS PLACE




JR ROBERTS FAX TRANSMITTAL |
0: _ANick.  Byeolrerber a Crty A et
fzez  S6& — 28920

Re : Oak Park Research Building , Sacramento , Calif

Flezse  Furld  opfridn s

o 79’4%—« S s Cotrre o o

&/ 7= S / 2ovx Lty
@ A3 Sfo) fos  LTer
& Hzsfos  Correctrmn Notree

We eppreete  your £
TAr bl -

Ikt fostlzmmora
cet §2-S —& 7

From: Ted Yoshimura
JR Roberts Corp
916-454-4610
Fax:916-454-4621

Date : .:6-/' ///aS




CITY OF SACRAMENTO
PERMIT NO.

2101 ARENA BLVD, #200 AREA NO.
BUILDING INSPECTIONS DIVISION
CORRECTION NOTICE
WHEN CORRECTIONS HAVE BEEN MADE cALL 808-7622 FOR REINSPECTION OF WORK.

4)'
JoBLOCATION £ €XD ::)_"JE:.(_, Vo f2§/
REQUESTED /"/ / #f’ﬂ ¥ L.ﬁ%u- V\Ju

[
THE UNDERSIGNED O suULDING '@PLUMBWG ® MECHANICAL O eLecTRICAL
INSPECTOR THIS DAY INSPECTED THIS STRUCTURE FOR THE REQUESTED INSPECTION AND FOUND THE
FOLLOWING VIOLATIONS OF CITY AND/OR STATE LAWS GOVERNING SAME:

mmh"t'aeu\ \r\r"
e L) C-"tamﬁ Oer‘-
per \JBC_ sechion  M10 Lﬁi
ﬂw’\ {'E\Jmtgr\ Pe_!fiwm:&

\/ oy
=

BUILDING INSPECTIONS 808-5716

JOB COPY
- DO NOT REMOVE THIS TAG

E@( é ${ N 1 W 2\,
JI Reoberts  gpps




TITTT

v R —r——— vy TEL (916) 784-0777 FAX (916) 784-0707
» [m DESIGN BUILD CO, CA License No. 793419
p .

OUR PERFORMANCE BUILDS RELATIONSHIPS®

April 28, 2005

J.R. Roberts Comp.
7745 Greenback Lane, Ste. 300
Citrus Heights, CA 95610

Attention: Ted Yoshimura

Project: Oak Park Research Center
FMB Job No. 0218

Re: _ Response to Comrect Notice for Compressed Gas Bottle Rooms

Ted: -
Upon review of the 4/21/05 City of Sacramento Cormrection notice they state that the
Compressed Gas bottle rooms need to maintain 1hr protection and be ventilated per U.B.C.
section 410. The referenced code is not applicable to this facility as the Compressed Gases
used in this facility are not classified as Medical Gases. The gases will be used for lab

experiments and are not intended for the inhalation or sedation by human beings per the
California Fire Code definition.

These rooms will be storing Argon (Ar), Nitrogen (N2) and Carbon Dioxide (COyz) and fall
under U.B.C. section 411. Based on Article 80 of the California Fire Code, these gases are

‘inert”. Per Article 74 of the Fire Code, inert gases are exempt from the ventilation and fire
rated room requirements.

If you have any questions or need more Clarification please contact me.

Sincerely,

FRANK M. BOOTH DESIGN BUILD CO.

e~ 4

Philip J. Ball, P.E.
Chief Design Engineer




JR ROBERTS FAX TRANSMITTAL
. KLoss (Moot precrsy @ TEH o
o S fruo 4=¢v74
S 6 e — 36 Feo

Re : Oak Park Research Building, Sacramento, Calif

P Boatd P N

/96957/_7@4/' , | CormmanT— 8 /s Cethp
L Q/wres:acé’ G  Lotfre Koo
Let vs  Erew IF- Tas s

Qg o~ e,

Ted [ostiinee

: Ted Yoshimura
JR Roberts Corp
916-454-4610
Fax:916-454-4621

. /28 (5




OUR PERFCAMANCE BUILOS RELATIONSHIPS®

April 21, 2005

J.R. Raberts Cerp.
7745 Greenback Lane, Ste. 300
Citrus Heights, CA 95610

Atterticn: Ted Yoshimura

Project:  Oak Park Research Center
FMB Job No, 0216

~ Re: Compressed Gas Bottle Rooms

Ted:

We understand that there was a Guestion in the figld rsgarging ‘he ventilalion requirements
of the Ccmpressed Gas Bottle Rcoms in the ccrriders. Thess roors will be storing Argan
(Arh Nitrogen (N2} and Caradn Dioxide {CO;). Based cn Article 82 of the Caiifornia Fire
Crcde, these gases arz “Inzrt” ard are exempt from the ventiladon requirements. Our
research concludes tnal the current design complies with the apglicatle codas. if there is a
dierence in cpirion, please forward the coda sections in questicn s0 we san review ang
provids direction.

if you wave any questions or n2ed more clarification pleass contast me.
Sinczraly,

FRANK M. BOOTH DESIGN BUILD CO.
AL 7 7
e ! 2
//,ﬁ{'efd/%éf_/

niip J. Bal, P E
ie® Design Engireer
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BRANK M. BOOTH i
FRANK M. VALLEY SHEET

OUR FPLRIFCTMANGT NLOG RRLATIONSHIES?

THNE 3 QRAANGE 0025 RELATRNGHS G

INFORMATION BULLETIN #[ 7 | 09/’
| 2/3/05 lz

Project Name: Oak Park Research Bidg. Date:

CLULTEIY QIMANG S BUR DS RFLAONSHINS

Plan Ref: P-201A, P202, P203 Project#: 0216

1

Plan Date: 2/3105_ Delta#: -

SK #:

- Attachments: BATET EZ,E3

Description: e
P.201A - 2" BCW fine th 2™ Floor
P-202 — 2" DCW from below branch to 3 locations at 1" DCW thru roof ta HB's on rocf,

"B.203 = revised note 1" ICW ¢ 1" DEW

{

Action: X" By Field ! !Detailing — To Field
(How-¢, ange is to be incorporated»

ecord (Phil.Ball): "Date

"'Eh'gme'éféé}
Project Managef (John MeCrackin) ‘Date

Signature:

Dry Wet
cc: Designer o Chai . Mark Janowsky
Detailer . SeveBearr T
Fleld Foreman ' ScoftBastve 7 BrianFranz. __
Fab Foreman S Bryap-feung
Peter Byron R, S e

BAS

(Not valid unless signed by Engineer & Project Manager)

33Jahs\0216 - Oak Park Resgarch\Bsiinfo But #7.doc
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Denese Soto /’))

7 ! AT
From: . <mcoyazo@ruskin.com> / } / m Jh f// I
To! - «ds@nwsac.com> " j 4 "‘
Sent: " Thursduy, March 10, 2005 10:46 AM % ._
Subjeot: - FSDR2S \ :
Wi Denese; just 80 you know the cinch plate is able to be under the sheetrock as long as it is
metal stud framing. _

Michael Coyazo
Product Speciallst
Commercial & Fire Safety Dept.

816-965-4378
mcoyazo@ruskin.com

3/10/2005




4220 Douglas Blvd., Suite 5, Granite Bay, CA 95746
FM B FRANK M., BOOGTH TEL (916) 784-0777 FAX (916) 784-0707
DESIGN BUILD CO. CA License No. 793419

OUR PEAFOAMANCE BUILDS RELATIONSHIPS®

April 28, 2005
J.R. Roberts Corp. \v\,
7745 Greenback Lane, Ste. 300 \
Citrus Heights, CA 95610 \
Attention: Ted Yoshimura
Project: Qak Park Research Center
FMB Job No. 0216
Re: Response to Correct Notice for Compressed Gas Bottle Rooms
Ted:
Upon review of the 4/21/05 City of Sacramento Correction notice they state that the
Compressed Gas bottle rooms need to maintain 1hr protection and be ventilated per u.B.C.
section 410. The referenced code is not applicable to this facility as the Compressed Gases
used in this facility are not classified as Medical Gases. The gases will be used for lab

experiments and are not intended for the inhalation or sedation by human beings per the
California Fire Code definition.

These rooms will be storing Argon (Ar), Nitrogen (N2) and Carbon Dioxide (CO,) and fall
under U.B.C. section 411. Based on Article 80 of the California Fire Code, these gases are
“inert”. Per Article 74 of the Fire Code, inert gases are exempt from the ventilation and fire
rated room requirements.

If you have any questions or need more clarification please contact me.

Sincerely,

FRANK M. BOOTH DESIGN BUILD CO.

Philip J. Ball, P.E.
Chief Design Engineer




FM B FRANK M. BQOTH TEL (916) 7840777 FAX(W1B) TG&UTU7
DESIGN BUILO CO. CA Ucense No, 793419

OUR PERFCAMANCE BUILDS RELATIONSHIPS®

April 21, 2005

J.R. Raberts Cerp.
7745 Greenback Lane, Ste. 300
Citrus Heights, CA 95610

Atterticn; Ted Yoshimura

Project: Oak Park Research Center
FMB Job No. 0216

Re: Compressed Gas Bottle Rooms

‘Ted;

We understand that thers was a Guestion in the fisld ragarging he ventilalion requirements
of the Compressed Gas Bottle Rcoms in the corriders. Thess roorms wiil be storing Argan
(Ar), Nitrogen (N2} and Carton Dioxice (CO,;). Based on Article 87 of the Caiifornia Fire
Ccde, these gases are "Inert” ard are exempt from the ventlation requirements.  Qur —
research concludes that the current design complies-with the applicatle todes. fthereisa !

If you ~ave asy questions or need more clarification pleass contast n*é\\ /9 Covids

di¥erence in cpirion, please sorward the zodea sections in.guesticn 50 we tan review and
provids direction. =

Sincersly. } I

! t_//A’ e
FRANK M. BOOTH DESIGN BUILD CO. | | ” SR

Phiiip 4. Bail, P E
Chie® Design Engineer




4220 Douglas Bivd., Suite 5, Granite Bay, CA 95746
F'M FRANK M. BOOTH ' TEL (916) 784-0777  FAX (916) 784-0707
DESIGN BUILD CO. CA License No. 793419

OUR PERFOAMANCE BUILDS RELATIONSHIPS®

May 27, 2005
N\

J.R. Roberts Corp. (‘(0
7745 Greenback Lane, Ste. 300

Citrus Heights, CA 95610

Attention: Ted Yoshimura

Project:  Oak Park Research Center
FMB Job No. 0216

Re:  Girculating Hot Water Systems

-

Ted: -

It is our understanding that the use of this facility will be 24hr; 7 day/week.

Due to safety concerns involving Legionella with the associated operating temperatures, we
do not design buildings with the capabilities of shutting off the hot water circulation systems.
All systems must maintain circulation.

If you have any questions or need more clarification please contact me.

Sincerely,

FRANK M. BOOTH DESIGN BUILD CO.

Philip J. Ball, P.E.
Chief Design Engineer




Ted Yoshimura

Page 1 of 1

From:
Sent:
To:

Cc:
Subject:

5/27/2005

Phil Ball [PhilB@fmbdbc.com]
Friday, May 27, 2005 10:04 AM
Ted Yoshimura

John McCrackin

oak park operation schedule




collins electrical company inc. °

4395 Northgate Blvd., Sacramento , CA 95834 Fax:(916 567-1292 Phone:(916) 567-1100

UBMITTAL TRANSMITTAL
ate: 01/11/05

roject: CANCER CENTER, T/I
»b: 508660 CANCER CENTER, T/I
ustomer: 56800 J.R. ROBERTS CORP

H J.R. ROBERTS CORP

7745 GREENBACK LANE, STE 300
CITRUS HEIGHTS, CA 95610

tention: TED YOSHIMARA Main Fax No: 916 729-5666

e following submittals are transmitted for your review. Please review, approve and return by the date indicated.

JBMITTAL NUMBER: 08

) ) Submitted Required
pies Section Description Vendor to gen From gen Status

3050 BASIC MATERIALS
GROUND FAULT TESTING SAC4596 01/11/05 OWNER'S RECORDS

oroved: Submittal is APPROVED AS NOTED, please proceed with fabrication and notify us of your lead time.
jected: Submittal is REJECTED, please revise and resubmit.

‘MARKS:

2 Ground Fault Tesing report is enclosed for your records.

RICH MALBOEUF

%0‘1‘70 560

General: J.R. ROBERTS CORP  Submittal No. 08
d by RMB as of 01/11/05 8:33:50AM




A REPORT
ON THE
GROUND FAULT
SYSTEM
CERTIFICATION
PERFORMED AT
OAK PARK RESEARCH

FOR

COLLINS ELECTRIC

BY

APPARATUS TESTING AND ENGINEERING
P.0. BOX 984
FOLSOM, CA 95763-0984
(916) 853-6280

Submitted by: Certified by:

Terry McKay Jim Lawler
NETA Certification 7: 02-1-13480 NETA Certification: # 98-4-1599

January 3, 2004 A.T.E, Reference: S-7187




PROJECT REPORT

PURPOSE -

The purpose of the Ground Fault System Certification is to ensure that the components
within the system and the system as a whole are installed in accordance with “National
Electric Code 230~95” and are fully operational. Through such tests, the contractor is
assured that his installation is correct and will provide protection against arcing ground
faults.

SUMMARY

Apparatus Testing and Engineering, Inc. was contracted by Collins Electric to perform
Ground Fault System Certification at Oak Park Research located at 8700 Stockton Blvd.
in Sacramento, CA. The test was conducted on January 5, 2004, by Terry McKay,
NETA Certification # 02-1-13480, of Apparatus Testing and Engineering, Inc.

TEST PROCEDURES

A. Neutral-ground connection inspected to verify connection ahead of ground fault
sensor and neutral disconnect link.

Neutral-ground conductor checked for correct size and clearance from exposed.
energized conductors.

Polarity of neutral current sensors checked to verify correct connection in
relation to phase current sensors.

Minimum ground fault current required to operate protective device determined:

current recorded as ground fault pickup current.

Ground Fault current applied to system at minimum of two values in excess of
pickup current to verify ground fault time operation is within parameters of
manufacturer’s time-current curves.

Neutral insulation resistance checked to verify that no additional ground paths
exist in system.




IV. RESULTS AND RECOMMENDATIONS:

A. The ground fault system tested satisfactorily as installed and is operational and
acceptable for service.

In the absence of engineered settings, pickup current and time delay settings were
temporarily made for service energization. Apparatus Testing & Engineering, Inc.
accepts no liability for these settings. The as left settings are 640 amps pickup, 0.2
seconds time delay. The design engineer should be contacted for final settings. -

Not all neutral conductors were installed at the time the test was performed.

1. Apparatus Testing and Engineering, Inc. recommends that the contractor
verify the neutral insulation resistance when the wiring is completed. No
re-test of the ground fault system is required.







"SONILLIS T¥NIJ ININYIL3A GINOHS HABNIONIT 103Ar0dd "ATNO S$3S0duNd HDNILSTL HOH IYY SONILLIS (1) S¥UvNTY

| win | inof x IEN 1,1
SANOD3S 20 AYVI30 3NIL
318Y0i1ddY LON 3718v.Ld329V LON 3718v1d300V ONLLNNOW HOSNIS SAWY org 1N3¥HND
318v0I1ddY LON 318Y.Ld300V LON 371av1d300V ALFIGISSIIOY HNIT IVHLINTN (1) SONILLIS W3LSAS L1NV4 ANNOHD
378vDI1ddV 10N 37a¥1d300V LON 318v1d300v NOILYOO7 ONNOYS TvYLNaN
NOILOTJSNI T¥NSIA SLI0A 009 SdIV 000E  ONILVY
HOEHN ON F1ALS
LOVAHILSYA 3dAL| a-0s 94w
318vOr1ddY LON 31814300V LON 318v.L4300V ALIMYIOd HOSNIS TWH1NAN NOILYIWHOHNI HOLIMS/A3®YIYE
318Y2IddY LON 318¥1d309V LON 318V1d300V NOILYY3dO 13NV HOLINOW vasoudz| | Tvnaiszy| X
378YOddY LON 31814300V LON 318Y.LdII0V IONYLSISTH NOILYINSNI THLNAN NOILYHNOIINOD WILSAS
319vONddY LON 318Y.1d300V 10N 378v1d300V SLIOA TOHLNOD %G 1V didL AVIFY
SANOD3S 810 %002 1¥ 1S3L AV13Y[  SONOD3S Of ¥'0-1'0  SdINY 00Z1-006 JONWY
SANOD3S Z€0 %0S 1 1V 1S3 AVI3Y YOXXXXXSBYYPEHHEIM ‘ON “1¥D
SJINY Sv9 dN¥ld AV13d]| V0’9 DID0TONOIN IdAL ] aDs ‘94w
¥1va LS3L TvOI¥10313 NOILYWHOLNI LINV4 aNNOYS
HIODIW OAY ' T-SW dIWY-ILTNIW - 3SN LNIWLINDA 1S3L S ‘NOILVOIJIINIAl “INd "UDAAS
W1l ‘Agg3ls3aL
S0/G0/10 ‘31va H3YVYIS3AY MHVYd MvO 10373 SNITI0D
L8LL-S T"ON dor NOLLYOOT HIWOLSND

L-1d40d3d 1S31 WILSAS LTNVd ANNOYUD

H3agW3AW 1N4




Work Order 6109

Work Order

COLLINS ELECTRICAL CO., INC.
611 W, FREMONT ST.
P.0. BOX 1609
STOCKTON, CA 95201

Job:

SO-SAC REGIONAL WWTP
8521 LAGUNA STATION BLVD.,
ELK GROVE, CA 95758

Bill To:

SAC REGIONAL WASTEWATER TREATM
8521 LAGUNA STATION ROAD

ELK GROVE, CA 95758

CONTACT:RENDY BOLDRINI

LEAD TECHNICIAN:
2nd TECHNICIAN:
JOB SITE PHONE:
OTHER PHONE:

OWNER PHONE:

QUOTE:

CONTRACT:
CUSTOMER PO #:

JOB NUMBER:

875-9262 TYPE:051

ENTERED DATE: 01/11/05 TIME: 08:35
EST ARRIVAL:
EST. WORK DATE:
TERMS:NET 30

Work Ordered

Notes Or Comments

Completed Notes

PROJECTED HOURS: ACTUAL HOURS:

CUSTOMER SIGNATURE:

TECHNICIAN: DATE COMPLETED:

DATE:

Printed Date: 01/11/05 Time: 8:38:50AM




CITY OF SACRAMENTO

" CERTIFICATE OF OCCUPANCY

For Information Contact (916) 808-5716

Building Address: _2700 STOCKTON BLVD Permit No.: 0400566

Building Use: MEDICAL OFFICE DBA:OAK PARK RESEARCH Occupancy: _B & 54

Building Owner: ~ STOCKTON BLVD PARTNERS INC Construction Type: [-1HR

Owner Address: SACRAMENTO, CALIF 95824 Sprinkled? [X ] Yes [ ] No

Portion of Building Occupied: ENTIRE Area: 76518 Sq. Ft.

05/27/2005 /5 RON BEEHLER
Date By: (Print) i CHIEF BUILDING OFFICIAL

[Finaled By  CED, RH, MIB, RW, GRS

This Certificate, issued pursuant to the requirements of Section 109 of the Uniform
Building Code, certifies that at time of issuance the described portion of the building
has been inspected for compliance with the Uniform Building Code, as adopted per
Title 15 of the Sacramento City Code for the group and division of occupancy and use
for which the proposed occupancy is classified. Issuance of this certificate shall not be
construed as an approval of a violation of any Codes, or Federal, State and City Laws
or Ordinances.. Certificates presuming to give authority to such violation shall not be
valid. This certificate shall be posted in a conspicuous place on the premises and shall
not be removed except by the Chief Building Official. No changes shall be made in the
character of occupancy or use without approval of the Chief Building Official.

POST IN A CONSPICUOUS PLACE




« TESTING
«INSPECTINC

CONSTRUCTION HINSPECTING
TESTING SERVICES + CONSTRUCTION MANAGEMENT

FINAL AFFIDAVIT

April 21, 2005
*Revised April 26, 2005

Stockton Boulevard Partners, LLC
Mike Courtney

798 University Avenuc
Sacramento, CA 95825

Re: Oak Park Research - 2700 Stockton Blvd.
Sacramento, CA

Application No: 0408293 / 0400566

Subject: 12647

In accordance with the CBC requirements, Section 1701 & 1703 (Special Inspections), CTS performed special in-
spections summarized below. Inspections were performed on May 05, 2004 through March 31, 2005.

CBC Section 1701.5.1 Concrete

CBC Section 1701.5.12 Shoterete

CBC Section 1701.5.2 Bolts Installed in Concrete

CBC Section 1701.5.4 Reinforcing Steel

CBC Section 1701.5.5 Structural Welding (shop & field)

CBC Section 1701.5.6 High Strength Bolting

*CBC Section 1701.5.7 Structural Masonry (not required)

CBC Section 1701.5.10 Spray Applied Fireproofing

=CBC Section 1701.5.15 Special Cases [epoxy-set bolts inspection, expansion anchor (not

required))
»CBC Section 1702 Special Grading, Excavation and Filling (not required)
CBC Section 1703 Non Destructive Testing (ultrasonic testing)

Sincerely,

Construction Testing Services, I

Bradford L. Quon, PE
Responsible Engineer

Limitations:  These inspections were performed in Secordance with project requirements, but please note, this
report shall not be relied upon by others as acceptance or guarantee of the work. Even with diligent inspection
techniques, the contractor is solely liable for defects or failures 1o adhere to the code.

ce: City of Sacramento - Building Department

1233 East Beamer Street, Unit B # Woodland, CA 95776 ¢ Phone: (530) 666-4774 Fax: (530) 666-4749
2174 Rheem Drive, Suite A ¢ Pleasanton, CA 94588  Phone: (925) 462-5151 Fax: (925) 462-5183
One Embarcadero Center, Suite 535 * 5an Francisco, CA 94111 » Phone- (415) 438-2357 * Fax: (415) 334-4747
246 30th St., #101 = Oakland, CA 94601 * Phaone: (510) 444-4747 ¢ Fax: (510) 835-1825




CONSTRUCTION o
TESTING SERVICES ENGINEERING

Including Cover Page, This Fax Contains

L pun

April 26, 2005

13:10

Brad Quon

Deliver To | Ted Yoshimura

Name of Firm | JR Roberts

Fax Number | (916) 454-4621

Telephone Number | (916) 4544610

Subject | Finsl Affidavit

Project | Oak Park Research Center

Ce: | Mike Courmey (mail), City of Sacramento (mail)

Comments:

Ted,

Operations
CTS Woodland

As requested, attached is our final affidavit for special inspections at the site. If there is anything else you need,

246 30" St,, Suite 101, Oakland, CA 94601

Phone (510) 444-4747

1233 East Beamer Street, Unit B, Woodland, CA 95776 . Phone (530) 6664714 . Fax (530) 666-4749
2174 Rheem Drive, Suite A, Pleasanton, CA 94588 . Phone (925) 462-5151 . Fax (925) 462-5183
One Embarcadero Center, Suite 535, San Francisco, CA 94111 Phone (415) 438-2357 . Fax (415) 334-4747

. . Fax (510) 835-1825




D # TESTING

e/ T \s\ CONSTRUCTION +INSPECTING

« ENGINEERING

LI TESTING SERVICES « CONSTRUCTION MANAGEMENT
FINAL AFFIDAVIT

April 21, 2005

Stockton Boulevard Partners, LLC
Mike Courtney

798 University Avenue
Sacramento, CA 95825

Re: Qak Park Research — 2700 Stockton Blvd.
Sacramento, CA

Application No: 0408293 / 0400566

Subject: 12647

In accordance with the CBC requirements, Section 1701 & 1703 (Special Inspections), CTS performed
special inspections summarized below. Inspections were performed on May 05, 2004 through March 31,
2005.

CBC Section 1701.5.1 Concrete

CBC Section 1701.5.12 Shotcrete

CBC Section 1701.5.2 Bolts Installed in Concrete

CBC Section 1701.5.4 Reinforcing Steel

CBC Section 1701.5.5 Structural Welding (shop & field)

CBC Section 1701.5.6 High Strength Bolting

CBC Section 1701.5.10 Spray Applied Fireproofing

CBC Section 1701.5.15 Special Cases (epoxy-set bolts inspection)
CBC Section 1703 Non Destructive Testing (ultrasonic testing)

Work was, to the best of
cations.

CTS, Inc.

Limitations: These inspections were performed in accordance with project requirements, but please
note, this report shall not be relied upon by others as acceptance or guarantee of the work. Even with
diligent inspection techniques, the contractor is solely liable for defects or failures to adhere 10 the code.

cc: City of Sacramento - Building Department

1233 East Beamer Street, Unit B * Woodland, CA 95776 * Phone: (530) 666-4774 Fax: (530) 666-4749
2174 Rheem Drive, Suite A » Pleasanton, CA 94588 * Phone: (925) 462-5151  Fax: (925) 462-5183
One Embarcadero Center, Suite 535 ¢ San Francisco, CA 94111 * Phone: (415) 438-2357 * Fax: (415) 334-4747
246 30th St., #101 e QOakland, CA 94601 * Phone: (510) 444-4747 * Fax: (510) 835-1825




« TESTING

CONSTRUCTION +INSPECTING

+ ENGINEERING

1= TESTING SERVICES + CONSTRUCTION MANAGEMENT
FINAL AFFIDAVIT

April 21, 2005
*Revised April 26, 2005

Stockton Boulevard Partners, LLC
Mike Courtney

798 University Avenue
Sacramento, CA 95825

Re: Qak Park Research — 2700 Stockton Blvd.
Sacramento, CA

" Application No: 0408293 / 0400566

Subject: J2647

In accordance with the CBC requirements, Section 1701 & 1703 (Special &
spections summarized below. Inspections were performed on May 05, 20
CBC Section 1701.5.1 Concrete
CBC Section 1701.5.12 Shotcrete
CBC Section 1701.5.2 Bolts Installed in Concrete
CBC Section 1701.5.4 Reinforcing Steel
CBC Section 1701.5.5 Structural Welding (shop & field)
CBC Section 1701.5.6 High Strength Bolting
*CBC Section 1701.5.7 Structural Masonry (not required)
CBC Section 1701.5.10 Spray Applied Fireproofing
*CBC Section 1701.5.15 Special Cases [epoxy-set bolts inspection, expansion anchor (not
required)]
*CBC Section 1702 Special Grading, Excavation and Filling (not required)
CBC Section 1703 Non Destructive Testing (ultrasonic testing)

Sincerely,

Construction Testing Services, Inc.

Bradford .. Quon, PE
Responsible Engineer

Limitations:  These inspections were performed in accordance with project requirements, but please note, this

report shall not be relied upon by others as acceptance or guarantee of the work. Even with diligent inspection
techniques, the contractor is solely liable for defects or failures to adhere to the code.

ce: City of Sacramento - Building Department

1233 East Beamer Street, Unit B ¢ Woodland, CA 95776 * Phone: (530) 666-4774 Fax: (530) 666-4749
2174 Rheem Drive, Suite A * Pleasanton, CA 94588 ¢ Phone: (925) 462-5151 Fax: (925) 462-5183
One Embarcadero Center, Suite 535 ¢ San Francisco, CA 94111 ® Phone: (415) 438-2357 * Fax: (415) 334-4747
246 30th St., #1071 e Oakland, CA 94601 ® Phone: (510) 444-4747 * Fax: (510) 835-1825
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ress hard for four copies

OWNER'S NAME_ 2 2 06K a0/ [CLAE. PRri T rerns MG .

. OWNER'S ADDRESS "’7%" SMIY 51 T A
PROJECT ADDRESS_7 J00 (7 0( 4/ N Bl L AAA T,
PARCEL NUMBER___0 1 — 0/2f = sof otno. 3/ /K 4
SUBDIVISION NAME CHK Faric ’
NUMBER OF UNITs__AY/#— .

Upon payment of the fees listed below, a 90-day ap val period commences upon which the applicant paying the fees may protest such fees. Any
failure to file such protest within the 93—/07&/4} i a/ i forfeiture of any rights to challenge such fees, through litigation or otherwise.
’ !f o :
o b

APPLICANT'S SIGNATURE__ "/ LW Mg (0 REIPAS
TITLE OF APPLICANT MM 1V/ ¥ } |
DATE PHONE NUMBER Wb — L1y —a7/

 oLAN IDENTIFICATION NUMBER__O4 0 ©5 € b
SBUALDING TYPE: NEW RESIDENTIAL () ~ RESIDENTIALADDITION ()
— — e— ] § ;

T L ATMRIMENTCQNDQMINIM. (. ) COMMERCIALINDUSTRIAL ( )

L e . i TR B P -4 )

_SQUARE FEET OF CHARGEABLE BUILDUNG AREA PAN RFaad PO il S
/. NAME (PRINTED) (\/\ “ene\ € &niND SIGNATUREN“"“-*"'”{/ ; ‘\—}V ,1 T TS

1irte R = o e Teounic (an/PHONE NUMBER S (O 4 DATR=—Y,

SAci %
DISTRICT: EH-GROVEUNIFIED SCHOOL DISTRICT

exempr__ & COMMENTS
KESIDENTIAL —LEVEL 1
RESIDENTIAL — LEVEL 2 \ SQFT X

TOTAL RESIDENTIAL

SENIOR RESIDENTIAL SQFT X § . =$ ;
COMMERCIAL/INDUSTRIAL 294/ SQFT X $___- ’}7‘ _s /2, 0L 42
= /

This Certification covers only the amount of square foptage indicated above. Any additions or corrections to the square footage for this project will
require an amendment to the Certificate of Compliance.

A

As the authorized school district official, Vhereby cetify that the’ requirements of Government Code Section 65995 and any other autherized
~ requirements have been complied with l);/the above signed applicant. o

SIGNATURE___ L.

i " ? o 7 / ’ -
SRR ek © et DATE__ /0 of

- P e / ! :
/W_hogj Dist_r_iW'ﬁp-Y: \:vch/bol District 2nd copy: Building Depariment 3rd copy: Applicant REVISED 4/24/03

-

s




88/18/20B4 17:19 916-b4b-2895 A C MARTIN PARTNER

-Public Works aAgency 8/3/2004 12:43 PAGE 2/2 RightFax

Sacramento County Regional Sanitation District
10545 Armstrong Avenus, Suite 101

~——
g Mather, California
SRCS D

August 3, 2004

RECEIVING FAX: 916-646-2895
SENDING FAX: 916-854-8863

TO:  WHOM IT MAY CONCERN

FROM: DOLORES ROSS
SACRAMENTO REGIONAL COUNTY SANITATION DISYRICT

RE: . SEWER IMPACT FEES APN: 014-0121-001
2700 Stockton Bivd. Case No. SWD2004-00747

The Sewer Impact Fees due for the proposed "Oak Park Research Center”, located on the

site of the demolished Moose Lodge, are calculated as follows:

Impact:
20,341 sq. ft. office x 0.2 ESDs/1,000 sq.ft. =
19,077 sq. . iaboratory x 0.4 ESDs/1,000 sq.ft_ =

Credit:
hall 8,000 5q.ft. x 0.3 ESDs/1,000 sq.ft. =
bar 2,000 sq.f x 0.7 ESDs/1,0005q.ft = -
warehouse 7,500 sq.ft. x 0.1 ESDs/1,000 sq.ft, =

The net impact and fees are as follows: 11,70 - 4.55 ESDs = 7.15 ESDs.

ESDs
407

763
11.70

2.40

140

0.75
4.55

7.15ESDs x $ 2,314/ ESD = $ 16,545

Payment of these fees will cover your Plan Check # 0400566 & # 0403431, may be made payable to

County of Sacramento and are due prior to issuance of permits,

If T may be of further assistance, please do not hesitate to cali me at B76-6063.

. ESD = Equivalent Single Family. Dwelling . .

This fee s also subject 10 adjustment if the data supplied is changed

www.sresd.com
e-meil: 108xi@SacCounty NET

+—G—
I;?awid ~




DEPARTMENT CITY OF SACRAMENTO 1395 35 AVENUE

OF UTILITIES ) SACRAMENTO, CA
CALIFORNIA 95822-2911

ENGINEERING
SERVICES DIVISION PH 916-264-1400
August 11. 2004 FAX 916-264-1497/1498
Y

40569:RT
Stockton Blvd Partner
798 University Ave
Sacramento, CA95825
RE: 2700 Stockton Boulevard - Combined Sewer Mitigation Fees, Plan Check .No.0400566

This letter is to certify that I am in receipt of a check in an amount of $925.60 as a full payment
for the Combined Sewer Mitigation Fees for the above referenced project.

‘Should you have any questions, please call me at (916) 808-8891.

Sincerely,

fokt ¥ir

Robert Thaung
Senior Engineer
Department of Utilities

cc: Kimland Yee

*
%e%%
.0, :4‘
2%

CITY GF SACRAMENTO
DEPARTMENT
OF UTILITIES

Making a Difference in Your Neighborbood




Case Number:

SWD2004-00747

Location: CITY OF SACRAMENTO
Job Address: 2700 STOCKTON BLVD

Fee Type
SRCSD Sewer Fees

Fees Due:

Case Fee Summary

Status: ACT

Fee Due

16,545.00
16,545.00 Fees Paid:

Balance Due: 16,545.00

Issue Date: 8/11/2004 -

Date Printed:  8/11/2004
Fee Paid Date Paid

0.00
0.00




County of Sacramento
Accounting & Fiscal Services

#*% Cugtomer Receipt 4%
Receipt §: 1200400000000C1E294

_Trareaction  §/11/2004 10:42:268M
Dete / Tirme: o R

Coge §: SWD20A-00747

Fee Type Fee Amount
| SROCSD Sewer Fees 16,545.00
Total :  Check T EI6,5A5.00

Bark §: 90-3750.
Check § facctd : 1015
Rezeived:

Confrm No:

Amount Tendered:
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JR ROBERTS CORP.

REQUEST FOR INFORMATION [JRR# 143 |
Resesrch Buiding , Sacramento -
—— RECEIVED

FEB 0 2 9nn5

(2 )

gt berts.com
phone 918454 4810
fax -9'1'5.4‘52:._452_1

Please respond no fater \ =: " iy o
Reply :
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4220 Douglas Bvd., Suite 5, Granile Bay, CA 05743
FN' FRANK M. BOOTH TEL (916) T04-0777  FAX {918) 764-0707
DESIGN BUILD cO. CA Licensa No, 793419

OUR PERFCRMAMNCE BUILDS RELATIONSHIPS®

Aprit 21, 2005

J.R. Roberts Cerp.
7745 Greenback Lane, Ste. 300
Citrus Heights, CA 95610

Attenticn: Ted Yoshirmura

Project: Oak Park Research Center
FMB Job No. 0216

Re: Compressed Gas Bottle Rooms
Ted:

We understand thal there was a question in the ficid regarding the ventilation requirements
of the Cempressed Gas Bottle Rcoms in the corriders, These rooms wil be storing Argan
(Ar), Nitrogen (N2) and Carbon Dioxide (CO;). Based on Article 87 of the California Fire
Ccde, these gases arz "Inert” ard are exempt from the ventilation requirements. Qur
research concludes thal the current design complies with the applicatle codes, if there is a
di*erence in cpirion, please forward the zode sections in guesticn 30 we san review and
provide direction.

If you nave any questions or need more clzrification rleass contact re,
Sincerely,

FRANK M. BOOTH DESIGN BUILD CO.

Fhilip J. Balf, P E
Crie’ Design Engireer




CONSTRUCTION
TESTING SERVICES

TESTING
INSPECTION
ENGINEERING

Including Cover Page, This Fax Containg 2- Pages

April 26, 2005

13:10

Brad Quon

Deliver To

Ted Yoshimura

Name of Firm

JR Roberts

Fax Number

(916) 454.4621

(916)454-4610

Telephone Number

Subject | Final Afhdavit

Project | Oak Park Research Center

Ce: | Mike Courmey (mail), City of Sacramento (mail)

Comments:
Ted,

As requested, anached is our final affidavit for special inspections at the site. If there is anything else you need,

CTS Woodland

Phone (530) 6664774
Phone (925) 462-5151
Phone (415) 438-2357
Phone (510) 444-4747

1233 East Beamer Street, Unit B, Woodland, CA 95776

2174 Rheem Drive, Suite A, Picasanton, CA 94538

One Embarcadero Center, Suite 535, San Francisco, CA 94111
246 30" St,, Suite 101, Oakland, CA 94601

Fax (530) 666-4749
Fax (925) 462.5183
Fax (415) 3344747
Fax (510) 835-1825




« TESTING

/é’/'r\\s\ CONSTRUCTION - nspECTING

2 ENG R
(1 T ITESTING SERVICES - CONSTRUGTION MANACEMENT

FINAL AFFIDAVIT

April 21, 2005
*Revised April 26, 2005

Stockton Boulevard Partners, LLC
Mike Courtney

798 University Avenue
Sacramento, CA 95825

Re: Oak Park Research - 2700 Stockton Bivd.
Sacramento, CA

Application No: 0408293 / 0400566
Subject: - J2647

In accordance with the CBC requirements, Section 1701 & 1703 (Special Inspections), CTS performed special in-
spections summarized below. Inspections were performed on May 05, 2004 through March 31, 2005.

CBC Section 1701.5.1 Concrete

CBC Section 1701.5.12 Shotcrete

CBC Section 1701.5.2 Bolts Installed in Concrete

CBC Section 1701.5.4 Reinforcing Steel

CBC Section 1701.5.5 Structural Welding (shop & field)

CBC Section 1701.5.6 High Strength Bolting

*CBC Section 1701.5.7 Structural Masonry (not required)

CBC Section 1701.5.10 Spray Applied Fireproofing

*CBC Section 1701.5.15 Special Cases [epoxy-set bolts inspection, ¢xpansion anchor (not

SR required)} - - - :
*CBC Section 1702 Special Grading, Excavation and Filling (not required)
CBC Section 1703 Non Destructive Testing (ultrasonic testing)

Work was, to the best of our knowledge, performed in accordance with CBC approved plans and specifications.

Sincerely,

Construction Testing Services, I

Bradford L. Quon, PE
Responsible Engineer

Limitations: ordance with project requirements, but please note, this
report shall not be relied upon by others as acceptance or guarantee of the work. Even with diligent inspection
techniques, the contractor is solely liable for defects or Jailures to adhere to the code.

cc: City of Sacramento - Building Department

1233 East Beamer Street, Unit B o Woodland, CA 95776 & Phone: (530) 666-4774 Fax: (530) 666-4749
2174 Rheem Drive, Suite A « Pleasanton, CA 94588 Phone: (925) 462-5151 Fax: (925) 462-5183
One Embarcadero Center, Suite 535 » San Francisco, CA 94111 + Phone  (415) 438-2357 o Fax: (415) 334-4747
246 30th St., #101 « Oakland, CA 94601 Phone: (510) 444-4747 » Fax: (S10) B35-1825




