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We Help Build A Great City

Permit No. 0604738

Date Applied 04/07/2006
Type Commercial
Subtype Remodel
Category Retail Store

Permit 1689 ARDEN WY
Address SACRAMENTO CA

Site Location STE 2120
Parcel No. 27701600710000
ARDEN FAIR ASSOCIATES
Owner 3875 TAYLOR RD #B
LOOMIS,, CA
LAURA KASS

Applicant LAURA KASS
612-7604

Valuation $ 80,000.00

Fee ltems Amount

Pemit—-Building-Com $936.00
Plan Ck-Building Com $1,125.00
Review--Fire Department $44.76
Strong Motion $16.80
City Business Oper Tax $32.00
Bldg-Technology Surcharg $82.44,
General Plan Surcharge $47.20

Total $2,284.20

PAID

CITY OF SACRAMEN|
NOV 02 2006

CITY OF SACRAMENT New City Hall

Development www.cityofsacramento.org

serV|ces Help Line: 1-916-808-5656 OR 1-866-EZ-PERMIT

Inspection Request: 1-916-808-7622 2101 Arena Bivd., Suite 200

Downtown Permit Center

915 | Street, 3rd Floor
Sacramento, CA 95814

North Permit Center

Sacramento, CA 95834
LICENSED CONTRACTOR'S DECLARATION

1 hereby affirm under penalty of perjury that | am licensed under
provisions of Chapter 9 (commencing with Section 7000) of Division 3 of
the Business and Professions Code, and my license is in full force and
effect.
Licensa Class: License Number:
Date: Contractor:

OWNER-BUILDER DECLARATIONS

| hereby affirm that | am exempt from the Contractor's License Law
(C.L.L.) for the following reason (Sec. 7031,5.B&P Code: Any city or
county which requires a permit to construct, alter, improve, demolish or
repair any structure, prior lo its issuance, also requires the applicant for
such pemit to file a signed statement that he/she is licensed pursuant to
the provisions of C.L... Chapter 9 (commencing with Sec.7000) of Division
3 of the B&P Code) or that he/she is exempt there from and the basis for
the alleged exemption. Any violation of Sec. 7031.5 by any applicant for a
permit subjects the applicant to civil penalty of not more than five hundred
dollars ($500):

____1, as owner of the property, or my employees with wages as their sole
compensation, will do the work, and the structure is not intended or offered
for sale (Sec. 7044 B&P Code: The C.L.L. does not apply to an owner of
property who builds or improves thereon, and who does such work himseif
or through his own employees, provided that such improvements are not
intended or offered for sale. If, however, the building or improvement is
sold within one year of completion, the owner-builder will have the burden
of proving that he did not build or improve for the purpose of sale.)

___1,as owner of the property, am exclusively contracting with licensed
contractor(s) to construct the project (Sec. 7044, B&P Code: The C.L.L.
does not apply to an owner of property who holds or improves thereon,
and who contracts for such projects with a contractor(s) licensed pursuant
to the C.L.L.)

| am exempt under Sec. B & P.C. for this reason:

Date: Owner:

WORKERS COMPENSATION DECLARATION

| hereby affirm that | have a certificate of consent to self-insure, or a
Certificate of Worker's Compensation Insurance, or a certified copy thereof
(Sec 3800, Labor Code).
Policy Number: Company:
____Certified copy is hereby furnished.

Ceortified copy is filed with the city building inspection department or
city department.
Date: Applicant:

[Q)__ 1 certify that | have read this application and state that the above
information is correct. | agree to comply with all city and county ordinances
and state laws relating to construction. 1 hereby authorize representatives
of this city to enter upon the above mentioned property for inspection

NEW CITY HALL

Description of Work:
FPP INTERIOR REMODEL, MASTERCUTS STE 2120.

purposes.
Date: (42 é[ &  Applicant or Agentwp M M
/

4

M
THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.

http:// asp.accela.com/opcrations/pennit/index.cfm?fuseaction=PerMnPrint&MODE=F

11/06/2006



004738

MicroblIn

AIR BALANCE REPORT

FOR:

MASTERCUTS
1689 ARDEN WAY, SPACE 2120
SACRAMENTO, CA 95815

PRODUCED BY:

NORCAL BALANCE CO.
Modesto, Ca 95356




Date: November 21, 2006 Balance Technician: TODD HODGES

VAV #1

MFG: TITUS Model #: EESV
Total CFM: 2180 Max 0 Min.
SA Temp: 57.3 Degrees

Letter Des. 5 - |- Iiesign CFM | Test 1

200 20%
395 3q/
395 35¢
395 390
395 392
200 15y
200 /97

2180 2) o

Notes:

1. Brand new VAV box installed.







OUTSIDE AIR CERTIFICATION

Project:

The outside air is made up from the mall air. The mall is responsible
to provide adequate outside air for the space.

MASTERCUTS
1689 ARDEN WAY SPACE #2120
SACRAMENTO, CA 95815

Certified by:

— é
[0 FB81€5 _ Date: November 22, 2006

TODD HODGES, BALANCER




CERTIFICATION

We, Norcal Balance Company, certify that all systems have been
tested and balanced to their optimum performance capabilities, based
upon the equipment, design, and installation. All specific notes may
deter from obtaining optimum performance. All balancing was
performed in accordance with or exceeds AABC, NTF, NCI, and
NEBB national procedural standards.

We are and independent balancing agency certified by NCI and
retained by the Mechanical Contractor and not affiliated with the
design or installation engineers.

Project:

MASTERCUTS
1689 ARDEN WAY SPACE #2120
SACRAMENTO, CA 95815

Certified by:

—
__/_0_\29_/_%%5_ _____ Date: November 22, 2006
TODD HODGES, BALANCER




T e

Description AccuBalance

Calibration Standard AccuBalance Calibration System

=== CALIBRATION VERIFICATION RESULTS seee o o ==
Calibration Instrumeny Perceny Difference as q
Standard Output Difference Fercent of Tolerance

Std CFM Supp) Std CFM Suppl -100% +100%
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[ ———— Standard Conditions E
Ambient Temp: 27 l1°C Baromerric Pressure. 760.0 mmH

1ify that all materials, components, and workmanship useqd in the manufncwre;?
rdance with the applicable specifi agreed upon by TS/ gng the cusiomer
e . !

Repbrt Number Date Last Verifieq

D¢ voltage 8100026003 30-09-02
Barometric Pressure E001329 10-05-02
Temperature (19-35e¢) 77370 08-07-02
Pressure 206730 27-02-03
Pressure 208946 26-03-03
Velocity 836/264927 16-03.01

NS
> ,/—-, Lt Final Apr 14, 2003
alibrated by Function Check Calibration Dage
TSI Incorporated Mailing Address: p (o, Box 64394 g Paul, MN 55164 USA
Environmental Measurements Shipping Address: 500 Cardigan Roaq Shoreview, MN 5526 USA
and Controls Division Phone: (800) 777-8356 or (651)490-271 Fax: (651) 490-2874
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