CITY OF SACRAMENTO Permit No: 9911954

12311 Street, Sacramento, CA 95814 Insp Area: | o
Site Address: 1411 I ST SAC Sub-Type: ACOM

Parcel No: 006-0055-007 Housing (Y/N): N

CONTRACTOR OWNER ARCHITECT

MARKET ONE BUILDERS INC SWITCH & DATA FACILITIES CO

1419 N MARKET BL #1 5021 W. LAUREL ST #200

SACRAMENTO CA 95834 TAMPA, FL

Nature of Work: PARTIAL T.I. AND REBUILD SHELL.( INTERNET DATA)INCL FIRE
EQUIPMENT

CONSTRUCTION LENDING AGENCY : [ hereby affirm under penalty of perjury that there is a construction lending agency for the performance
of the work for which this permit is issued (Sec. 3097, Civ. C).

L.ender's Name_ Lender'sAddress

LICENSED CONTRACTORS DECLARATION: | hereby affirm under penalty of perjury that I am licensed under provisions of Chapter 9
(commencing with section 7000) of Division 3 of the Business and Professions Code and my license is in full force and effect.

License Class & License Number 1 31(044 Date Z/IS/W Contractor Signature (gh &oé‘r—’

OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that 1 am exempt from the coniractors License Law for the
following reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, orrepair
any structure. prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions
of the Contractors License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is
exempt therefrom and the basis for the alleged cxemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil
penalty of not more than five hundred dollars ($500.00);

__1.as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offered
for sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves
thereon, and who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for
sale. If, however, the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did
not build or improve for the purpose of sale.)

1, as owner of the property, am exclusively contracting with licensed contractors to construct the project (Sec. 7044, Business and Professions
Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and who contracts for such projects with a
contractor(s) licensed pursuant to the Contractors License Law).

__Tamecxempt under Sec. B & PC for this reason:

Date Owner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city relies on the representation of the applicant, that the applicant verified
all measurements and locations shown on the application or accompanying drawings and that the improvement to be constructed does not violate any law
or private agreement relating to permissible or prohibited locations for such improvements. This building permit does not authorize any illegal location of
any improvement or the violation of any private agreement relating to location of improvements.

I certify that I have read this application and state that all information is correct. [ agree to comply with all city and county ordinances and state laws
relating to building construction and herby authorize representative(s) of this city to enter upon the abovementioned property for inspection purposes.

Date Z/lﬁ/?,wo Applicanv/Agent Signature-%&'___jggg———/

WORKER'S COMPENSATION DECLARATION: 1 hereby affirm under penalty of perjury one of the following declarations:
I have and will maintain a certificate of consent to self-insure for workers’ compensation as provided for by Section 3700 of the Labor Code, forthe
performance of work for which the permit is issued.

X1 have and will maintain workers' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for

which this permit is issued. My workers' compensation iﬁsgrp)ge carrier anr(li‘gglicy number are:
S ENTL

e ET T Palicy Number 692-99 0002229 Exp Date 10/01/2000

Carrier STATE FUND

_ (This section need not be completed if the permgt is '05;5 laaubess) I certify that in the performance of the work for which this permit is issued,1
shall not employ any person in any manner so as to become subject to the workers' compensation laws of California and agree that if I should become
subject to the workers' compensation provisions of Sectwﬁé%sf %A&bﬁl e, | shall forthwith comply with those provisions.

L W\ )y

k
h3 v . by VI $
Date 2/ LS/'ZJ}JO 1% _AppaQL’M@nﬂgfr%R C;; 2

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLAWFUL AND SHALL SUBJECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.




CITY OF SACRAMENTOC
APPLICATION FOR COMMERCIAL BUILDING PERMIT

DEVELOPMENT SERVICES DIVISION
PERMIT SERVICES SECTION
1231 1 Sureet, Rm. 200

Insp. Area /

ACTIVITY # 99 (195

79 Applicant MUST complete

ALL Unshaded areas

Sacramente, CA 95814 (916) 264-761% FAN 2047040
ADDRESS & oA _ Suite
PARCEL #___ Q06 -30 S‘g“ 00 7
CONTACT LICENSED CONTRACTOR ~ LicNo. #_ /2, & ~'I<:J 1

Name ~° ko x =2 # .. F &t 1 72| Name P WUNAECEET INE B LDgE (o € iI
Address /{’/'U’ i e | Address <y N AT h//\,\”'f 7’ !

Phone_ FAX ___  |phone & o/ FAX (&'& el v I
E-mail E-mail J

ARCHITECT/ENGINEER OWNER

Name o oo™ p e A £ Name o oti A TE  TAC o TE

Address - e Tt e . . Address | M W CAcupL o # e T 2
Phome_ .~ L& FAX_ " IPhone_ S )sFn L€ FAX (8 -2 & e X
‘_m'lil E-mail I

- win permittee have any employees
=3 WORKER’S COMPENSATION POLICY # _

s on the jobsite? = No Ei Yes -+ INSURANCE co. TATE € AL S *
: - EXPIRATION DATE:__C ¢ :é
e N

ORK IN DET

VALUATION: $ 56 ¢, %0

OCCUPANT/TENANT: Sg: l 782 8T
S

¥ Stories ,ist ﬂrA'vr?ea. Total Area

FLOOD STATUS: S.C.A.T 0 Zo/ IQO
JOB DESCRIPTION BLDG  SHELL  APT "rire £ADD  OTH
INSPECTION DISCIPLINES ({ BLIC MECE . KITE FIRE

]
Vio.: File

| Fed Code

< ! A /T (M) [Quad]
pw | UTIL

REGIONAL SANITATION FEES? 1 Yes

1 No H}LALTH DEPARTMENT" El Yes [ No

WATER FLOW TEST FOR NEW BUILDINGS OR ADDITIONS"

El Prowded {1 Faxed

dssu/forms/commercialapp. Irev 04/26/99]



Date of Request: )] ¢l /”I 9
By sAREE TENE PO 8 o

CITY OF SACRAMENTO DEVELOPMENT SERVICES DIVISION
PLANNING AND ZONING INFORMATION REQUEST

Project

Address:

Assessor’s Parcel Number Cof s oLy —ooT)
T

Previous Use |\ 2=t e Gt Acetione horeas

Description o7 Request/Proposed Tlse 0 b« cwvaml M CATER & A (0 Ty

Is This a Change of Use?

(7
Zoning Designation: <

Prior Applications for Project Site{P# 77 DRPB#). DRG] 122 (M,&WI“I>
4]
Comments . ‘.,.W...__..i ;i:-..._.L"L-.,.J:‘.L@ N % fr X :‘ S Wk'(}\' v CTX = i

\

Are There Anv Planning Issues?: (circle one) YES /&) 3

i Staff Site Plan Check Required? (Circle one) YES (NO /
* Field Inspectior: Required? {Circle one)

* Design Review/Preservatnion Required?: (Circle one) QYE§/NO

Plannirg Review by/Date [ «Jy1aTA (O 1757

A list of items that must he reviewed hv Planning is provided on the reverse side of this form.

MVICROFILM AFTER FINAL

Revised 3/3199



Feo-i5-00 '' 18 £rom- - T-634 P.01/01 F-542

/ Fax Cover Sheet
yaE: ;
Moo nNelOne Hosdders,
Date/Time:  February 15. 2000 11:12:30 AM
To: Ms. Barbara Larson
City of Sacramento - Development Services
916-264-7046
Pages: L (Including this cover sheet)
From: James Fitzgerald
RE: Building Permit - Valuation (PC #9911954)
Dear:

We have reviewed the valuation for the above referenced project, and offer our reply. We have
based our valuation for the shell and partial T associated with the core construction only. As I
understand that the permit includes both shell and TI, we have modified the total valuation for
the project as:

Shell Construction $360,000

TI Construction £700,000 . v £ .. &L

Total Valuation $1,060,000 A w
S

We apologize for any nconveniences and would like to help in any way to expedite the 1ssuance
of the permit. Should you have any questions please call me at your convenience.

MarketOne Buliders, In¢.
1419 N. Market Bivd., Sulte 1
Sacramento, CA 95834

Telephone: 916-928-7474
Facsimile: 916-928-7475



DO

'PROJECT:Switch & Data

NOT ReEMOVE

AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: AC-1 DATE:6/12/00
LOCATION Roof
SERVICE Computer Room
MANUFACTURER TRANE
MODEL NUMBER YCDO048
SERIAL NUMBER R1 14PU12H
FANDATA | 1
TOTAL CFM 1600 1624
RETURN AIR CFM 850 1271
OUTSIDE AIR CFM 750 353
FAN RPM D.NL 950
TOTAL/EXT. STATIC PRESS 0.5 0.39
SUCTION PRESSURE D.N.L 0.12
DISCHARGE PRESSURE D.N.L 0.27
COIL DELTA SP D.N.L
FILTERS DELTA SP D.N.L

R DATA ‘DESIGN | ACTUAL]
MAKE/FRAME D.N.L
VOLTAGE/PHASE 460/3 494/1
AMPERAGE/SF DNL 1.75amps
HORSEPOWER DNL 4-Mar
RPM D.N.L
NO BELTS/SIZE Direct
MOTOR SHEAVE Drive I
FAN SHEAVE High Speed
NO. FILTERS/TYPE/SIZE

DNL Data not listed on schedule. Motor information not availble direct drive.



AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data
SYSTEM: AC-2 DATE:6/12/00

LOCAT|ONHM” AL R.)O.Of.. Cobiahl

SERVICE Computer Room
MANUFACTURER TRANE

MODEL NUMBER YCDO048

SERIAL NUMBER R1215472H
FANDATA | DBESIGN
TOTAL CFM 1600
RETURN AIR CFM 850
OUTSIDE AIR CFM 750
FAN RPM D.N.L
TOTAL/EXT. STATIC PRESS 0.5
SUCTION PRESSURE D.N.L
DISCHARGE PRESSURE D.N.L
COIL DELTA SP D.N.L
FILTERS DELTA SP D.N.L

MOTORDATA =

MAKE/FRAME
VOLTAGE/PHASE

AMPERAGE/SF
HORSEPOWER
RPM

NO BELTS/SIZE Direct

MOTOR SHEAVE Drive |
FAN SHEAVE High Speed

NO. FILTERS/TYPE/SIZE

DNL data not listed. Motor is direct drive no nameplate data available.



AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data

SYSTEM: AC-3 DATE:6/12/00
CAIUHT SN [BHERHITIRS: UHROURRS Rt
LOCATION Roof
SERVICE Electrical Room
MANUFACTURER TRANE
MODEL NUMBER TCDO060
SERIAL NUMBER R12158X2N

DATA: o p . DESIGN
TOTAL CFM 1995
RETURN AIR CFM 1895
OUTSIDE AIR CFM 100
FAN RPM DN.L 875
TOTAL/EXT. STATIC PRESS 0.5 0.54
SUCTION PRESSURE D.N.L 0.1
DISCHARGE PRESSURE D.N.L 0.44
COIL DELTA SP D.N.L
FILTERS DELTA SP D.N.L
MOTOR DATA [N G "DESIGN
MAKE/FRAME DNL
VOLTAGE/PHASE 460/3 460/1
AMPERAGE/SF DNL 1.9
HORSEPOWER DNL 4-Mar
RPM D.N.L
T ——————————
NO BELTS/SIZE Direct
MOTOR SHEAVE Drive |
FAN SHEAVE Low Speed

NO. FILTERS/TYPE/SIZE

DNL data not listed



AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data

SYSTEM: AC-4 DATE:6/12/00
; NI DATA o R
OCATION Roof

SERVICE Electrical Room
MANUFACTURER TRANE

MODEL NUMBER TCDO60

SERIAL NUMBE R122JW172H
|F e :

TOTAL CFM 1995
RETURN AIR CFM 1895
OUTSIDE AIR CFM 100
FAN RPM DNL
TOTAL/EXT. STATIC PRESS 0.5
SUCTION PRESSURE D N.L
DISCHARGE PRESSURE D.N.L
COIL DELTA SP D.N.L

FILTE

RS DELTA SP D.N.L

MOTOR DATA o

MAKE/FRAM D.N.L

VOLTAGE/PHASE 460/3 460/1
AMPERAGE/SF DNL 1.9
HORSEPOWER DNL 4-Mar
RPM DN.L

NO BELTS/SIZE Direct

MOTOR SHEAVE Drive |

FAN SHEAVE Low Speed

NO. FILTERS/TYPE/SIZE

DNL data not listed



AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data
SYSTEM: AC-5

DATE:6/12/00

LOCATION

Roof

SERVICE Offices
MANUFACTURER TRANE

MODEL NUMBER VCDO75

SERIAL NUMBER DINL_

FANDATA - s B _DESIGN
TOTAL CIM 2500
RETURN AIR CFM 2250
OUTSIDE AIR CFM 250

FAN RPM D.N.L
TOTAL/EXT. STATIC PRESS 0.5
SUCTION PRESSURE D.N.L
DISCHARGE PRESSURE D.N.L

COIL DELTA SP D.N.L
FILTERS DELTA SP DNL_

|--ii-
MAKE/FRAME D.N.L 0O.Smith 562
VOLTAGE/PHASE 460/3 460/1
1.4/1.5/1.

AMPERAGE/SF DNL 6
HORSEPOWER DNL 4-Mar
RPM D.N.L

NO BELTS/SIZE (1) Ad4

MOTOR SHEAVE 1VL3.4x5/8

FAN SHEAVE AL54x3/4

NO. FILTERS/TYPE/SIZE

DNL data not listed




'PROJECT:Switch & Data

AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: EF-1 DATE:6/12/00
LOCATION Ceiling

SERVICE Storage/Restrooms
MANUFACTURER GreenHeck

MODEL NUMBER SP-216

SERIAL NUMBER DIN.L

TOTAL CFM 100

RETURN AIR CFM

OUTSIDE AIR CFM

FAN RPM 1100
TOTAL/EXT. STATIC PRESS 0.25

SUCTION PRESSURE D.N.L
DISCHARGE PRESSURE D.N.L

COIL DELTA SP D.N.L

FILTERS DELTA SP D.N.L
MOTORDATA _ DESIGN
MAKE/FRAME DN.L
VOLTAGE/PHASE 115/1
AMPERAGE/SF DNL
HORSEPOWER DNL

RPM D.N.L

NO BELTS/SIZE Direct

MOTOR SHEAVE Drive |
FAN SHEAVE Single Speed

NO. FILTERS/TYPE/SIZE

DNL data not listed



air systems

of sacramento, inc.

Date:6-12-00
Page:1
Unit: AC-1
Diffuse And Grille Test Sheet
Required Tested
Room | Outlet | Code | Size Effective | FPM CFM FPM VEL | CFM
No. , NO. Area VEL
D.N.L. 1 SWD 411/4x31/4 .69 870 600 820 565
D.N.L. 2 SWD 171/4x31/4 .29 690 200 1156 333
DNL '3 SWD 411/4x31/4 .69 870 600 800 552
D.N.L. 4 SWD 171/4x31/4 .29 690 200 600 174
AC-1 | Supply Total= 1600 1624
D.N.L. R-1 RD 183/4x183/4 | 2.44 3.48 850 521 1271
0.S.A. = 750 (1)353
| | -
[ |

OSA. | Intake | Open | 100%




air systems
of sacramento, inc.

Date:6-12-00

Page:2
Unit: AC-2
Diffuse And Grille Test Sheet
_ Required Tested
Room | Outlet Code Size Effective | FPM CFM FPM VEL | CFM
No. NO. Area VEL
D.N.L. 1 SWD 411/4x31/4 .69 870 600 810 559
D.N.L. 2 SWD 171/4x31/4 .29 690 200 1155 335
D.N.L. 3 SWD 411/4x31/4 .69 870 600 810 559
D.N.L. 4 SWD 171/4x31/4 .29 690 200 585 170
AC-1 | Supply Total= 1600 1623
D.N.L. R-1 ' RD 183/4x183/4 | 2.44 3.48 850 530 1293
0.S.A. = 750 (1)330
_‘, - e —
A -
5 f : ~
{L T . L-__ ,,,,,
| ; }
| 0.S.A. | Intake | Open 1 100%




air systems
of sacramento, inc

Date:6-12-00
Page:3
Unit: AC-3&4
Diffuse And Grille Test Sheet
Required Tested
Room Outlet Code Size Effective | FPM CFM FPM VEL | CFM
No. NO. Area VEL
DN.L 1 SWD | 24x12 1.36 551 750 975 1326
D.NL |2 SWD | 24x12 1.36 551 750 866 1179
D.N.L. '3 CD 18x18 .85 1176 | 1000 375 319
DINL ' 4 SUD [ 24x12 1.36 551 750 675 919
DN.L. 5 SUD | 24x12 1.36 551 750 666 907
B AC1 | Supply Total= 4000 4650
I AC-3 Return
i R-1 RD 18x19 2.375 797 1895 617 1465
AC-3 0.S.A. 100 (1)860
" AC-4 Return
R-2 RD 18x19 2.375 797 1895 617 1465
AC-4 0.SA | 100 (1)860
e — b
| : .
R A B | |
L . l |
L ; ] | | | l N
Remarks(1) Outside air intake closed 100%. AC-384 share common supply duct. Both

Units have to run to achieve design total.




air systems
of sacramento, inc.

Date:6-12-00
Page:3
Unit: AC-3&4
Diffuse And Grille Test Sheet
Required Tested
Room | Outlet | Code | Size Effective | FPM | CFM FPM VEL | CFM
No. NO. Area VEL
D.NL |1 CSD | 10x10 FH 250 250
D.N.L. |2 RD 80 FH 175 175
DN.L. |3 RD 80 FH 175 175
DN.L. |4 RD 80 FH 175 170
DIN.L. |5 RD 80 FH 175 175
DINL |6 RD 80 FH 175 175
DIN.L. |7 RD 8"0 FH 175 180
DIN.L. |8 RD 6X6 FH 50 50
DIN.L. |9 CSD | 6X6 FH 50 50
D.N.L. |10 CSD | 8x8 FH 150 135
D.N.L. |11 CSD 15X15 FH 500 480
WT#1 | 12 CSD | 8x85 FH 200 190
WT#2 |13 CSD | 8x8 FH 100 110
WT#2 | 14 CSD | 8xs FH 150 150
AC#5 Supply | Total = 2500 2465
D.N.L. | R-1 | CRD | 10x10 FH D.N.L. 380
DN.L [ R-2 'CRD | 8x8 FH D.N.L. 300
D.NL. [ R-3 { CRD | 15x15 FH D.N.L. 550
D.N.L. R4 'CRD | 8x8 FH D.N.L. 200
D.N.L. [R5 CRD | 15x15 FH D.N.L. 735
e 2250 2165
N 0.S.A. = 250 300
H

i
i

H
4

Remarks:




air systems
of sacramento, inc.

Date:6-12-00

Page:6
Unit: EF-1
Diffuse And Grille Test Sheet

Required Tested
Room Outlet | Code | Size Effective | FPM CFM FPM VEL | CFM
No. NO. Area VEL :
Bath Rm | E-1 CED 131/4x15 FH 100 123
100 123

}_‘_}__- L h_L ——

| ]
Remarks:FFI is a single speed motor.



air systems
of sacramento, inc.

Date:6-12-00

Page:4
Unit: CAC#1-8
Diffuse And Grille Test Sheet
Required Tested
Room Outlet | Code ' Size Effective | FPM CFM FPM VEL | CFM
No. NO. Area VEL
Comp CAC #1 '
Rm '
1 Coil 303/4x35 7.47 6.82 5100 504 3764
2 Coil 303/4x30 7.47 6.82 5100 530 3959
10200 7723
Comp CAC#2
Rm
1 . Coil 303/4x35 7.47 6.82 5100 516 3855
2 Coil 303/4x35 7.47 6.82 5100 526 3926
Comp CAC#3
Rm
1 Coil 303/4x35 7.47 6.82 5100 490 3660
2 Coil 303/4x35 7.47 6.82 5100 530 3959
S S R
- . 10200 7619
Comp  CAC#4 |
Rm P i
1 : Coil i 303/4x35 7.47 6.82 5100 480 3585
2 " Coil v}_iq3/4x354 7.47 6.82 5100 520 3884
) 10200 7469
.v,“_t..,.._,...
Comp CAC#S T
Rm : )
1 . Coil 303/4x35 7.47 6.82 5100 495 3698
P2 Coil 303/4x35 7.47 6.82 5100 490 3660
i
R R 10200 7358
Comp | CAC#6 T
Rm [
B L 1 Coil 303/4x35 7.47 6.82 5100 474 3540
o w } . Cail 303{?%35 7.47 6.82 5100 470 3510
] o —F L P ’L 10200 7050




air systems
of sacramento, inc.

Diffuse And Grille Test Sheet

Date:6-12-00
Page:4

Unit: CAC#1-8

Required Tested
Room Outlet | Code | Size Effective | FPM CFM FPM VEL | CFM
No. NO. | Area VEL
Comp CAC #7
Rm
1 Coil 303/4x35 7.47 6.82 5100 480 3510
2 Coil 303/4x30 7.47 6.82 5100 540 3510
| T 10200 7020
Comp CAC#8
Rm
1 Coil 303/4x35 7.47 6.82 5100 480 3585
2 Coil 303/4x35 7.47 6.82 5100 540 4033
I D e 10200 7618
e e 4, e , P "
r -
f ; _— ~
_ ﬁ_ ¢__

i

Remarks:Manufacture recommends not to exceed 500 FPM across the coil.




PROJECT:Switch & Data

AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: CAC-1

DATE:6/12/00

EQUIPMENT DATA

LOCATION Computer Room Computer Room
SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS
MODEL NUMBER COS-120-AR-D COS-120-AR-D
SERIAL NUMBER Jooreosonz foor20508.1
FAN DATA. |  esien | )
TOTAL CFM 5100 3764 5100 3959
RETURN AIR CFM 5100 3765 5100 3959
OUTSIDE AIR CFM 0 0 0 0
FAN RPM D.N.L 960 D.N.L 970
TOTAL/EXT. STATIC PRESS 0.5 0.5
SUCTION PRESSURE D.N.L D.N.L
DISCHARGE PRESSURE D.N.L D.N.L
COIL DELTA SP D.N.L
DELTA SP D.N.L

——————— 1 BES|GN ......
MAKE/FRAME D.N.L Baldor 182T D.N.L Baldor 182T
VOLTAGE/PHASE 460/3 493/3 460/3 493/3
AMPERAGE/SF 4.0/1.15 2.7/2.8/2.8 4.0/1.15 2.8/2.8/3.1
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 D.N.L 1725
NO BELTS/SIZE (1) B 49 (1) B49

MOTOR SHEAVE

1VP5.0x 1 1/8 At Min.

1VP 5.0 X 1 1/8 AT MIN.

FAN SHEAVE

BK7.5X1

BK7.5X1

NO. FILTERS/TYPE/SIZE

AAPP

PAGE OF



PROJECT:Switch & Data

AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: CAC-#2

DATE:6/12/00

LOCATION Computer Room Computer Room

SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER C0OS-120-AR-D CO8-120-AR-D

SERIAL NUMBER 9912056A.5 9912056B.2

TOTAL CFM 5100 3855 5100 3926
RETURN AIR CFM 5100 3855 5100 3926
OUTSIDE AIR CFM 0 0 0 0
FAN RPM D.N.L 960 D.N.L 970
TOTAL/EXT. STATIC PRESS 0.5 0.5

SUCTION PRESSURE D.N.L D.N.L

DISCHARGE PRESSURE D.N.L D.N.L

COIL DELTA SP D.N.L D.N.L

FILTERS DELTA SP DN.L D.N.L

MAKE/FRAME DNL Baldor 182T D.N.L Baldor 182T
VOLTAGE/PHASE 460/3 493/3 460/3 493/3
AMPERAGE/SF 4.011.15 2.8/2.8/2.6 4.0/1.15 2.8/2.6/2.5
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 D.N.L 1725
NO BELTS/SIZE (1) B 49 (1) B49

MOTOR SHEAVE

1VP5.0x 1 1/8 At Min.

1VP 5.0 X 1 1/8 AT MIN.

FAN SHEAVE

BK7.5X1

BK7.5X1

NO. FILTERS/TYPE/SIZE

AAPP

PAGE OF



PROJECT:Switch & Data

AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: CAC #3

DATE:6/12/00

..... — | l
LOCATION Computer Room Computer Room

SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER C0OS-120-AR-D COS-120-AR-D

SERIAL NUMBER foonzosons _________ |oo120song

FAN DATA pesigh | act

TOTAL CFM 5100 3660 5100 3959
RETURN AIR CFM 5100 3660 5100 3959
OUTSIDE AIR CFM 0 0 0 0
FAN RPM D.N.L 970 D.N.L 960
TOTAL/EXT. STATIC PRESS 0.5 0.5

SUCTION PRESSURE DNL DN.L

DISCHARGE PRESSURE DNL D.N.L

COIL DELTA SP DNL D.N.L

FILTERS DELTA SP D.N.L D.N.L

MAKE/FRAME DN.L Baldor 182T D.N.L Baldor 182T
VOLTAGE/PHASE 460/3 493/3 460/3 493/3
AMPERAGE/SF 4.0/1.15 30/2.8/2.9 4.0/1.15 3.2/2.9/2.9
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 D.N.L D.N.L
NO BELTS/SIZE (1)B 49 (1) B49

MOTOR SHEAVE 1VP5.0x 1 1/8 At Min. 1VP 5.0 X 1 1/8 AT MIN.

FAN SHEAVE BK75X1 BK7.5X1

NO. FILTERS/TYPE/SIZE

AAPP

PAGE OF



AIR SYSTEMS, INC
3850 Happy Lane

'PROJECT:Switch & Data

Sacramento, CA 95827-9721

AIR APPARATUS REPORT

SYSTEM: CAC#4

DATE:6/12/00

-
OTOR #2:

LOCAT!ON

Computer Room Computer Room

SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER COS-120-AR-D C0OS-120-AR-D

SERIAL NUMBER 9912056A.7 9912056B.8

FANDATA:: | __DESIGN : ' {A -DESIGN:

TOTAL CFM 5100

RETURN AIR CFM 5100 3585 5100

QUTSIDE AIR CFM 0 0 0

FAN RPM DN.L 960 D.N.L

TOTAL/EXT. STATIC PRESS 0.5 0.5

SUCTION PRESSURE D.N.L D.N.L

DISCHARGE PRESSURE D.N.L D.N.L

COIL DELTA SP D.N.L D.N.L

FILTERS DELTA SP D.N.L D.N.L

; i - BDESIGN ' 1 :DESH LA
D.N.L Saldor 182 D.N.L aIdor 1827

VOLTAGE/PHASE 460/3 493/3 460/3 493/3
AMPERAGE/SF 4.0/1.15 2.5/2.9/2. 4.0/1.15 2.9/2.8/2.8
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 D.N.L 1725
NO BELTS/SIZE {1)B 49 (1) B49
[MOTOR SHEAVE 1VP 5.0 X 11/8 AT MIN. 1VP 5.0 X 1 1/8 AT MIN.
FAN SHEAVE BK75X1 BK7.5X1

NO. FILTERS/TYPE/SIZE




AIR SYSTEMS, INC

3850 Happy Lane
Sacramento. CA 95827-9721

AIR APPARATUS REPORT

‘PROJECT:Switch & Data

SYSTEM: CAC #5 DATE:6/12/00

‘ EDATA . fo 0 MOTOR#E o

LOCATION Computer Room Computer Room

SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER COS-120-AR-D C0OS-120-AR-D

SERIAL NUMBER 9912056A.1 9920568 4

EIER e Ut .DES!-Gfo?' - TFAGTUAL L i

TOTAL CFM 5100 3698

RETURN AIR CFM 5100 3698

OUTSIDE AIR CFM 0 0

FAN RPM D.N.L 970

TOTAL/EXT. STATIC PRESS 0.5

SUCTION PRESSURE D.N.L

DISCHARGE PRESSURE D.N.L

COIL DELTA SP D.N.L

FILTERS DELTA SP D.N.L

D.N.L Saldor 182 D.N.L Baldor 1827
VOLTAGE/PHASE 460/3 493/3 460/3 493/3
2.8/2.8/2.

AMPERAGE/SF 4.0/1.15 9 4.0/1.15 2.9/2.8/2.8
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 D.N.L 1725
NO BELTS/SIZE (1) B 49 (1) B49
JMOTOR SHEAVE 1VP 5.0 X 11/8 AT MIN. 1VP 5.0 X 1 1/8 AT MIN.
FAN SHEAVE BK 7.5 X1 BK 7.5 X1

NO. FILTERS/TYPE/SIZE




AIR SYSTEMS, INC

3850 Happy Lane
Sacramento. CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data

SYSTEM: CAC#6 DATE:6/12/00
LOCATION Computer Room Computer Room
SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER C0OS-120-AR-D C0S-120-AR-D
SERIAL NUMBER 9912056A 6 99120568 6

ST ' ' =00 3540 5100 3510

RETURN AIR CFM 5100 3540 5100 3510
OUTSIDE AIR CFM 0 0 0 0
FAN RPM D.N.L 960 D.N.L 1000
TOTAL/EXT. STATIC PRESS 0.5 0.5
SUCTION PRESSURE D.N.L D.N.L
DISCHARGE PRESSURE D.N.L D.N.L
COIL DELTA SP D.N.L D.N.L
FILTERS DELTA SP D.N.L D.N.L

E EEEEEEEEE ESEaEsas et b : ‘— ‘_ c"

T EEIE DN.L Baldor 182] D.N.L Baldor 182T

VOLTAGE/PHASE 160/3 49373 460/3 493/3
2812.712.

AMPERAGE/SF 4.0/1.15 8 4.0/1.15

HORSEPOWER 3 3 3 3

RPM DN.L 1725 DN.L 1725

NO BELTS/SIZE (1)B 49 (1) B49

MOTOR SHEAVE VP 5.0 X 11/8 AT MIN. TVP 5.0 X 1 1/8 AT MIN.

FAN SHEAVE BK 7.5 X 1 BK 7.5 X 1

INO. FILTERS/TYPE/SIZE




AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-9721

AIR APPARATUS REPORT

'PROJECT:Switch & Data

SYSTEM: CAC#7 DATE:6/12/00
i EDATA % HHE S MOTOR

LOCATION Computer Room Computer Room

SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER COS-120-AR-D COS-120-AR-D

SERIAL NUMBER 9912056A 8 9912056B.7

“AN DATA FHERIRRIE G ard SUcOntnat "DESIGN " DES \
TOTAL CFM 5100 3510 5100 3510
RETURN AIR CFM 5100 3510 5100 3510
OUTSIDE AIR CFM 0 0 0 0
FAN RPM D.N.L 960 D.N.L 980
TOTAL/EXT. STATIC PRESS 0.5 0.5

SUCTION PRESSURE D.N.L D.N.L

DISCHARGE PRESSURE D.N.L

COIL DELTA SP D.N.L

FILTERS DELTA SP D.N.L

aldor 1827

VOLTAGE/PHASE 460/3 49373
2.8/2.8/2.

AMPERAGE/SF 4.0/1.15 8 4.0/1.15 3.0/2.9/2.9
HORSEPOWER 3 3 3 3
RPM D.N.L 1725 DN.L 1725
NO BELTS/SIZE (1)B 49 (1) B49
[MOTOR SHEAVE 1VP 5.0 X 11/8 AT MIN. 1VP 5.0 X 1 1/8 AT MIN.
FAN SHEAVE BK 7.5 X1 BK 7.5 X 1

NO. FILTERS/TYPE/SIZE




AIR SYSTEMS, INC

3850 Happy Lane
Sacramento, CA 95827-8721

AIR APPARATUS REPORT

'PROJECT:Switch & Data

SYSTEM: CAC#8 DATE:6/12/00
LOCATION Computer Room Computer Room
SERVICE Computer Room Computer Room
MANUFACTURER ATS ATS

MODEL NUMBER COS-120-AR-D COS-120-AR-D
SERIAL NUMBER 991256A 4 991256B 3
FANDATA: . | © TDESIGN = oo o DESI
TOTAL CFM 5100

RETURN AIR CFM 5100

OUTSIDE AIR CFM 0

FAN RPM D.N.L

TOTAL/EXT. STATIC PRESS 0.5

SUCTION PRESSURE D.N.L

DISCHARGE PRESSURE D.N.L

COIL DELTA SP D.N.L

FILTERS DELTA SP D.N.L

D.N.L 3aldor 182 D.N.L. BaIdor 182T

VOLTAGE/PHASE 46073 493/3 460/3 493/3
' 2.8/2.8/2.
AMPERAGE/SF 4.0/1.15 8 4.0/1.15 2.9/2.8/2.8
HORSEPOWER 3 3 3 3
RPM D.NL 1725 D.N.L 1725
NO BELTS/SIZE (1) B 49 (1) B49

MOTOR SHEAVE 1VP 5.0 X 11/8 AT MIN. 1VP 5.0 X 1 1/8 AT MIN.
FAN SHEAVE BK75X1 BK7.5X 1

INC. FILTERS/TYPE/SIZE

L




