CITY OF SACRAMENTO

CERTIFICATE OF OCCUPANCY

For Information Contact (916) 808-5716

Building Address: 777 CAMPUS COMMONS RD. SUITE 100 Permit No.: 0507620

Building Use: MEDICAL/DIALYSIS CLINIC Occupancy: B

Building Owner:  UOP INVESTORS, LLC Construction Type: V-N

Owner Address: 2264 FAIR OAKS BLVD. Sprinkled? [ ] Yes [X1 No
SACRAMENTO, CA. 95825

Portion of Building Occupied: QUARTER OF COMPLEX Area: 7500 Sq. Ft.

12/8/2005 Q /4‘% RON BEEHLER
/

Date By: (Print) " Sign CHIEF BUILDING OFFICIAL

[ Finaled By: DPB, JPZ, RH, RLB]

This Certificate, issued pursuant to the requirements of Section 109 of the Uniform
Building Code, certifies that at time of issuance the described portion of the building
has been inspected for compliance with the Uniform Building Code, as adopted per
Title 15 of the Sacramento City Code for the group and division of occupancy and use
Jor which the proposed occupancy is classified. Issuance of this certificate shall not be
construed as an approval of a violation of any Codes, or Federal, State and City Laws
or Ordinances. Certificates presuming to give authority to such violation shall not be
valid. This certificate shall be posted in a conspicuous place on the premises and shall
not be removed except by the Chief Building Official. No changes shall be made in the
= character of occupancy or use without approval of the Chief Building Official.

POST IN A CONSPICUOUS PLACE




SACRAMENTO ENGINEERING CONSULTANTS

MECHANICAL AND ELECTRICAL ENGINEERING SERVICES
10555 Old Placerville Road

Sacramento, CA 95827-2503 (L \S‘“ 67 (Q QED/

TEL:(916)368-4468 FAX:(916)368-4490

/77 Caam@&cgmmm; o
DATE: December 07, 2005
TO: City of Sacramento Tel: 808-5716

Building Inspection Division FAX:
City of Sacramento Building Inspector
Rickert Henriksen
Davita - 777 Campus Commons
04403
RE: Hvac Test & Balance Report Approval Letter

Dear Building Inspector,

This letter is to notify you as well as the contractor that the Certified Balance report for the
installed hvac was reviewed by Sacramento Engineering Consultants, the engineer of record.
The contractor informed me that the hvac system (AC-15) was in question.

Upon further review of the balance report, the hvac system (AC-15) is approved.
The balanced airflow satisfies both the air-change requirement per 2001 CMC, Table 4-A and
the,room cooling and heating load for the room.
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SACRAMENTO ENGINEERING CONSULTANTS

MECHANICAL AND ELECTRICAL ENGINEERING SERVICES
10555 Old Placerville Road
Sacramento, CA 95827-2503

TEL:(916)368-4468 FAX:(916)368-4490

AN /\}

September 14, 2005 y (YJdT 77
City of Sacramento Tel: 808-5716

Building Inspection Division
Steve Gorman

Rickert Henriksen

Davita - 777 Campus Commons
04403

RE: Acid waste pipe specification substitution

Dear Steve,
This letter is to notify you as well as the contractor that ABS pipe specification is approved for
the acid waste and sanitary waste for the Davita Campus Commons project. Below is the ABS
pipe specification to be used for this project.

2.XX ABS PIPING
A. ABS Pipe: ASTM D 2661, Schedule 40, solid wall.

1. ABS Socket Fittings: ASTM D 2661, made to ASTM D 3311, drain,
waste, and vent patterns.

Cellular-Core, ABS Pipe: ASTM F 628, Schedule 40.

1. ABS Socket Fittings: ASTM D 2661, made to ASTM D 3311, drain,
waste, and vent patterns.

ABS Special Fittings: ASTM F 409, drainage-pattern tube and tubular fittings
with ends as required for application.




CARTER AIR BALANCE COMPANY
1130 FIRST STREET, SUITE 210

NAPA, CA 94559
Phone: (707) 252-4859 Fax: (707) 252-8351

TEST AND BALANCE ANALYSIS REPORT

HA

\ , \ o
Project Name: (_)n NG UNA us-’[“' \3\;;'»,3‘5 S

Mechanical Contractor: ~] -
Mechanical Engineer: | C°
Architect: PN N AP Beckes.

. ;‘ 7 Lo L‘*\
General Contractor: (‘s D cny T 0udiom

g CERTIFICATION:

This is to certify that Carter Air Balance Company has balanced the systems
described herein to their optimum performance capabilities. The testing and
balancing has been performed in accordance with the standard requirements and
procedures of the National Environmental Balancing Bureau (NEBB) and the results
of these tests are herein recorded.

-~ . ) i’ 3
Techinician: ff)_j)\&hﬂ‘) (U‘-) G

g Date Approved:

~* NEBB Certified Supervisor
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CARTER AIR BALANCE COMPANY

DIFFUSER & GRILLE
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DATE:

SHEET NO:

AREA SERVED KQ(MW( AL ?\)P‘*VD

uNiT_No. $C-1

CTesT AESOLTS |

¢ Jercecrwe]

wavier |

TEPM CFM

oty y

o

240

( 1(_‘_‘)

S

}
T

G &y

Lon

Lo

378

e

Sk

LS

85

e

,S:Si» .l

\SEBD JF)

REMARKS:
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CARTER AIR BALANCE COMPANY
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CARTER AIR BALANCE COMPANY
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CARTER AIR BALANCE COMPANY
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