CITY OF SACRAMENTO Permit No: 0602407
1231 I Street, Sacramento, CA 95814 Insp Area: 4

Thos Bros:
Site Address: 3019 BRUNNET LN SAC Sub-Type: NSFR
Parcel No: RIVERDALE NORTH VILLAGE 1 LOT #154 Housing (Y/N): N
CONTRACTOR OWNER ARCHITECT
BEAZER HOMES

-3721 DOUGLAS BL. STE. 100
ROSEVILLE CA 95661 ;

Nature of Work: MP 1120 1 STORY 6 RM SF]%

CONSTRUCTION LENDING AGENCY : 1hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (Sec. 3097, Civ. C).

Lender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: |I hereby affirm under penalty of perjury that 1 am licensed under provisions of Chapter 9
(commencing with section 7000) of Division 3 of the Business an?fessions Code and my license is in full force and effect.

D/Q@ Contractor Signatur;vﬂ P

OWNER-BUILDER DECLARATION: | hereby affirth under penalty of perjury that 1 am exempt from the contractors License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city ¢r county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permitito file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

License Class License Number 724191 Date 3

L, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offeredfor
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for sale. If,however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for
the purpose of sale.) ‘

I, as owner of the property, am exclusively contracting‘with licensed contractors to construct thesprqjgeptz (Sec. 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of pr#perty who builds or improves thc;rcox\, and who ‘Qommctgimr'gt(gh projects with a contractor(s)
licensed pursuant to the Contractors License Law). R o

I am exempt under Sec. B & PC for this reason: A0 b

Date Owner Signature

T

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city relieg:onith! fepresesttation-bf the apbflz:aﬁt, that the applicant verified all
measurements and locations shown on the application or accompanying drawings and that the improvement to be constructed does not violate any law or
private agreement relating to permissible or prohibited locations for such improvements. This building permit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of improvements.

I certify that 1 have read this application and state that all information is correct. Iagree to comply with all city and county ordinances and state laws relatingto

building yruction d herby authorize representative(s) of this city to enter upon the abgvementioned property for inspection purposes.
Date O/ 0 é Applicant/Agent Signature /( d ﬁéﬂ

[}

WORKER'S COMPENSATION DECLARATION: I hereby affirm under penalty of petjury one of the following declarations:
T have and will maintain a certificate of consent to selfvinsure for workers' compensation as provided for by Section 3700 of the Labor Code, for the
performance of work for which the permit is issued.

k I have and will maintain workers' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for which
thif permit is issued. My workers' compensation insurance carrier and policy number are:

Carrier LIBERTY MUTUAL INS CO. Policy Number WA2-65D-004147-082 Exp Date 04/01/2005

(This section need not be completed if the permit is for $100 or less) I certify that in the performance of the work for which this permit is issued, Tshall
not employ any person in any manner so as to become subject to the workers' compensation laws of California and agree that if 1 should become subject tothe

workers' compensation provisions of Section 3700 of the Labor Code, 1 shall forthwjth comply with tpése provisions.
4
Date 3( 2 :Q( E 2@ Applicant Signature .

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLAWFUL AND SHALL SUBJECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.

THIS PERMIT SHALL EXPIRE BY LWITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.
i




EB—22-2006' NED_O%EOLH BEAZER H_O_HEE_LHND DEV

FAX NO. 9167730374

THIS PLOT PLAN IS NOT FOR SALES PURPOSES. T“IS PLOT PLAN IS FOR THE PURPOSES OF INDICAYING COMPLIANCE

WITH ZONING SET BACKS, GENERAL D RECTION, AND APPROXIMATE UTILITY CONNECTION. ALL OTHER DATA

SHOWN HEREON |S CONCEPTUAL. YHIS PLOT PLAN DOES NOY REFLECT AS-

OPTIONAL AND WAY OR MAY NOT BE. CONSTRUCTED.
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SVERDALE VILLAGE 1
*"THE LAN[)ING"I FOR BEAZER HOMES
PLOT PLAN FOR LOT 154

A.P.N.:

LOT AREA: 3520 S.F.

ADDRESS: 3019 BRUNNET LANE
CITY OF SACRAMENTO, CALIFORNIA
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o Pla;mlng and .B'uﬂdillg Departmnt" -~ +.CITY OF SACRAMENTO Dewntown Permits Center -

1231 1 Street, #200
CALIFORNIA Sacramento, CA 95814-2998

North Permits Center
2101 Arena Blvd., Suite 200
Sacramento, CA 95834

ADDRESS_}D_L?;B&M VYRS l:jy PERMIT NO. Qb QDY )

Building Division

INSPECTION COMMENTS __ PERMIT DOCUMENTS

,)Z. EY

-_4'

FINAL APPROVALS
BUILDING |
ELECTRICAL A 7
PLUMBING /[ A :
MECHANICAL [ 4
FIRE
SITE




WSULATION CONTRACTORS ) 1)) ATION CONTRACTORS | (iSULATION

2l ~ ASSOCIATION
"Ifg‘l OF AMERICA

ASSOCIATION OF AMERICA

1321 DUKE STREET, SUITE 303 « ALEXANDRIA, VA 22314 » (703) 739-0356

-
TRACT # LA

STREET % /4 5/’U”ﬂekLmoiTY Z !{Q A

EXTERIOR WALLS: b
MANUFACTURER ﬁ_ THICKNESS/TYPE ﬁALUE _/}_

CEILINGS: i

BATTS: f ’ £ / s o

MANUFACTURER THICKNESS/TYPE _° ~ VALUE _L

BLOWN IN: _ _ N R- .

MANUFACTURER . S W /St Té"%gss __LZ__ vaLe S
) _

SQUARE FOOTAGE COVERED __,,_,,_Z,____,___ NUMBER OF BAGS USED / :
FLOORS: R-
MANUFACTURER e THICKNESS/TYPE
SLAB ON GRADE: L R-
MANUFACTURER — THICKNESS/TYPE

WIDTH OF INSULATION . INCHES

FOUNDATION WALLS:
MANUFACTURER _______ _ THICKNESS/TYPE

GENERAL CONTRACTOR
CALIFORNIA CONTRACTORS LICENSE #
DATE

SIGNATURE e TITLE
INSULATION CONTRACTOR

CALIFORNIA CONTRACTORS LICENSE #815286
NEVADA CONTRACTORS LICENSE #0085201

AAC2000




*

CERTIFICATE OF FIELD VERIFICATION AND DIAGNOSTIC TESTING (Part 1)

Lendine @ Riveloh Jo e C/zq;/c%

Project Title/ Date’,

PZL{ 2B Bpuasdt oot 5(1097; Ca 75834 g Bfenze,f
roject Addres uilder Name
BeHer At 154 120

Buuder Contact Telephone Plan Number

/’Z:,(am: // Y gr1> s/
HER é /Ieph Sample Group Number

Vi

rtifying Signature / Date’ Sample House Number
Firm: AC,S HERS Provider:

street Address: 2525t /Vosznide /‘c) City/StaterZip: Flace rvile. o J566r
Copiesto: Builder, HERS Provider

HERS RATER COMPLIANCE STATEMENT
This house was: }Zl Tested ] Approved as part of sample testing, but was not tested

As the HERS rater providing diagnostic testing and field verification, | certify that the houses identified on this form

comply with the diagnostic tested compliance requirements as checked on this form.

O Distribution system is fully ducted (i.e., does not use building cavities as plenums or platform returns in lieu
of ducts)

O Where cloth backed, rubber adhesive duct tape is installed, mastic and drawbands are used in combination
with cloth backed, rubber adhesive duct tape to seal leaks as duct connections.

MINIMUM REQUIREMENTS FOR DUCT LEAKAGE REDUCTION COMPLIANCE CREDIT

Duct Diagnostic Leakage Testing Resuits (Maximum 6% Duct Leakage)
Measured

Duct Pressurization Test Results (CFM @ 25 Pa) values

Test Leakage in CFM)_S 5

If Fan Flow is Calculated at 400 cfm/ton X number of tons enter
calculated value here q% T‘)W

If fan flow is measured enter measured value here

Leakage Percentage (100 x Test Leakage/Fan Flow) = 532
Check Box for Pass or Fail (Pass = 6% or less

0 THERMOSTATIC EXPANSION VALVE (TXV) or Commission approved equivalent

OYes [ONo Thermostatic Expansion Valve (or Commission approved
equivalent) is installed and Access is provided for inspection
Yes is a pass

0 MINIMUM REQUIREMENTS FOR DUCT DESIGN COMPLIANCE CREDIT

1. [OYes [OlNo ACCA Manual D Design requirements have been met
(rater has verified that actual installation matches values in
CF-1R and design on plan.)

OYes [INo TXV is installed or Fan flow has been verified. If no TXV,
verified fan flow matches design from CF-1R.
Measured Fan Flow =

Yes for both 1 and 2 is a Pass

January 5§, 2001
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OMEGA PRODUCTS INTERNATIONAL, INC,

DIAMOND WALL INSULATING STUCCO SYSTEM
ICBO Report # 4004

Builder: BEAZER HOMES
Project Name: THE LANDING @ RIVERDALE

Lot Numbers: 154 Date of Job Completion: _May 21, 2006

PLASTERING CONTRACTOR:

Name: UCCO WORKS, INC.
Address: 5900 WA E WAY - SACRAMENTOQ, CALIFORNIA 95826

Telephone No: (916) 383-6667

Contractor Number of Diamond Wall System:

This is to certify that the exterior coating system on the building exterior at the above address has
been installed in accordance with the evaluation report specified above and the manufacturer’s
Inspections,

June 26, 2006 M/

Date Signature orized representative of Plastering Contractor

This installation card must be presented to the building inspector after completion of work and before
final inspection.

GT/IT 3Ovd 8999EBETT6 chiG1T 9BBZ/92/98




@1/20/ 2086 13:1@ BEUTLER CORPORATION 2 95755063 NU. 220  bude

INSTALLATION CERTIFICATE - LANDING @ RIVERDALE NORTHCF-6R
- ALL Beazer ﬁomes <LINCOLN VIfLAaE

Site Address LANDING @ RIVERDALE NORTH 40X90  Permit Number
An instailation certificate is required to be posted at the building site or made available for all appropriate inspections. (The information

provided on this form is sequired; however, use of this form to provide the information is optional.) After completion of final inspection

a copy must be provided to the building depastment (upon request) and the building owner at occupancy, per Section 10-103().

HVAC SYSTEMS:
Heating Equipment

Equip. ( Efficiency Duct Heating
Type (pkg.  CEC Cenified M#f name  # of Identical (AFUR, ete.) 2 CF- Location Duct or Piping Heating Load  Capacity
Heat prmp) and Model 4 Systems 1R value (uttic, cte)  Revalue (Btwhr) (Bwhr)
FURNACE YORK #LY85040A12 1 80% ATTIC R-4.2 22,690 40,000 PLAN 964
FURNACE YORK #.Y8S060A12 1 80% ATTIC R-4.2 23,954 60,000 PLAN 1120
FURNACE YORK #LY85060A12 1 80% - ATTIC R-4.2 26,943 60,000 PLAN 1283
FURNAGCE YORK #LYBS060A12 1 30% ATTIC R-4.2 28,611 60,000 PLAN 1448
1
1

FURNANCE YORK J4.Y85060A12 80% ATTIC R4.2 28,620 60,000 PLAN 1522
FURNANCE YORK #LY85060A12 80% ATTIC R-4.2 33,016 60,000 PLAN 1871

Duet Cooling Cooling

Location Duct R-value Capacity
Systems  ete) > CF-1RValue (atti, o10) Load (Btu/hr) (Btha)

Equip.  CEC Cerified Compressor : .
Type (pke. Unit M Nome and 4 of dentical (1) Efficiency (SEER,

Heat pump) Model #

AC  YORK#H1RD024 1 13.0 ATTIC R4.2 15,211 20,800 PLAN 964
AIC___ YORK #H1RD024 1 13.0 ATTIC R4.2 15,026 _ 20,800 PLAN 1120
AIC  YORK#H1RD024 1 13.0 ATTIC R4.2 17,140 20,800 PLAN 1283
1
.1
1

AIC__ YORK #H1RDO24 13.0 = _ATTIC rR42 17,734 _ 20,800 PLAN 1448

AIC  YORK#H1RD024 13.0 ATTIC R-4.2 18,587 20,800 PLAN 1522

AC  YORK#HIRDO30 13.0 ATTIC R-4.2 22,363 26,800 PLAN 1871
= m TXV valve installed with coit

(1) > seads greater than or equal to. PLAN 1871
1, the undersigned, verify that equipment Jisted sbove is: 1) is the actual cquipment installed, 2) equivalent to or more
cfficicnt than that specificd in the certificate of compliance (Form CF-1R) submitted for compliance with the Energy
Efficiency Standards for residential buildings, and 3) equipment that mects oF exceeds the appropriate requireraents
for manufactured devices (Gom the dppliance Efficiency Regulations ox Part 6), where applicable.
BEUTLER CORPORATION
Sigueture, Date Installing Subcontractor (Co, Name)
OR General Contractor ( Co. Name) OR Owner

WATER HEATING SYSTEMS:
Distribution () Rated Tank External

CEC Certified Mfr Type (Std, poimt  If Recirculation  # of Identical Input (kW or Volume @) Efficiency 2) Standby Insulation
Heater Type Name & Model # of use) Control Type Systems Bo/ty) (gallons) (EFRE)  Loss(%) R-value

(2) For small gas storage (rated input of less than or cqual to 75,000 Brw/hr), electric resistance and beat pump water heaters, list Enetgy
Factor. For large gas storage water heatery (rated input of greater than 75,000 Bew/hs), tist Recovery Efficiency, Standby Loss and
Rated Toput, For instan{aneons gas water heaters, list Recovery efficiency and Rated Ioput,
(3) R-12 external insulation Is mandatory for storage water heaters with an energy factor of Jess that 0,58,
Facets & Shower Yeads:
All facets and showerheads installed are certified to the Comumission, pursuant to Title 24, Past 6, Section 111.
1, the undersigned, verify that vquipment Jisted above my signature is: 1) the scwal equipment installed; 2) equivalent to oX more cfficient
than that specified in the certificate of compliance (Form CF-1R) submitted for compliance with the Energy Efficiency Standards fot
residential buildings; and 3) equipment that mects or exceeds the appropriate requircments for manufactused devices (from the Appliance
Efficiency Regulations of Part 6), where applicable.

Signature, Date tnstalfing Subcontractor (Co. Name)
OR General Contractor { Co. Name) OR Owner

COPY TO: Building Department
HERS Provider (if spplicable)
Building Qwner 8t Occupandy




ENT BY: B.Z. PLUMBING CO., INC.; 916 6845 7400 : JAN-26-08 12:20PM; PAGE 2/2

. T

INSTALLATION CERTIFICATE (Page 1 of 12) CF-6R

Site Adudress Permit Number
Au installation certificate is required to be posted at the building site or made available for all appropriate inspections. (The
information provided on this form is required) After completion of final inspection, a copy must be provided o the building
department (upon request) and the building owner at accupancy, per Section 10-103(a).

WATER HEATING SYSTEMS:

(
I -&. cec &M yp 7o ALec | g . ) .
Heuter MF Namne & (Std, Poini- Recirculution, | 1dentical (kW or Tank Volume Efficiency hmnclbyw fsulaiion

Tyne Muode! Number | of-Use, ete) | Contrgl Type | Systems Buvhr)' {palions) (EF, REY" Lass (%) R-value”
GAS | AOSmith | Sid. /4 N/A | 40,000 N/A
GVR-S6TM

heaters. list Energy Facter (EF). For lurge gas storage water heaters (rated input of greater than 75,000 Btu/hr), list
Recovery (RE), Thermal Efficiency, Standby Loss and Rated Input. For instantancous gas water healers, list Thermal

Efficiency and Rated lnput.
R-12 external insulation is mandatory for storage water heaters with an energy factor of less than 0.38.

For small gas storage (rated input of less than or equal to 73,000 Bru/hr), clectric resistance and heat pump water

Kitchen Piping:
Findicared on the CF-1R, all hot water piping > 3/4 inches in diameter thal runs lrom Lhe hat water source to the kitchen

fixtures is insulated.

‘Faucets & Shower [eads: - -
All fauccts and showerheads installed are certified to the Cnergy Connnission, pursuant to Title 24, Part 6, Section 111

Central Water Heating in Buildings with Multiple Dwelling Units (required for preseriptive)
v
CI Al hot water piping in main circulating loop is insuiated to requirements of §150()
[ Central hol water systems serving six or fewer dwelling units which have (1) fess than 23° of distribution piping
outdoors; {2) zero distribution piping underground; (3) no recirculation pump; and (41 insulation on distribution piping
that meets the requirements ol Sectien 150(0)
[ Central hot water systems serving more than 6 dwelling units - presence of either a time control or a time/temperature

controt

I, the undersigned, verify that cquipment listed above my signature is: 1) the actual equipment installed; 2) equivalent o
or more efficient than that specilied in the certificate of compiiance (Form CE-1R) submitted for compliance with the
Energy Efficiency Standards for residential buildings; and 3) equipment that meets or exceeds the appropriate
requirements for manufactured devices (from the Appliance Efficiency Regulations or Part 6), where applicable.

S Bt BZ Flambing Co., Tnc,

Signature, Date Installing Subcontractor (C4. Name) O
Cieneral Contracter (Co. Name) OR Owner

COPY TO: Building Departiment
HERS Rater (il applicable)
Building Qwner at Oecupaacy

Residential Compliance Forms March 2005




01/23/72008 07:36 FAX

INSTALLATION CERTIFICATE

dooa/008

“7_0 Plov. '?A-'B,( e

"1

(Page 2 of 13) | CF-6R

N

Site Address

FENESTRATION/GLAZING;

Product Product
U-Faclor' (5 SHGC'(s  #of
- M ] VIR Py

(GROUF LIKR FRODUCTS)

! Menufactured fonestration products use the values from the
default values from Section 116 of the Energy Efficiency S

weighted averags U

I, the undersigned, yerify that the fenestation/

glazing listed ebove my signature: 1) s the sctusl fun
installed; 2) s equivalent to or has a lower U-Factor and lower SHGC than that specified in the eceriify

(Form CP-1R) submitted for compliance with the

Permit Number

Total
Quantry
of Llka
Product

product label. Field fabricated fenestration phr

tandards.

* Installcd U-Fector must be less than or equel 10 velues from CF-1R. Tnstalled SHGC raust be less than of
from CFs1R, or a-sheding device (extorlor or overhang) is install

Factors for tho total fenestration area ere less than or equal to values from CE-1R.

I
)
H
roducts use @b

n of. Bqual to _v_a_lu.cs
od a8 specified on the CF-1R. Alternati (Ply, installed

i

ﬁ;ﬁﬁm product®
catejof compliznce

Energy Bfficiency Standardy for res{dential buﬂdiiﬁs; end 3) the
product ineets or exceeds tha approprate requiremen

8 for manufaerured devices (from Part 6), whers app

v E-x”

Ttem #5

.\_f::able.

Signature, Dats
(if applicable)

Ttern #s

Sl N @ 7L Jba&«.# wn.«fcm €o,

{Hhstalling Subcontrator (Co. Name) OR
General Contractor (Co, Name) G

R Owner 3
OR Window Distributor i

'A

Signature, Date
(if applicable)

Ttemn #s

L1
Installing Subcontractor (Co. Narpg) OR
General Contractor (Co. Name) ¢ R Owncr
OR Window Distributor b

i. Capia

COPY TQ;

Building Department

“Jnstalling Subcontractar (Co. Nagh) OF
General Contractor (Co. Name) QR Owner . -
OR Window Distribytor i

HERGProvider (T EppICIT)
Building Owner at Ocoupancy

Campllance Formg

August 2001




