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BEDROOM #4 (9'0" X 11'0") & CLOSET (3'0" X 3'0"):

1. Furnish and install the following:
a. Light switches, receptacles, and cover plates.
2. Wash, seal, and paint walls, ceiling, and woodwork.
3. Install new smoke detector, hard wired 120 volt, interconnected with hall and

bedroom #1, #2, #3, and #4 smoke detectors.

HEAT/AC:

1. Repair and clean all central air conditioning/heating system, including sheet
metal plenums.

2. Replace thermostat.

ELECTRICAL:

1. Replace all light switches and receptacles.

2. Replace all missing or damaged light fixtures.

3. Replace all breakers.

4. Replace all damaged electrical wiring.

5. Remove existing circuits to oven and stove.

6. Install new 50 amp, 220 volt circuit, with receptacle to stove.

PHONE/TV:

1. Install new phone & TV jacks and cover plates.

SMOKE ALARMS:

1. Replace smoke alarm in hall and install new smoke alarm in bedrooms #1, #2,

#3, and #4 to interconnect all smoke alarms.

GENERAL INFORMATION:

1. Wash and seal all exposed smoke damaged surfaces before covering.

MATERIALS AND INSTALLATION:

The Contractor will be responsible for the following equipment and supplies:

A. Lighting:

Kitchen - Lithonia Lighting Catalog No. LB 2 32 120 standard width



