CITY OF SACRAMENTO Permit No: 01070?6

1231 I Street, Sacramento. CA 95814 Insp Area: |
Site Address: 1107 9TH ST SAC Sub-Type: REM
Parcel No: 006-0102-001 SUITE 1050 Housing (Y/N): N
CONTRACTOR OWNER ARCHITECT

SUNDT CONST. FORUM BUILDING LTD

1940 INDUSTRIAL BLYD SUITE 1001 1616 ARDEN WAY STE #242

WEST SACRAMENTO (A 03691 SACRAMENTO CA 95815-4028

Nature of Work: INTERIOR REMODEL OF OFFICE SPACE: RELOCATE AND CREATE NEW
WALLS, RELOCATE 1IGHTING AND HVAC

CONSTRUCTION LENDING AGENCY : 1 hereby affirm under penalty of perjury that there is a construction lending agency for the performance
Lt the work for which this permitis issucd (Sec 30T i
sender's Name ~ Lender'sAddress__

ILICENSED CONTRACTORS DECLARATION: _iw'n;:ichy affirm under penalty of perjury that I am licensed under provisions of Chapter 9
~ommencing with section T000) of Division 3 of the Busmess and Professions Code and my license is in full force and effect.

/ wense Clas 2 fwense Numbar S1LA7. Date __ Contractor Signature

OWNER-BUILDER DECLARATION: by atfirm under penalty of perjury that I am exempt from the contractors License Law for the
rollowing reason (Sec. 7031 5. Business and Protessions ode. any city or county which requires a permit to construct, alter, improve, demolish, orrepair
anv structure, prior 1o 1ts 1ssuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions
. the Contractors License Law (Chapter 9 (commencing with Section 7000) of Division 8§ of the Business and Professions Code) or that he or she 1s
sempt therefrom and the basis tor the alleged exemption Any violation o Section 7021.5 by any applicant for a permit subjects the applicant to a civil
penaity of not more than five bundred doitars (30U 0y,

~i.as a owner of the property, or my employees with wages as thew sole compensation, will do the work, and the structure is not intended or offered
“or sale (Sec. 7044, Business and Professional Code. he Uontractors License Law does not apply to an owner of property who builds or improves
‘hereon. and who does such work himseit or herseil or through his/her own employees, provided that such improvements are not intended or otfered for
.ale. I, however, the building or improvement 1s sold within one year of completion. the owner-builder will have the burden of proving that he/she did
ot build or improve for the purpose ol sale.)

1. as owner of the property, am exclusively contracting with licensed contractors to construct the project (Sec. 7044, Business and Professions
(“ode: The Contractors License Law does not apply to an vwner of property who builds or improves thefad® and who contracts for such projects with a
“ontractor(s) lcensed pursuant to the Contractors Iicense Law) . .t v s ™

| am exempt under Sev o H & POtor s reason:

Date Owiet Ngnature

IN ISSUING THIS BUILDING PERMIT, the applicant represents. and the city relies op the %es&;uqtatiozg af the app}%%ﬂ?#%at the applicant verified
211 measurements and locations shown on the apphcation ur accompanying drawings & T ﬁové'mént to be 'E:ons ructed does not violate any law
ar private agreement relating (o permissible or profbited focations for such improve 125 YEliing permit does riot W AGESany illegal location of

sy improvement or the vialation of any private agreement relating to location of improvgments.

H

| certify that 1 hgye read this applicaton and state “hat all miormation is correct. l{agrfe to comply with all city and county ordinances and state laws
reiating tgfbuilgfng copstruction and herhy authorize representative(s) of this city to enfef upon the abovementioned property for inspection purposes.
)
% s

,‘)Ol)ate, Z é_’J o

WORKER'S COMPENSATION DECLARATION: | hereby aftirm under penalty of perjury one of the following declarations:
I have and wiil maintam a certificate of consent to seif-insure for workers' compensation as provided for by Section 3700 of the Labor Code, forthe
nerformance of work 1or which the pertmt 1s 1ssucd

Apphicant/Agent Signature_

T

—7 | have and will mamntain workers' compensation imsurance, as required by Section 3700 of the Labor Code, for the performance of the work for
which this permit is issue¢ My workers' compensation insurance carrier and policy nyfnber are:

WVK 8300313 Exp Datg. (10/01/200 M

that in the performance of the work for which this permit is issued,l
' compensation laws of California and agree that if | should become
those provisions.

Carmer ST PAUL FIRE & MARINE Policy Numb

~____(This section need ot be completed it the permit 1s for S100 or less) I cer
shall not employ any person in any manner so as 10 become subject to the wor
subject to tf\e wor‘lﬁbf?'comf)ensation provisions of Section 3700 of the Labor Cod

i -y L
V\J Dawe L,Q__‘fi L Applicant Mignature ™
WARNING: FAILURE 'O SECURI WORKER'S COMPENSATION COVERAGE 1S UNLAWFUL AND SHALL SUBJECT AN EMPLOYER TO

CRIMINAL PENALTIES AND CIVIL. FINES U TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION. DAMAGES AS PROVIDED FOR IN SECTION 2706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.



APPLICATION FOR COMMERCIAL BUILDING PERMIT

CITY OF SACRAMENTO
DEVELOPMENT SERVICES DIVISTION
PERMIT SERVICES SECTION

ACTIVITY #

Insp. Area

/¢

8l4746¢

1231 Street, Rm. 200

&3 Applicant MUST complete ALL Unshaded areas

Suite / 0 gd

Ceravento, CA 95814 19161 264-7619 FAX Iod-Tode
o+ f/’l P
ADDRESS ___//0 ,« =7 R
PARCEL # O [ 2E D

_ CONTACT
Name f";fv‘u ) /".‘_)"_ e PR N il
Street Address //u‘;f A . e
CityistaterZip e, o o .
Phone -/ 3¢ ~€ Jox- FAX_f = S -<

E-maii;

Lic No. #43 S 1/ 37/
‘/1574/0:;'74‘/0‘ ]
ﬂ/VL,/

LICENSED CONTRACT
Name 6¢ ‘e, /'pL
Address 3 7‘/&3 Lne.[)s 74’/%
City/State/Zip /X/ S T X s W
Phone__ 37/~ LUoQ FAX37/- < 7‘95/

E-mail:

ARCHITECT/ENGINEER
Name ,7/ olr ‘.‘/C/.,
Address /754 i e -—7«:—'3,(' e a;/’
Cirv/State/Zip 5.{;{, PO i’ ’
Phone _ 4% 0% FAX S5 -8, ¢
E-mail:

=» Wil permittee have any employees on the jobsite” JNo ﬁ Yes < INSURANCE CO: ﬂ me,

OWNER
Name Fou/ wvin [Bosfebimen Loped
Address //L 7 (T'/L‘ ﬁ’ /
City/State/Zip 594& 4 La
Phone " D ca
E-mail:

FAXY 3¢ -0 10¢

/Fi—ff/ iJ MM‘»U’M/UZ—

~» \WORKER’S COMPENSATION POLICY # W v k. &3ce 22| EXPIRATION DATE:
NATURE OF WORK IN DETAIL: _ Lo pi--be [ 17 Cysisttrnn T L
_ s‘L;‘/gfl/  Vewenetey [ zc, bLh i zfiv N 77& - fAN 2 //At/m,n Frc s ;
. fask vl re /c e ilpee e /V—”, Iz¢s  ptain 1
. 7
et v ’p 7(~ /
OCCUPANT/TENANT:
— e
FLOOD STATUS: S.C.A.T.
JOB DESCRIPTION BLDG SHELL  APT TIC ) REMS)O ) SW FIRE ADD OTH
INSPECTION DISCIPLINES ) BI;D < MECH ) @ @ . SITE —
# Stories 1st flrArea. Total Area Use Zone Ocep Group Const type § Fire Req. Y / N | Fed Code Vlo Fﬂe
,\{ Zé SPR l ALARM / g (H] [Quad]
(B 5 ( LES P E ; E F s 2%3 [ pw [ utL '
e | . J2 | 3o | 3T07 | 3 KAE <
TONMENTS: s
’REGIONAL SANITATION FEES? J Yes 1 No HEALTH DEPARTMENT? [dYes (No
WATER FLOW TEST FOR NEW BUILDINGS OR ADDITIONS? L1 Provided (] _Faxed

Jeswto rms/commercialapp. fres 1)3/28/001




sien inence Mashausaist . o Fan And Outlet Test Sheet Date 06/25/2001

g 53 Job Name Forum Bldg
bt i FHGLe Job # 2227
‘ Unit 10 th FLOOR
Area Served Forum Bldg 10th floor Page 1
Motor Name Plate Data Unit Name Plate Data: Data Item {Test 1 Test 2 Test 3
MFG: MFG: Carrier Volts 277 277
FR: Modeli 42 CA-010 Amps 1.35 1.2
HP Type furred in ceiling model BHP 1/4 1/4
Volts Serial 10FC-1
PH: "" - RPM 1075 1075
RPM: Fan Design Data: SP - 0.2 0.1
CFM _ 1420 SP + 0.23 0.22
Sheave Data SP 05 TSP 0.25 0.33
DiA: Direct Drive RPM N 1075 Fiiter SP_Jinc
Shaft: BHP 1/4 Total CFM 522 522
Belt(S) _ MIN O/A 10% R/A CFM 0 467
OSA CFM 0 55
Opemng Design TEST #1 Test #2
JROOM [NO Type Size Factor FPM CFM Fpm CFM Fpm CFM
Register 1 288 265
IRegister 2 N 234 254
i 3 3 0 0
4 1 0 0
5 0 0
6 0 0
i 7 0 0
Register 8 0 0
Register 9 0 0
Register ~10 0 0
Register ik 0 0
Register 12 0 0
0
Totals : 522 519

A

i
Air delivered is within tolatrences of Baianced System + or - 10 %

HVAC Steam

Commerical Industrial Process Piping Chilled Water DDC Controls



iion rce Mochanscad Seiae v Fan And Outlet Test Sheet Date 06/25/2001
# an 5550 Job Name Forum Bldg
wisrn Ca TEO04 Job # 2227
Unit 10 th FLOOR
Area Served Forum Bldg 10th floor Page 1
Motor Name Plate Data Unit Name Plate Data: Data Item |Test 1 Test 2 Test 3
MFG: MFG: Carrier Volts 277 277
FR Model 42 CA-010 Amps 1.35 1.2
HP Type: furred in ceiling model BHP 1/4 1/4
Volts Serial 10FC-2
PH RPM 1075 1075
RPM- Fan Design Data: SP - 0.2 0.05
CFM 1420 SP + 0.31 0.2
Sheave Data SP: 05 TSP 0.51 0.33
OIA Direct Drive RPM: 1075 Filter SP linc
Shaft: BHP 1/4 Total CFM 1400 460
Belt(S): MIN O/A 10% R/A CFM 1260 405
OSA CFM 140 55
Opening Design TEST #1 Test #2
|[ROOM [NO. Type Size Factor |FPM CFM Fpm CFM Fpm CFM
1 N 140 140
2 175 185
3 125 135
4 0 0
5 0 0
6 0 0
Register 7 0 0
Register 8 0 0
Register 9 0 0
IRegister 10 0 0
IRegister 11 0 0
Register 12 0 0
0
Totals 440 460
Air delivered is within tolatrences of Balanced System + or - 10 %
HVAC Steam

Commerical Industrial

Process Piping

Chilled Water DDC Controls



srien Hherce Moshasicad Seran o1 Fan And Outlet Test Sheet Date 06/25/2001
g i Job Name Forum Bidg
dbutin S FROOK S Job # 2227
Unit 10 th FLOOR
Area Served Forum Bidg 10th floor 10FC-3 Page 1
Motor Name Plate Data Unit Name Plate Data: Data Item |Test 1 Test 2 Test 3
MFG: MFG: Carrier Volts 277 277
FR Model' 42 CA-010 Amps 1.35 1.2
HP Type. furred in ceiling model BHP 1/4 1/4
Voits Serial 10FC-3
PH RPM 1075 1075
RPM Fan Design Data SP - 0.2 0.05
CFM: 1420 SP + 0.31 0.2
Sheave Data SP: 0.5 TSP 0.51 0.33
DIA Direct Drive RPM 1075 Filter SP  |inc
Shaft: BHP: 1/4 Total CFM 1400 847
Belt(S): MIN O/A 10% R/A CFM 1260 747
OSA CFM 140 100
Opening Design TEST #1 Test #2
[ROOM [nO. Type Size Factor FPM CFM Fpm CFM Fpm CFM
IRegister 1 154 175
IRegister 2 168 180
IRegister 3 65 80
IRegister 4 100 105
IRegister 5 320 307
Register 6 0 0
Register 7 0 0
Register 8 0 0
[Register 9 0 0
[Register 0] o 0 0
Register 11 i 0 0
Register 12 0 0
0
Totals 807 847
Air delivered is within tolatrences of Balanced System + or- 10 %
HVAC Steam

Commerical Industrial

Process Piping

Chilled Water DDC Controls



crien Hnce Mechascad Soram v Fan And Outlet Test Sheet Date 06/25/2001

e nhA Job Name Forum Bldg
el S SSOOS Job # 2227
Unit 10 th FLOOR
Area Served Forum Bldg 10th floor 10FC-4 Page 1
Motor Name Plate Data Unit Name Plate Data: Data Item |Test 1 Test 2 Test 3
MFG: MFG: Carrier Voits 277 277
FR Modei 42 CA-010 Amps 1.35 1.2
HP Type furred in ceiling mode! BHP 1/4 1/4
volts Serial 10FC-4
PH RPM 1075 1075
RPM: o Fan Design Data SP - 0.2 0.05
CFM 1420 SP + 0.31 0.15
Sheave Data SP: 05 TSP 0.51 0.2
DIA Direct Drive RPM 175 . Filter SP_ [inc
Shaft: BHP 1/4 Total CFM 1400 355
Belt(S) MINO/A  10% R/A CFM 1260 305
OSA CFM 140 50
Opening Design TEST #1 Test #2
|[ROOM [nNo. Type Size Factor |FPM CFM Fpm CFM Fpm CFM
IRegister 1 4 100 120
IRegister 2 86 100
JRegister 3 i I 100 135
[Register 4 ‘ ] 0 0
5 | 0 0
6 0 0
7 0 0
8 0 0
9] . 0 0
Register 10 ; 0 0
Register 11 0 0
[Register 12 0 0
0
Totals 286 355
" ‘2 I
Air delivered is within tolatrences of Balanced System + or - 10 %
1
i

HVAC Steam

Commerical Industrial ipi i
a Process Piping Chilled Water DDC Controls



wiier igrce Mechaneai Seice o

o 0

Fan And Outlet Test Sheet

Date 06/25/2001
Job Name Forum Bldg

“cortbetrm. (e GRHOH D03 Job # Q2_7
Unit 10 th FLOOR
Area Served Forum Bldg 10th floor 10FC-5 Page 1
Motor Name Plate Data Unit Name Plate Data: Data Item |Test 1 Test 2 Test 3
MFG: MFG: Carrier Volts 277 277
FR. Model 42 CA-010 Amps 1.35 1.2
HP Type. furred in ceiling model BHP 1/4 1/4
Voits o Serial 10FC-5
PH RPM 1075 1075
RPM Fan Design Data: SP - 0.2 0.08
CFM: 1420 SP + 0.31 0.31
Sheave Data SP 0.5 TSP 0.51 0.38
DIA Direct Drive RPM 1075 Filter SP finc
Shaft: BHP 1/4 ‘ _ Total CFM 1400 715
Belt{S) MIN O/A 10% _ R/A CFM 1260 605
OSA CFM 140 110
Opening Design TEST #1 Test #2
[ROOM |No. Type Isize Factor FPM CFM Fpm CFM Fpm CFM
JRegister 1 ! i 254 260
[Register 2 : 50 65
fRegister 3 104 135
Register 4 250 255
Register 5 0 0
Register 6 0 0
Register 7 0 0
Register 8 0 0
Register 9 | 0 0
IRegister 10 { 0 0
ngster 11 0 0
Register 12 0 0
0
Totals ; 658 715

i
Air delivered is within tolatrences of
T

Balanced System + or - 10 %
7

+

Commerical Industriai

HVAC Steam
Process Piping

Chilled Water DDC Controls



inden tuence Mechauiial Seie v

4

S

Fan And Outlet Test Sheet

06/25/2001

Job Name Forum Bidi

‘wmein Ca VEO04 3 Job # 2227
10 th FLOOR
Area Served Forum Bidg 10th floor 10FC-6 1
Motor Name Plate Data Unit Name Plate Data: Data Item |Test 1 Test 2 Test 3
MFG: MFG Carrier Volts 277 277
FR Model 42 CA-010 Amps 1.35 1.1
HP Type furred in ceiling model BHP 1/4 1/4
Volts Serial 10FC-6
PH - RPM 1075 1075
RPM Fan Design Data SP - 0.2 0.07
CFM 1420 SP + 0.31 0.28
Sheave Data SP 0.5 TSP 0.51 0.35
DIA Direct Drive RPM 078 Filter SP_[inc
Shaft BHP 1/4 Total CFM 1420 875
Belt(S) MIN O/A 0% R/A CFM 1260 763
OSA CFM 140 112
Opening Design TEST #1 Test #2
[ROOM |[noO. Type Size Factor _ |FPM CFM Fpm CFM CFM
IRegister 1 ' 186 200
2 186 170
3 i 125 130
4] ! 1 125 130
5 | 125 120
3] 125 125
7 0 0
8 0 0
9 0 0
[Register 10 ‘ 0 0
I&gister 11 ’ 0 0
Register 12 0 0
0
Totals 872 875

Air delivered is within tolatrences of Balanced System + or - 10 %
T

D =

Commerical industrial

HVAC Steam
Process Piping

Chilled Water DDC Controls



MEMORANDUM SACRAMENTO FIRE DEPARTMENT

TO: BUILDING DEPARTMENT DATE: é - 220/
FROM: Troy Malaspino
Fire Marshal

SUBJECT: FIRE SYSTEM INSPECTION

A final inspection of the newly installed fire system at:
. 9L 5T Fioes

Has been conducted by [nspector
R . (lebles

On

¢~/ y-cy
Ci-07¢0 & 2 Yoo O A S A7/
Permit Number Square Footage Type of Inspection

They system is acceptable by this department.

(2 L“ﬁﬁz;‘z/é““\
By: Ross L. Woodman,
Fire Prevention Officer II

TL- A35

F.D. Reference Number




