CITY OF SACRAMENTO Permit No: 0609786
1231 I Street, Sacramento, CA 95814 Insp Area: 2
Thos Bros: 316J4

Site Address: 814 SPAR CT SAC Sub-Type: RES
Parcel No: 024-0101-007 Housing (Y/N): N

CONTRACTOR OWNER ARCHITECT
A & P HEATING AND COOLING INC ANDERSON HARRIET/RONALD W

6423 ELVAS AV 814 SPARCT

SACRAMENTO CA 95819 SACRAMENTO, CA 95822

NatureofWork:PAPERLESS,CHANGEOUTSPLITSYSTEMHVAC-SMOKEDETECTORSAREREQ'DPER200 CBC-COMPLIANCE
DOCUMENTS ARE DUE
AT FINAL

CONSTRUCTION LENDING AGENCY : I hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (Sec. 3097, Civ. C),

{.ender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: [ hereby affirm under penalty of perjury that T am licensed under proyisions of Chapter 9
(commencing with section 7000) of Division 3 of the Business and Professions Code and my license is in full wﬁ

License Clas§_ "2¢_ License Number 877831 Date ref® Contractor Signature, / /

7 = 7
OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that 1 am exempt from the contractors License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

1, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offeredfor
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for sale. If, however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for
the purpose of sale.)

I, as owner of the property, am exclusively contracting with licensed contractors to construct the project (Sec. 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of property who builds or improves thereon, and who contracts for such projects with a contractor(s)
licensed pursuant to the Contractors License Law).

1 am exempt under Sec. B & PC for this reason:

Date Owner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant represents, mgﬁm‘&h M@ of the applicant, that the applicant verified all
1} a 4]

measurements and locations shown on the application or accompanyi improvement to be constructed does not violate any law or
private agreement relating to permissible or prohibited locations for such improvm. lTTs Mg permit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of impr ts

1 certify that I have read this application and state that all information is correct. 1 agree to compl ﬁlig z! ci rordinances and state laws relatingto
building construction and herby authorize representative(s) of this city to enter URM perty i purposes‘

Date_ 7 // 2 / s Applicant/Agent Signature /

7 =7

WORKER'S COMPENSATION DECLARATION: 1 hereby affirm under penalty of perjury one oM Tollowing declarations:

I have and will maintain a certificate of consent to self-insure for workers' compensation as provided for by Section 3700 of the Labor Code, for the
performance of work for which the permit is issued.

____Ihave and will maintain workers' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance carrier and policy number are:

Carrier STATE FUND Policy Number 713-0015947 Exp Date 01/01/2007

___(This section need not be completed if the permit is for $100 or less) I certify that in the performance of the work for which this permit is issved, Ishall
not employ any person in any manner so as to become subject to the workers' compensation laws of California and a if I should become subject tothe
workers' compensation provisions of Section 3700 of the Labor Code, I shall forthwith comply wjth those provii

Date » { ué'; / 2 loo ¢ Applicant Signature, //

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLAWFUL AND SHALL SUBIECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL, FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.




- D1, 0975,

INSTALLATION CERTIFICATE . (Page 3 of li—{ CF-6R
Site Address G Permit Nomber
it S~ Covit 75622
¥
An installation certificate is required to be posted at the building sitc or made available for all appropriate inspections. (The

information provided on this form is required) After completion of final inspection, a copy must be provided to the building
department (upon request) and the building owner at occapancy, per Section 10-103(a).

HVAC SYSTEMS:
Heating Equipment

Equip Type Nomnc snd Model
(pkg. heat pump) Nistnber

Ty IV EnL
Syl 7417,9 oEAvs

¢

Cooling Equipment

; ? i Cooling

. CEC Cortified M.
Equip Type Nume and Model i (SEER o EEW)' Capacity

{pkg. heat pump) Nuabser (zca-u} yalue) : (Brwhr)

et 4-2%’??;'1{55 i‘;@mﬁf o, S Lo

1. > symbol reads greater than or equal to what is indicated on the CF-1R vakie.
Include both SEER and EER if complismce credit for high EER air conditioner is claimed.

4 1, the undersigned, verify that equipment listed above is: 1) is the actual equipment installed, 2) equivalent to or
more efficient than that specified in the certificate of compliance (Form CF-1R) submitted for compliance with the
Energy Efficlency Stemdards for residential buildings, and 3) equipmest that meets or exceeds the appropriate
reguirements for manufactured devices (from the Appliance Efficiency Regulations or Part 6), where applicable.

Installing Subcontractor (Co. Namc) OR General
Contractor {Co, Name) OR Ovwner

- . e .;}"' ¥ ’ Date- ; 5y e
Signature: Teifdst m’é/&{ P é’/ 2
Copies to: BUILDING DEP » HERS RATER (IF APFLICABLE) BUILDING OWNER AT OCCUPANCY

Residential Compliance Forms April 2005




INSTALLATION CERTIFICATE (Page 4 0f 12) CF-6R

Site Addresg.,  , Permit Number
l d‘g) Y %@ A g s v SRR

INSTALLERTCOMPL CE STATEMENT FOR DUCT LEAKAGE

INSTALLER COMPLIANCE STATEMENT

The building was: v* EfTested at Final v O Tested at Rough-in

INSTALLER VISUAL. INSPECTION AT FINAL CONSTRUCTION STAGE FOR NEW DUCTS:
1" Kemove at least one supply and one retim register, and verify that the spaces between the register boot and the interior finishing

waell are properly sealed.
@ if the house rough-in duct icakage test was conducted without an air handler installed, inspect the connection points between the
irhandler and the supply and retom plenums to verify that the connection points are properly sealed.
E/ﬁ:pect all joints to ensure that no cloth backed rubber adhesive duct tape is used on new ducts.
pd

v ¥ DUCT LEAKAGE REDUCTION
Procedures for fleld verification and diagnostic testing of air distribution systems are available in RACM, Appendix RC4.3

NEW CONSTRUCTION:
Duct Pressurization Test Results (CFM @ 25 Pa)

Enter Tested Leakage Flow in CFM: .

Fan Flow: Calculated (Nominal: ¥ &Cooling v 1 Heating) or ¥ 3 Measured

If Fan Flow is Calculated as 400 ¢fim/ton x number of toas or as 21.7 cfm/(kBtw/hr) x Heating \

Capacity in Thousands of Baw/he, enter totsl calculated or measured fun flow in CFM here: ol | VY

| Pass if Leakage Percontage < 6% for Fimal or < 4% at Rongh-in without air bandle: O Pase O Fal
[100x] (Line # 1)/ (Line # 2)[}

ALTERATIONS: Duet System and/or HVAC Equipment Change-Cut

Enter Tested Leakage Flow in CFM from Pre-Test of Existing Duct System Prior to Duct

4 System Alteration and/or Equipment Change-Out.

Enter Tested Leakage Flow in CFM from Final Test of New Duct System or Altered Duct

System for Duct System Altcration and/or Equipment Change-Out.

Enter Reduction in Leakage for Altered Duct System

[ 1530 (Line #4) Minus YD (Lime#5)) — (Ouly if Applicable)

Enter Tested Leakage Flow in CFM to Outside (Only if Applicable) v v

Entire New Duct System - Pass if Leakage Percentage < 6% for Final. .
8 | [100x{ (Line #5) / Line # 2)]] O Pass [ Fail

TEST OR VERIFICATION STANDARDS: For Altered Duct Systesa and/or HVAC Equipment Change- v v

Qut Use one of the following four Test or Verification Standards for compliance: _

9 Pass if Leakage Percentage < 15% [100x[__ __(Line #5)/_ _(Line # 2)]} : _{ O Pass O Fail

.

Pass if Leakage to Outside Percentage < 10% [100x[ ______ (Line 7/ (Line # 2)]] » O Pass O Fail

Pass if Leakage Reduction Percentage > 60% [100 x [0 (z 2> (Line #6) /£ 5 _(Line # 4)]] = A o _

M | and Verification by Smoke Test and Visual Inspection = ass L1 Fail
12 | Pass if Sealing of all Accessible Leaks and Verification by Smoke Test and Visual Inspection [ Pass [ Fail
L Pass if One of Lines # 9 through # 12 puss 0 Pass [] Fail

v E'L/ the undersigned, verify that the above diagnostic test results were performed in conformance with the requirements for compliance
credit. 1, the undersigned, also cestify that the newly installod o retrofit Air-Distribution System Ducts, Plenums and Fans comply with
Mandatory requirements specified in Section 150 (m) of the 2005 Building Energy Efficiency standards.

10

Installing Subcontractor (Co. Name) OR General Contractor (Co. Name) OR Owner

Signatwre: -7 . .Y 77 7 _ d Date: A
£ ;ﬁyfﬂf /é.v,t/é é’/zm fe / Z 'ﬁ'éb
Copies to: BUILDING DEPARTMENT, RATER (IF AFFLICABLE) BUILDING OWNER AT OCCUPANCY

Residential Compliance Forms December 2005
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INSTALLATION CERTIFICATE (Page 50112) CF-6R
Site Address Pormit Number J

ol . ?f&r Lvih GEEs 2%

+ B THERMOSTATIC EXPANSION VALVE (TXV)
Procedures for field verification of thermostatic expansion valves are available in RACM, Ap}pendix ‘};.l

Aoemispmvidedforinspecﬁou.mpmcodmshall

-~ wmiltofvhnlvuiﬁuﬁonﬂntﬁemhw}dm A
ﬁes the system and installation of the specific equipment (i |
shall be verified.

O

Yesis upass | Pass | Fail

v [] REFRIGERANT CHARGE MEASUREMENT
Verification for Required Refrigerant Charge and Adequate Airflow for Split System Space Cooling Systems without

Thermostatic Expansion Valves
Outdoor Unit Serial #
Location

Outdoor Unit Make

Outdoor Unit Model

| Bt

| Cooling Capacity

Date of Verification
Date of Refrigerant Gange Calibration (must be checked monthly)
Date of Thermocouple Calibration (must be checked monthly)

Standard Cha eas emt ure r air dry-bulb 55°F and above):
Procedures for Determining Refrigerant Charge using the Standard Method are available in RACM, Appendix RD2.
Note: The system should be installed and charged in accordance with the mannfacturer’s specifications before starting this

procedure.

Measured Temperatures

Supply (evaporstor leaving) air dey-bulb temperature (Tsupply, db)
Return (evaporator entering) air dry-bulb temperaturc (Tretum, db)
Return (evaporator entering) air wet-bulb temparature (Tretun, wb)
Evaporator saturation temperatre (Tevaposator, sat)

Suction line temperature (Tsuction, db)

Condenser (entering) air dry-bulb temperature (Tcondenser, db)

Superheat Charge Method Calculations for Refrigermnt Charpe

| Actual Superheat = Tsuction, db — Tevaporstor, sat

Target Superheat (from Table RD-2)

Actual Superheat — Target Superbeat (System passes if between -5 and +5°F)

Temperature Split Method Calculations for Adequate Airflow
lit Method Calculation is not if Adequate Airflow credit is taken

Actual Temperature Split = T refus, db Tsupply, db
Target Temperature Split (from Table RD3)

Actual Temperature Split Target Temperature Split (Systcm passes if betweoen -
3°F and +3°F or, upon remessisoment, if betwean -3°F and -100°F)

Residential Compliance Forms April 2005




