CTY OF SACRAMENTO Permit No: 0612651
=" 1231 I Street, Sacramento, CA 95814 - Insp Area: 3
' Thos Bros: 317E3

Site Address: 2501 24TH AV SAC | Sub-Type:  RES
Parcel No:  019-0115-014 Housing (Y/N): N
CONTRACTOR | OWNER | ARCHITECT

CAPITOL RECONSTRUCTION SHELTON BRENDA

204 21ST ST 2414 COLD SPRINGS RD
SACRAMENTO CA 95814 PLACERVILLE, CA 95667

Nature of Work: repair water damge to kitchen and bathroom, cut in roof mount hvac system.

CONSTRUCTION LENDING AGENCY : I hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (Sec. 3097, Civ, C).

Lender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: 1 hereby affimm under penalty of perjury that I am licens
(commencing with section 7000) of Division 3 of the Business and Professions Code and my license is in fullffo¥ce and effec

A\ ‘ ~—
License Class___° License Number 522603 Date %’T) Contractor Signature

OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that I am exempt from the contractors License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any violation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00); : :

1, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offered for
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/er own employees, provided that such improvements are not intended or offered for sale. If, however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for
the purpose of sale.)

1, as owner of the property, am exclusively contracting with licensed contractors to construct the project (Sec. 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of property who builds or improves thereon, and who con for such projects with a contractor(s)
licensed pursuant to the Contractors License Law). ‘ﬁm D

I am exempt under Sec. B & PC for this reason: CITY OF SACRAMENTO
Date, Owner Signature Au_ﬁ__j_ﬁ_mﬂﬁ

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city relies on the representation of the applicant, that the applicant verified all
measurements and locations shown on the application or accompanying drawings and that the impro m oes not violate any law or
private agreement relating to permissible or prohibited locations for such improvements. This buildinmc t ide any illegal location of any
improvement or the violation of any private agrecment relating to location of improvements.

I certify that I have read this application and state that all information is corret. [ agree ‘comply with all city and county ordinances and state laws relatingto
building construction and herby authorize representative(s) of this city to enter lapol ‘abovemention: rty foWes.

Date( - ] %'A ﬁD( N Applicant/Agent Signature” M _ // / ﬂ
= ' A,

WORKER'S COMPENSATION DECLARATION: I hereby affirm under penalty of petjury one of the following declarations:
I have and will maintain & certificate of consent to self-insure for workers' compensation as provided for by Section 3700 of the Labor Code, for the
performance of work for which the permit is issued.

I have and will maintain workets' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance carrier and policy number are:

Carrier REDWOOD FIRE AND CASUALTY Policy Number W6436295 ExpDate  04/01/2007

(This section need not be completed if the permit is for $100 or less) in the performance of the work for which this permit is issued, Ishall
not employ any petson in any manner S0 as to become subject to the workgrs' compensatign laws of Califyfnia,and agree that if I should become Subject tothe
workers' compensation provisions of Section 3700 of the Labor Code, 1 shall forthwi

Date__ %~ ’l <~ 0 G Applicant Signature b W /0{ A .'

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLAWFUL AND SHALL SUBJ% AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF
COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'S FEE.

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK 1S NOT COMMENCED WITHIN 180 DAYS.




PAID

CITY OF SACRAMENTO
AUG 1 6 2006 New City Hall
! CITY OF SACRAMENTO 915 Sttr};,;, 3" Floor

] Sacramento, CA 95814
www.cityofsacramento.org :

TY HALL :
Devmmﬂ Help Line: 1-916-808-5656 OR 1-666-E2-PERMIT _
erVIces Inspection 1-916-808-7622 - : North Permit Center
2101 Arena Blvd., Suite 200
We Help Build A Great Gity \ Sacramento, CA 95834

RESIDE,NTIAL APPLICATION
1-916-808-5656 OR 1-866-EZ-PERMIT

D0 04 Awt

BUILDING SITE ADDRESS - SUITE INSP. AREA

AeS

ASSESSOR'’S PARCEL NO. COMMUNITY PLAN NO. PLAN CHECK NO.

NAME OF APPLICANT l ADDRESS | ZIPCODE | PHONE NO.
LIGENSED CONTRACTOR

AZM'D%) @ﬂmﬁfmﬂ,%mn Co ' K 52603

CONTRACTOR'’S LICENSE NO.:
PROPERTY OWNER

Drunda 747’1///450\/\

ARCHITECT/ENGINEER

No. of No. of Roof Area 1° Total Area Garage Patio
Stories Rooms Covering Floor Area Area

THJS PERMIT IS FOR: -
BUILDING  [#MECHANICAL B’ﬁLUMBlNG [E/ELECTRICAL []SITE [ FIRE

NATURE OF WORK IN DETAIL
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INSTALLATION CERTIFICATE (Page 3 of 12) CF-6R_

53‘°Addf°m‘ 9"““‘ H’VL; PenéitNumbcr [ |

An installation certificate is required to be posted at the building site or made available for all appropriate inspections. (The
information provided on this form is required) ARer completion of final inspection, a copy must be provided to the building
department (upon request) and the building owner at occupancy, per Section 10-103(s),

HVAC SYSTEMS:
Heating Equipment

Boui CEC Certificd Mf. Efliciency Ouet Dt of Heating
quip Type Name snd Model (AFUE, etc) Loostion Piping Copasity
(pkg. heat pump) Number (2CF-IR valu) | (attic, etc.) R-value (Buvbr)

—,Q!ﬂ—i Sant K |atte.

TN w024

Cooling Equipment

Efficien ,
. CEC Certificd M. 4 Cooling Couling
Equip Type . | Namaapd Model (SEER or BER)' Lond . Caputity
(pkg. heat pump) (2CF-iR value) {Btwhy) (Buuhr)

% ¢ yahf /3
mwwpago#a

1, > symbol reads grearer than or equal to what is indicated on the CF-1R value.
Include both SEER and EER if compliance credit for high EER air conditioner is ¢laimed.

v 11, the undersigned, verify that equipment listed above is: 1) is the actual equipment installed, 2) equivalent 1o or
more efficient than that spesified in the certificate of compliance (Form CF-1R) submitted for compliance with the
Energy Efficiency Standords for residentizl buildings, and 3) equipment that meets or ¢xceeds the appropriatc
requirements for manufactured devices (from the Appliance Efficiancy Regulations or Part 6), where applicable.

Installing Subcpptractor {Co. Name) OR General
Contractor (Gb, Mame) O}’Ovmer -~ /
A

Signalurw ,?_/ TAC/ | Date: (?/227/0&

Copies to: BUILDING DEPARTMENT, HERS RATER (IF APPLICABLE) BRUILDING OWNER AT OCCUPANCY

0l 1T 9/ _ 1}{/%%”}/%
A .

Residential Compliance Forms April 2005
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INSTALLATION CERTIFICATE , (Page 4 of 12) CF-6R

Site Address %0} }L}fh A’\_’Q Perm; 2;7%/

INSTALLER COMPLIANCE STATEMENT FOR DUCT LEAKAGE

INSTALLER COMPLIANCE STATEMENT
The building was: v [ ITested at Final v [J Tested at Roughin

INSFALLER VISUAL INSPECTION AT FINAL CONSTRUCTION STAGE:
emove at least one supply and one return register, and verify that the spaces between the register boot and the interior

finishing wall are properly séaled.
O If the house rough=in duct Jeakage test was conducted without an air handler installed, inspect the connection points
between the air handier and the supply and return plenums 1o verify that the connection points are properly sealed.
E/Inspcct all joints to ensure that no cloth backed rubber adhesive duct tape is used
[1 New Distribution system is fully ducted (i.e., does not use building cavities as plenums or platforms returns in licu of

ducts).

v [J buCT LEAKAGE REDUCTION
Pracedures for field verlficatjon and diagnostic testing of air distribulion systems are available in RACM, Appendle RC4.3
NEW CONSTRUCTION:
Measured

Duct Pressurization Test Results (CFM @ 25 Pa) Values

Enter Tested Leakage Flow in CFM: ,
Fan Flow: Calculated (Nominal: v E’éooling v O Heating) or ¥ 0] Measured g w

If Ean Flow is Calculated as 400 efm/ton x number of tons or as 21.7 cfm/(kBru/hr) x Heating
Capacity in Thousands of Biu/hr output, enter total calculated or measured fan flow in CFM here: v ":
Pass if Leakage Percentage< 6% for Final or £ 4% at Rough-in: 0O Pass O Fail
[100x{ {Line # 1)/ ‘5""“31 _
ALTERATIONS: Duct System and/or HVAC Equipment Change-Out

Enter Tested Leakage Flow in CFM from Pre-Test of Existing Duct System Prior to Duct
System Alteration and/or Equipment Change-Out.

Enter Tested Leakage Flow in CFM from Final Test of New Duct System or Altered Duct 5 q
5 | System for Duet System Aheration and/or Equipment Change-Qut.

Enter Reduction in Leakage for Altered Duct System

6 |t (Line # 4) Minus (Line # 5)] ~ (Only if Applicable)
7 | Enter Tested Leakage Flow in CFM to Outside {Only if Applicable) v v

Entire New Duct System - Pass if Leaknge Percentage < 6% for Final ,_/ o (3 Fai
B | [100x] (Line 4 8)/ Line # 2))) 8Y [5fus Ot
TEST OR VERIFICATION STANDARDS: For Altered Duct System and/or HYAC Equipment Change- v ',/' .

Qut Use one of the following four Test or Verification Standards for compliance:

o | Pass if Leaknge Percentage < 15% (100x{ _____ (Line#5)/ (Line # 2)]] D Pass O Fail

10 | Pass if Leakage to Outside Percentage < 10% (100 x [ (Line# 7)/ {Linc # 2)]] D Pass O Fall
Pass if Leakage Reduction Percentage 2 60% (100 x [ (Line# 6)/_____ (Line #4)]] O Pass O ,:-a“
11| and Verification by Smoke Test and Visual Inspection
12 | Pass if Sealing of all Accessible Leaks and Verification by Smoke Test and Visual Inspection [ . | O Pass O Fail
Pass if One of Lines # 9 through # 12 pass O Pass O Fail

v [J1. the undersigned, verify that the above diagnostic test results were performed in conformance with the requirements for
complianee credit. |, the undersigned, also certify that the newly installed or retrofit Air-Distribution System Ducts, Plenums and
Fans comply with Mandstory requirements specified in Section 150 (m) of the 2005 Building Energy Efficiency standards,

3

4

Installing Subcontractor (Co, Name) OR Genera}l

Conlrnclor(CO/Ni{M) Oﬁﬁﬂef , ) ; 4
Signature: ¢ 7 M Date: ‘//Zﬂo/ﬂ@

Copies t0: BUILDING DEPARTMENT, HERS RATER (IF APPLICABLE) BUILDING OWNER AT OCCUPANCY
September 2003

Residential Compliance Forms

£00 | YvVd 62:¢c 8002/L2/80




:

INSTALLATION CERTIFICATE ' (Page 5 of 12) CF-6R

00 0P e D]

v ¥ ErmosTATIC EXPANSION VALVE (TXV)
Proceduras for field verification of thermostatlc expansion valves are available in RACM, Ap/pendlx RI
v

Access is provided for inspection. The procedure shall
H/\ consist of visual verification that the TXV is installed on -

Yes the system and installation of the specific equipment ﬁk
shall be verified.

0

Yesisapass [ Pass | Fall

v [0 REFRIGERANT CHARGE MEASUREMENT
Verification for Required Refrigerant Charge and Adequate Airflow for Split System Space Cooling Systems without
Thermostatic Expansion Valves ;

QOutdoor Unit Serial #
Location

Qutdgor Unit Make
Outdoor Unit Modsl
Cooling Capacity ' | Btuhr
Date of Verification
Date of Refrigerant Gauge Calibration ' (must be checked monthly)
Date of Thermocouple Calibration {must be checked monthly)

Procedures for Derermm!r@ Rcﬁ‘iﬂmnl Chargl lulng the S!andarndthod are available mRA CM, 4 ppendu RD2.
Note: The system should be installed and charged in accordance with the manufacturer’s specifications before starting this
procedure.

Measyred Temperatures

Supply (evaporator leaving) air dry-bulb temperature (Tsupply, db)

Retum (evaporator entering) air dry-bulb mpem]ure (Treturn, db)

Return (evaporator entering) sir wet-bulb tnmperature (Treturn, wh)
Evaporator saturation temperature (Tevaporator, sat)

Suction line temperature (Tsuction, db)

Condenser (entering) air dry-bulb tempersture (Toondenser, db)

Superheat Charge Method Calculations for Refrigerant Charge

Actual Superheat = Tsuction, db — Tevaporator, sat

Target Superheat (from Table RD-2)

Actual Superheat — Target Superheat (System passes if between -5 and +5°F)

Temperature Split Method Calculations for Adequate Airflow
Split Method Calculation is not neeessary If Adequate Airflow credit Is aken

Actual Temperature Split = T return, db Tsupply, db
| Target Temperature Split (from Table RD3)

Actual Temperature Split Target Temperature Split (System passes if between -
3°F and +3°F or, upon remeasurement, if between -3°F and -100°F)

Residential Compliance Forms _ April 2005

k

00 @ IVd 0€:2% 9003/13/860




LINSTALLATION CERTIFICATE
1 Site Address

(Page 6 0f12) CF-6R
_—_—-‘—.’W) : Permit Number

258) D4 Aye D6/ 2S5/
Standard Charge Messurement Summary:

System shall pass both refrigerant charge and adequate sirflow calculation criteria from the same
measurements, If corrective actions were taken, both criteria must be remeasured and recalculated.

[V [OYes |CINo [ System Passes

Alternate Charge Measurement Procedure (outdoor air dry-bulb below 55 °F) ,

Note: The system should be installed and charged in accordance with the manufacturer’s specifications and installer
verification shall be documented on CF-6R before starting this procedure. If outdoor air dry-bulb is 33 °F or above, installer
shall use the Standard Charge Measure Procedure:.

Procedures for Determining Refrigerant Charge using the Aliarnate Method are available in RACM, Appendix RD3.

Weigh-In Charging Method for Refrigerant Charge
Actual liquid line length: i

Manufacturer's Standard liquid line length: fi
Difference (Actual = Standard): ft

Manufacturer's correction {(ounces par foot) x difference in length = ounces
(+ = add) (- = remove)

Measured Airflow M for A Alrflow Verification awailable in RACM, Appendix RD2.6
Calculated Airflow: Cooling %m (Btu/hr) X 0.033 (cfm/Btu-hr) = CFM

CFM (Mcasured airflow must be greater than the calculated airflow).

Measured Airflow is

Alternate Charge Measurement Summary:
System shall pass both reftigerant charge and adequate airflow calculation criteria from the same measurements. If
rective actions were taken, both criteria must be remeasured and recalculated.
DO Yes | ONo | System Passes )

YName) OR General
t Owner

4

Copies to: BUILDING DEPARTMENT, HERS RATER (IF APPLICABLE) BUILDING OWNER AT QCCUPANCY.

Residemial Complionce Forms
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~ April 2005
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To: Richard Page2of2 i 2006-08-27 03;31:21 (GMT) 19162000481 From; Patricia Cummings
1

cgnm:mrs or msw vmm _ 'r:ou a nx GNOST!C 'rssrma p e g of8) I PR

'2561 z4m Ave Sacrmunto, CA95820 S S ---.'._'A1 Heaung &A/C / 799254 U

- ".Contractor Name/ License Na :

b nitobas S _ < 0612651 -

.COntractorContact ' R Telephone-”;PennltNumber"'"f-;: R s
Patricia Cummi_gs 916-768 -7951 " 41982 S T

’ o : : < Telephone - Sample Group Number- ..

; ) : - September 22 2006"-_'-(2(:14 1798382564

,Certimng s;gnature SRR (T " Date Certificate Nurmber. - . UL
Firm: T ] - 'HERS vaider.CalCERTﬁ

Street Address ' R — CIty/State/an-Cltrus Henghts / CA / 95611

This. CF~4R has been registered: w th-the (:a SERTS®: reg?strv in accordance wlth the ‘I‘ltle 24 & 'I‘ttle 20 of the CCR
- Wl .the Califomia En y Commlsslon _‘ ' :

HERS RATER COMPLIA ICE. : R
The house was V] . Tested E‘ Appmved as part of sample testing, y
As.the HERS| rater providing dlagnostic testing. and field verification, I certfy that the house identiﬁed on thls form oomplles with the
diagnostic tested compliance requirements as checked. ‘on-this form, ‘The' HERS rater. must. check and. verify that. the new. dlstnbution
systen is fully ducted and corvect tape is used before 3 CF-4R may. be released on avery, tested building. The HERS rater. must not
;eiease the CF-4R until a properly completed-and signed CF-6R. has. ‘been recelved for the sample and tested bulldlngs -
' “The.installer has provided a copy of the, CF-GR (Instatiation. ‘Certificate). LT
‘New. Distribution. system is fully ducted (i.e -does not use bullding: cavitles as plenurns or platform retums ln Ileu of ducts)
New systems where cloth backed, rubber adhesive duct tape’is mscaﬂed rnastlc and drawbands are, used n comblnatlon with: cloth :
“backed, rubber adhesive ‘duct tape to seal leaks at duct connections. : ’
MINIMUM. REQUIRﬁﬂENTS FQR DUCT LEAKAGE REDUC’I'!ON COMPLIANCE EEDIT' L

NEW CONS'I'RUCTION i
Duct Pressuﬂzanon Tesy; Results (CFM @ 25 Pa)

Fan How. Calculated (Nominal @iCoollng G Heating) ora Measured
= EnterTotal Fan. Flaw mtm o o
ALTERAT’IQNS. Duct System andlor HVAC Equlpment Cha _ge-Out

‘,4.;: System Aiterahon and/or Equipment Change-Out

- enter Tested Leakage Fiow.in CEM: "Final Test of. New Duct System or Altared Duct System for Duct L
~-1system Alteration and/or Equipment change-out T L

. |Enter Reduction in Leakage for Altered: Duct System
“olLine 4'= Line 5}~ (Only iF Appﬂcabde) :

7 '|enter Tested Leakage- Flow in'CFM to, Outslde (omy if Appncable)
8- Entlre New Duct System Pass I! Lgakage Percentage <. 5% [100 x( Une 5 / Line 2. )M

TEST OR VERIFICATION STANDARDS: For Altered Duct System' and/or va: o
Equipment Change-Out, use one of the following four Test or Verification -
Standards for compllance- Lo

-9 |pass if Leakage Percentage <='15% [100'x (. Line’5/Une2)): T B RTINS R ! I T [’_’]‘pgss"-"
10 | Pass if Leakage to. Outside Percentage <= 10% [ 100 x (Line 7/ Wne2)]: A pass
11 :z:s\;;‘;:::gge Reduction Percentage »= 60% [100 X € une 67/ Line 4 )] e B : E] Pass
on by Srnoke Test and Visual Inspection : .

'3.2‘, Pass.if Seaﬂng of at Accesslble Leaks and Verlﬂcatlon by Smoke Test and Visual Inspection e B ' E] Pass
: ' T ”’;Pauﬂmaofunes #9 through #32pass| [ ] pass |

mm J7— palr-prfqr-nm/n'FAr nrint cortificate ofm%lnte=41 QR')&(‘J“!&:. hrnP I:id=| LReanes 'Q/').ﬁ/?ﬂ.bﬁv.“




