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INSTALLATION CERTIFICATE (Page 3 of 12) CF-6R

20 Farallon Circle Sacramento CA 95831 0518690

Site Address Permit Number

An installation certificate is required to be posted at the building site or made available for all appropriate inspections. (The
information provided on this form is required) After completion of final inspection, a copy must be provided to the building
department (upon request) and the building owner at occupancy, per Section 10-103(a).

HVAC SYSTEMS:
Heating Equipment

Equip Typ CEC Certified Mfr. Efficiency Duct
(pkg. Name, Model and (AFUE, etc.)1 | Location
heat pumj Serial Number >{CF-1R value)| (attic, etc.)

CARRIER 0.00 AfFue] ATTIC

Split Sys FVABNF005 9.0 HSPF

0

HP

Cooling Equipment

Equip Typ CEC Certified Mir. Efficiency Duct
(pkg. Name, Mode! and (AFUE, etc.)1 | Location
heat pumg Serial Number >{CF-1R value)| (attic, etc.)

CARRIER 14.50 Sger| ATTIC

Split Sys 38YXA036-3 12.3 EER

1. > symbol reads greater than or equal to what is indicated on the CF-1R value.
Include both SEER and EER if compliance credit for high EER air conditioner is claimed.

1, the undersigned, verify that equipment listed above is: 1) is the actual equipment installed, 2) equivalent to or more
efficient than that specified in the certificate of compliance (Form CF-1R) submitted for compliance with the Energy
Efficiency Standards for residential bulldings, and 3) equipment that meets or exceeds the appropriate requirements for
manufactured devices (from the Appliance Efficiency Regulations or Part 6), where applicable.

_% m@ﬁ}? L2/ 22/ (J8" Clarke & Rush Mechanical

Installing Subcontractor (Co. Name)
OR General Contractor (Co. Name) OR Owner

COPY TO: Building Department
HERS Rater (if applicable)
Building Owner at Occupancy




INSTALLATION CERTIFICATE (Pag_e 5 of 12) CF-6R

20 Farailon Circle Sacramento CA 95831 0518690

Site Address Permit Number

m/THERMOSTATIC EXPANSION VALVE (TXV)
Procedures for fieid verification of thermostatic expansion valves are available in RACM, Appendix RL.
y
Access is provided for inspection. The procedure shall
Yos DNO

consist of visual verification that the TXV is installed on
the system and installation of the specific equipment

shall be verified. .
Yesisapass | | Vés | JFai
REFRIGERANT CHARGE MEASUREMENT

Verification for Required Refrigerant Charge and Adequate Airflow for Split System Space Cooling Systems without
Thermostatic Expansion Valves
Outdoor Unit Serial #
Location

Outdoor Unit Make
Outdoor Unit Model
Cooling Capacity ] Btuwhr
Date of Verification
Date of Refrigerant Gauge Calibration {must be checked monthly)
Date of Thermocoupie Calibration (must be checked monthly)

Standard Charge Measurement Procedure (outdoor air dry-bulb 550F and above):

Procedures for Determining Refrigerant Charge using the Standard Method are available in RACM, Appendix RD2.

Note: The system should be instalied and charged In accordance with the manufacturer's specifications before starting this
procedure.

Measured Temperatures

Supply (evaporator leaving) air dry-bulb temperature (Tsupply, db)
Return (evaporator entering) air dry-bulb temperature (Treturn, db)
Returmn (evaporator entering) air wet-bulb temperature (Treturn, wb)
Evaporator saturation temperature (Tevaporator, sat)

Suction line temperature (Tsuction, db)

Condenser (entering) air dry-bulb temperature (Tcondenser, db)

Superheat Charge Method Calculations for Refrigerant Charge

Actual Superheat = Tsuction, db — Tevaporator, sat

Target Superheat (from Table RD-2)

Actual Superheat — Target Superheat (Systom passes if between -5 and +5°F)

Temperature Split Method Calculations for Adequate Airflow

Split Method Calculation is not necessary if Adequate Airflow credit is taken
Actual Temperature Split = T retum, db Tsupply, db

 Target Temperature Split (from Table RD3)

Actual Temperature Split Target Temperature Split (System passes if between -
3°F and +3°F or, upon remeasurement, if between -3°F and -100°F)




INSTALLATION CERTIFICATE (Page 6 of 12) CF-6R

20 Farallon Circle Sacramento CA 95831 0518690

Site Address Permit Number

Standard Charge Measurement Summary:
System shall pass both refrigerant charge and adequate alrflow calculation criteria from the same
meafemems. If corrective actions were taken, both criteria must be remeasured and recalculated.

| I(/Yes | |No  Systom Passes

Alternate Charge Measurement Procedure (outdoor air dry-bulb below 55 oF)

Note: The system should be installed and charged in accordance with the manufacturer’s specifications and installer
verification shall be documented on CF-6R before starting this procedure. If outdoor air dry-bulb is 55 oF or above, installer
shall use the Standard Charge Measure Procedure:

Procedures for Determining Refrigerant Charge using the Alternate Method are avallable in RACM, Appendix RD3.
Weigh-in Charging Method for Refrigerant Charge
Actual liquid line length:

Manufacturer's Standard liquid line length:
Difference (Actual — Standard);

Manufacturer’s correction (ounces per foot) x difference in length =
(+ = add) (- = remove)

Measured Airflow Method for Adequate Airflow Verification available in RACM, Appendix RD2.6
Calculated Airflow: Cooling Capacity (Btuhr) X 0.033 (cfm/Btu-hr) = CFM

Measured Airflow is CFM (Measured alrflow must be greater than the calculated airflow).

Alternate Charge Measurement Summary:
System shall pass both refrigerant charge and adequate airflow calculation criteria from the same measurements. If corrective
actions were taken, both criteria must be remeasured and recalculated.

| | [Ives ] INo  system Passes }

—M/ % %_0/&5 ~Clarke & Rush Mechanical

installing Subcontractor (Co. Name) OR
General Contractor (Co. Name) OR Owner

COPY TO: Building Department
HERS Rater (if applicable)
Building Owner at Occupancy




INSTALLATION CERTIFICATE _ {Page 8 of 12) ) CF-6R
20 Farallon Circle Sacramento CA 95831 0518690
Site Address Permit Number

FAN WATT DRAW

Procedures for measuring the air handler watt draw are available in RACM, Appendix RE3.2.

Method For Fan Watt Draw Measurement

RE3.2.1 Portable Watt Meter Measurement

RE3.2.2 Utility Revenue Meter Measurement

Measured Fan watt Draw: Enter results of Watts/cfm]]

Measured Fan Flow (Enter total cfm from airflow verification)
Enter results of Watts/cfm]

p—

[Cves Dﬂo Calculated fan watt/cfm is equal to or lower than the fan
watticim draw documented in CF-1R ]
Yes is a pass

ADEQUATE AIRFLOW VERIFICATION
Procedures for field verification and diagnostic testing of adequate airflow are available in RACM, Appendix RE4.1.
Method For Airflow Measurement
| Jves ]| [No  [Duct design exists on plans
RE4.1.1 Diagnostic Fan Flow Using Flow Capture Hood
RE4.1.2 Diagnostic Fan Flow Using Plenum Pressure Matching
RE4.1.3 Diagnostic Fan Flow Using Flow Grid Measurement
Measured Airflow:

IMeasumd airflow is greater than the criteria in Table RE-2
[Y_es is a pass

[] maxiMum COOLING cAPACITY
Procedures for determining maximum cooling load capacity are available in RACM, Appendix RF3.
1 Yes INo]  Adequate airflow verified (see adequate sirfiow credit)
2 Yes INo]  Refrigerant charge or TXV
3 Yes [No] _ Duct leakage reduction credit verified
4

Yes INo Cooling capacities of installed systems are < to maximum cooling}
capacity indicated on the Performance’s CF-1R and RF-3.
If the cooling capacities of installed systems are > than maximum
Dves DE cooling capacity in the CF-1R, then the electrical input for the
installed systems must be < to electrical input in the CF-1R. D
Yes to 1, 2, and 3; and Yes to either 4 or 5 is a pass Pass

HIGH EER AIR CONDITIONER
Procedures for verification are available in RACM, Appendix RI.
1 Yes JNo]  EER values of installed systems match the CF-1R
2 Yes INo]  For split system, indoor coil is matched to outdoor coil
3 Yes [No]l Time Delay Relay Verified (if Required) |'l_7{
Yes to 1 and 2; and 3 (Iif Required) is a pass Pass

&M S Clarke & Rush Mechanical
Signature, Date

Tests Installing Subcontractor (Co. Name) OR
Performed General Contractor (Co. Name)

COPY TO: Building Department, HERS Rater, Building Owner at Occupancy
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CalCERTS - Certificate Page 9 of 14

CERTIFICATE OF FIELD VERIFICATION & DIAGNOSTIC TESTING {Page 3 of B! CF-4R

20 Farsllon Circle Clarke & Rush Machanical 7 508005
Project Address Contractor Name / Livense No.

—_— 0518690
Contractor Contact Telephone Permit Number
Max McKinney {(916) 698-4185 13829

HERS Rater . Telephone Sample Group Number
W‘:‘rh December 29, 2005 CC14-1798354412

005
g g Signature Date Certificate Number

Firm: Trergy Analysis and Cofffort Solutions, HERS Provider:CalCERTS

Street Address: P.O. Box 2233 City/State/Zip:Orangevale / CA / 95662

@s to: Homeowner, HERS Provider and Bulldin artmant -
This CF-4R has been registered with the C3ICERTS® registry in accordance with the Title 24 & Title 20 of the CCR.
CalCE is an roved HERS provider by the California Energy Commission. )
HERS RATER CMPLIANCE STATENMENT

The house was & Tasted B Approved es part of sample testing, but was not testad.
As the HERS rater providing diagnostic testing and fleld verification, 1 certify that the house Identified on this form complies with the
diagnostic tested compliance requirements as checked on this form.

The instalier has ed a of the CF-6R (Installation Cartificate),

ERMOSTATIC EXPANSION VALVE (YXV):

Access is provided for Inspection. The procedure shall consist of visual verification that the TXV is
installed on the system and instailation of the specific equipment shall be verified.

HVAC System TXv| Bl rass B o

http://www .calcerts.com/cfdr _print_certificate.cfm?lots—=13829,11616,13828,13831,13830,13827,1... 12/29/05
G d LBEZ-8B86-916 3IJ40j4wWw0] % SISRIRUY RIuauz Wdio:2 S002Z2 QE 224




CalCERTS - Certificate ' Page 10 of 14

CERTIFICATE OF FIELD VERIFICATION & DIAGNOSTIC TESTING {Page 5 of 8) CF-4R

20 Farallon Circle Clarke & Rush Mechanical / 60B005
Project Address Contractor Name / License No.
0518690
Contractor Contact Telephone  Permit Number
Max McKinney (916) 698-4185 13829
Sampie Group Number

HERS Ra , Tetsphone
%”;2‘37&“ December 29, 2005 CC14-1798354412

Fring Signature m Date  Certificate Nurnber
Firm: Imergy Analysts and Cofffort Solutions, HERS Provider:CalCERTS

Street Address: P.O. Box 2233 City/Swate/Zip; Orangevale / CA [TSGGZ

Copies to: Homeowner, HERS Pyov| and B ent
This CF-4R has been ragistered with the CalCERTS® registry in accordance with the Titde 24 & Title 20 of the CCR.

CAICERTS® is an approved HERS provider by the Caiifornia Energy Commission.

HERS RATER COMPLIANCE STATEMENT

The house was B Tested ﬁAppmvedasmofsample testing, but was not tested. .
As tha HERS rater providing diagnostic testing and fleld verification, I certify that the house Identified on this form complies with the

diagnostic tested compliance requirements as chacked on this form.

g The Instalier has provided & copy of tha CF-6R {Installation Certificate).

IGH EER AIR CONDITIONER:
Procedures for verification are avalisble in RACM, Appendix RL
1] pass B rou EER values of instaied Systams mateh the CF-1R
B pass I ranFor split systams, indoor cot is matched to outdoor coll
3[® pass B ran|nme Detay Relay ventfied (1f Required)
HVAC System: Yes to 1 and 2; and 3 (If Required) is 3 pa Pass

http:/fwww.calcerts.com/cfdr_print_certificate.cfm?lots=13829,11616,13828,13831,13830,13827,1... 12/29/05
9-d LBEZ-B886-916 3IJI0JWO) B SISRTeuy RIJau3l  WdI0:2 S002 OE 22Q
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CalCERTS - Certificate

CERTIFICATE OF FIELD VERIFICATION & DIAGNOSTIC TESTING {Page 3 of B) CF-4R

20 Farallon Circle Clarke & Rush Mechanical 7 608005

Project Address Contractor Name / License No.
0518690

Contractor Contact Telephone  Permit Number

Max McKinney (916) 698-4185 13829
. Tetephone Sample Grouwp Number
Depember 29, 2005 CC14-1798354412
Certificate Number

: Energy Anaiysis and Co HERS Provider:CalCERTS
Street Address: P.O. Box 2233 City/State/Zip:Orangevale / CA / 95662

8s to: Homeowner, HERS Provider and Bullding Department -
This CF-4R has been registened with the CalCERTS® registry in accordance with the Title 24 & Titie 20 of the CCR.
CalCERTS® is an approved HERS vider by the Cafifornia Energy Commission.
HERS RATER conpmucr: STATEMENT

The house was &Y Tasted .Apprwed as part of sample testing, but was not tested.
As the HERS rater providing diagnastic testing and fleld verification, 1 certify that the house idsntified on this form camiplies with the

The instalier has provided a copy of tha CF-6R (Instalintion Cartificats),

dgmstlc tested compliance requirements as checked on this form,

ERMOSTATIC EXPANSION VALVE (TXV):

Access is provided for ingpection. The procedure shall consist of visual verification that the TXV is
installed on the system and Instailation of the specific equipment shall be verified.

HVAC System TXv| Blrass B ray

Page 9 of 14

http/www.calcerts.com/cf4r_print_certificate.cfin?lots=13829,11616,13828,13831,13830,13827.1...

N | P N e ] L A~

12/29/05




CalCERTS - Certificate ' Page 10 of 14

CERTIFICATE OF FIELD VERIFICATION & DIAGNOSTIC TESTING {Page 5 of 8) CF-4R

20 Farallon Circle Clarke & Rush Mechanical / 608005

Project Address Contractor Name / License No.
0518690

Contractor Contact Telaph Permit Numb.

Max McKinney (916) 698-4185 13829

HERS Ra% N Telephone Sample Grovp Nurmber
* December 29, 2005 CC14-1798354412
ifying Signature Date Certificate Number
K Energy Analysis and Solutions, HERS Provider:CalCERTS

mm:
Inc,
Street Address: P.O, Box 2233 Clity/State/Zip:Orangevale / CA / 95662

Copies to: Homeowner, HERS Provider and Bull Dey ent
This CF-4R has been registerad with the CalCERTS® registry in accordance with the Title 24 & Tithe 20 of the CCR.

CaICERTS® is an a| ed HERS ider by the California Energy Commission.
HERS RATER COMPLIANCE 'ﬁ\%mr

The house was B Tested B Approved as part of sample testing, but was not tested. .
As the HERS rater providing diagnostic testing and fleld verification, I certify that the house identified on this form complies with the

diagnostic tested compliance requirements as checked on this form.
E The Installer has provided a copy of the CF-6R (Instailation Certificate).
1GH EER AIR CONDITIONER:
mmmﬂmmammmm Appendix RL
n Pass Eru EER values of instalied systems match the CF-1R
[2{B pass B ran|For spiit systems, indoor oot is matched to outdoor col
3] pase EE] ran| ime Detay Relay verified (1f Required)

HVAC System: Yes to 1 and 2; and 3 (If Requived) Is & pass

htip:/fwww.calcerts.com/cfdr_print_certificate.cfm?lots=13829,11616,13828,13831,13830,13827,1... 12/29/05

e e ey ey miier R o TE AR AT ST s MV OET




