CITY OF SACRAMENTO ... . -~ -Permit No:...0610623 . ...

1231 I Street, Sacramento, CA 95814 Insp Area: 4
Thos Bros: 277E6

Site Address: 604 WEST EL CAMINO AV SAC Sub-Type: REP
Parcel No: 274-0110-045 Housing (Y/N): N

NTRACTOR OWNER ARCHITECT
MAY MECHANICAL INC HANSEN SVEND/SHARLEE
1852 WEST 11TH ST STE 110 106 BELVEDERE DR
TRACY, CA 95304 MILL VALLEY, CA 94941

Nature of Work: HVAC C/O-- SEE ATTACHED SPECS--
TITLE 24, 2005 DOC'S REQUIRED AND AIR BALANCE @ FINAL--

CONSTRUCTION LENDING AGENCY : T hereby affirm under penalty of perjury that there is a construction lending agency for the performance of
the work for which this permit is issued (See. 3097, Civ. C).

Lender's Name Lender'sAddress

LICENSED CONTRACTORS DECLARATION: 1 hereby affirm under penalty of perjury that I am licensed under provisions of Chapter 9
(commencing with section 7000) of Division 3 of the Business and Professions Code and my license is in full force and effect.

License Class =5, 65 License Number 806754 Date_ 7- /4 -0%&  Contractor Signature :/7_., . /%f«/ﬂ

OWNER-BUILDER DECLARATION: I hereby affirm under penalty of perjury that I am exempt from the contractors License Law for the following
reason (Sec. 7031.5, Business and Professions Code; any city or county which requires a permit to construct, alter, improve, demolish, or repair any structure,
prior to its issuance, also requires the applicant for such permit to file a signed statement that he or she is licensed pursuant to the provisions of the Contractors
License Law (Chapter 9 (commencing with Section 7000) of Division 8 of the Business and Professions Code) or that he or she is exempt therefrom and the
basis for the alleged exemption. Any viclation of Section 7031.5 by any applicant for a permit subjects the applicant to a civil penalty of not more than five
hundred dollars ($500.00);

I, as a owner of the property, or my employees with wages as their sole compensation, will do the work, and the structure is not intended or offered for
sale (Sec. 7044, Business and Professional Code: The Contractors License Law does not apply to an owner of property who builds or improves thereon, and
who does such work himself or herself or through his/her own employees, provided that such improvements are not intended or offered for sale. If however,
the building or improvement is sold within one year of completion, the owner-builder will have the burden of proving that he/she did not build or improve for
the putpose of sale.)

1, as owner of the property, am exclusively contracting with licensed contractors to construct ﬂm&:{ﬁ?& 7044, Business and Professions Code:
The Contractors License Law does not apply to an owner of property who builds or improve ﬁzrcon éontm'ctg for such projects with a contractor(s)
licensed pursuant to the Contractors License Law). é ot '

I am exempt under Sec. B & PC for this reason; Ul :

Date Owner Signature

IN ISSUING THIS BUILDING PERMIT, the applicant represents, and the city i ‘the‘h'lresmtation of theapplicant, that the applicant verified all
measurements and locations shown on the application or accompanying drawings the improvement to be constructed does not violate any law or
private agreement relating to permissible or prohibited locations for such improvements. This building permit does not authorize any illegal location of any
improvement or the violation of any private agreement relating to location of improvements.

1 certify that I have read this application and state that all information is corvect. agree to comply with all city and county ordinances and state laws relatingto
building construction and herby authorize representative(s) of this city to enter upon the abovementioned property for inspection purposes.

Date Tt O Applicant/Agent Signature 2:., PR caiiiions

WORKER'S COMPENSATION DECLARATION: I hereby affirm under penalty of perjury one of the following declarations:
1 have and will maintain a certificate of consent to self-insure for workers' compensation as provided for by Section 3700 of the Labor Code, for the
performance of work for which the permit is issued.

-,
/ /ﬂi have and will maintain workers' compensation insurance, as required by Section 3700 of the Labor Code, for the performance of the work for which
this permit is issued. My workers' compensation insurance cartier and policy number are:

Carrier STATE COMP INS Policy Number 1678977 Exp Date 05/01/2007 .

(This section need not be completed if the permit is for $100 or less) I certify that in the performance of the work for which this permit is issued, Ishall
not employ any person in any manner so as o become subject to the workers' compensation laws of California and agree that if I should become subject tothe
workers' compensatmn provisions of Section 3700 of the Labor Code, I shall forthwith comply with those provisions.

Date 7-/Y-66 Applicans Signature ﬁ 7 =

WARNING: FAILURE TO SECURE WORKER'S COMPENSATION COVERAGE IS UNLAWFUL AND SHALL SUBJECT AN EMPLOYER TO
CRIMINAL PENALTIES AND CIVIL FINES UP TO ONE HUNDRED THOUSAND DOLLARS ($100,000) IN ADDITION TO THE COST OF

COMPENSATION, DAMAGES AS PROVIDED FOR IN SECTION 3706 OF THE LABOR CODE, INTEREST AND ATTORNEY'SFEE. . - - .~

THIS PERMIT SHALL EXPIRE BY LIMITATION IF WORK IS NOT COMMENCED WITHIN 180 DAYS.
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201)5 ACCEPTANCE REQUIREMENTS FOR CODE COMPLIANCE MECH-5-A

NJ.5.1Air Distribution Acceptance Document (Part 1 of 3)
T PROJECT NAME DATE TELEPHON.E
Py WCAMNE D 3

| |28/06 | “4jt g
PRQJECT ADDRESS 1 y Ty
COY (0. &L Fepin 8, Sz cring s CA 4

TESTING AUTHORITY
CA | &
AIR DISTRIBUTOR NAME / D SIGNATION /FS%W = =
| Mg [lechoricel i # Bl Wiy
/

. New single zone supply ductwork shall not exceed a 6% leakage rate per §144(k) or §14£_4(‘Ji. existing
Intent: single zone ductwork shall not exceed 15% leakage or other compilance path per §149Dii or §149E,

Construction Inspection
Scape of test - New Builtings — this test required on New Buildings only if all eheckboxes T(a) through 1(c) are

checked
Existing Buildings ~ this test required if 1(a) through 1(d) are checked

Ductwork conforms to the following (note if any of these are not checked, then thie test is not required):
[m] 18) Connacted to a constant vo?dme, single zone air conditioners, heat pumpsg or furnaces
i 1b) Servas less than 5000 square feet of floor area

a3 1¢) Has more than 25% duct surface area lacated in ane or mors of the following spaces

= Outdoors
- A space directly under a roof where the U-factor of the roaf is greater than U-factor of the ceiling
- A space directly under a roof with fixad vents ar openings to the outside or unconditioned 1
5paces

- An unconditioned crawispace

- Qther unconditioned spaces

o 1d) A duct is extended or any of the following replaced: air handler, autdoor condensing unit of a
split system, coaling or heating coil, or the furnace heat exchanger.

2__Instrumentation to perform test includes:

2. Fan flowmeter, manometer {pressure meter)
|m:3 Material and Instailation, Complying new duct systems shall have a checked box for afl of the following categaries
a through £,
a. Choice of drawbands (check one of the following)

o Stainless steel worm-drive hose clamps
O UV-resistant nylon duet ties
b. Flexible ducts are not canstricted in any way

¢. Duct Irakage tests parformed befare access to ductwork and ¢onnections are blockad

d. Jaints and seams are not sealed with cioth back rubber adhesive tape unless used in combination with
Mastic and drawbands

e. Duet R-values are verified R-8 per 124(a)
f. Ductwark located outdoors has insulation that is protacted from damage and suitable for outdoor service
Certification Statement

i Gertify thag all statements are frue on this MECH-5-A farm including the PASS/FAIL Evaluation. | affirm | am
o under the provisions described in the Statement of Acceptance on form MECH-1-A

Company; .

Sigl'llatura: L > | Date: AE Ao T and
___Licenge: E i Expires: -7 ‘7“-/"1}:_& A 2 op & j

2003 Nonresidentiaf Aecceptance Forms April 2005
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INSTALLER CERTIFICATION (Partzof3)  MECH-S5A

PRAJECT NAME, 7 . < - DA.-TEZ Y 2 ook
srsi%ﬁyéss 7‘4 = 4’”@? FERMITNUMB% "

R
I +

lood) 1. 2L (omingp ,_5&4&-@7 woh_ Co . .

COPY TO: Building Daepartment, Builder, Building Owner at Qccupancy, HERS Provider

VERIFIED DUCT TIGHTNESS BY INSTALLER .
Thel?nstailing cantractor must pressure test every new HVAG systems that meet the requirerents of Section 144(k) and

évery refrofit to existing HVAC systems that meet the requirements of section 1498 D or E (ske Scope of Test under
Construction Inspection) .
RATED FAN FLOW (applies to all systems) Measured Values
| 1 ) Cooling capacity or for heatin only units heaﬁng capachy

a) Coaling capacity (for all units but heatin _only units) in tons
|| b) Heating capacity (for heating only units) kBtu/h
Fan flow caicufation _
&) Cooling capacity in tons /7" “(Line # 1a) x 400 efmiton]

b) Heating only cap. kBtuh | (Line # 1) x (21.7 cfm/kBtu/h)] diof

Total caleulated supply fan flow 2(a) or 2(b) cfm

e,

W CONSTRUCTION OR ENTIRE NEW DUCT SYSTEM ALTERATION:
Duct Pressurization Test Results (CFM @ 25 Pa)

Enter Tested Leakage Flow in CEM: f
Pass if Leakage Parcentage[] 6%: [ (Line # 4) / (Line # 3)] x 100 | % | O Pass O Fail
LTERATIONS: Pre-existing Duct System with Duct Alteration and/or HVAC Equipment Change-Qut

Enter Tested Leakage Flow in CFM: Pre-Test of Existing Duct System Prior to
Duct System Alteration and/or Equipment Change-Qut.

Enter Tested Leakage Flow in CFM: Final Test of New Duct System or Alterad
Duct System for Duct System Alteratian and/or Equipment Change-Out, T4z

TEST OR VERIFIGATION STANDARDS: For Altered Duct System and/or HVAC Equipment Change-Out Use one
of the following Three Tasts or Verification Standards for compliance:

v v
rﬂPass O Fall

8 | Pass if Leakage Percentags M.15%

L AL (inesrys __ 2 b &% (Line # 3)] x 100 13,/ %

9 | Passif Leakage Reduction Percentage 0 60% O Pass I Fail

Leakage reduction = [1- (Line#7) / (Line#6))} x 100 %

Pass if all Accessible Leaks are sealad as confirmed by Visual Inspection and O Pass I7 Fail
Verification by HERS rater (sampling rate 100%)

Pass If One of Lines #8 through # 10 pass ® Pass O Fail

LINSTALLER COMPLIANCE STATEMENT
The building was: » Tested at Final

v' 3 1, the unders

test(s) is in conformance with the requirements for ¢
installeq or retrofit Air-Distribution 8

Section 124 of the 2005 Building E

Company:
Signhaturg: | -7 . - : , Date:
License: | & pe) rp o= Expires:

=

2003 Nonresidential 4 eedplance Forme April 2005
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INSTALLER CERTIFICATION (Part3of3)  MECH-5-A

HERS Rater, _ Telephone: | Sample Group Number:
NalFur Kapws 5702 7 1p0
| Certifying Signature:

D g A JE

Firm; MERS Provider:

S e CELCH _
Coptés to; der, Building Owner at Occupancy, Building Department (wet signature), HERS Provider

idin HERS rater must test and field verify the first individual single zane package space conditloplqg equipment unit
51? ;ﬁw E.;\t;:r the first unit passes the builder shal‘{idenﬂfy a group of up o seven package unite in the building from which
one sample will be selacted for testing. If this first sampled unit fafls the HERS rater must pick another package unit from the group
for testing. If the second unit in the group dass not pass the HERS rater must test all package units in the group.
For existing buildings the HERS rater must pressure test one out of every seven units a ¢ontractor changes. Same rules apply for
sampiing above,
This page must be filled aut by the HERS rater for 2il tested and sampled huildings. If the installer has not tested every system and
provided a MECH-5-A to the HERS rater sampling must not seeur.

The unitwas: v* [J Tested v 1 Approved as part of sample testing but was not tested
e NERS rater providing diagnosic testing and Tield verca on, | Cartity that the Buiiding raentiied on mis form.
complies with the dlpagnostlg test%d com I‘anc% reguirements as checkech_E-t,y on this form. The HERS rater must verify
the distribution system on every new T D system to make sure that it is fully ducted and ¢orrect tape is used before

a MECH-5-A may be releasad.
B The installer has provided a completed MECH-5-A for every system in the group
0 New distribution systems are fully ducted (.., does not use building cavities as plenums or platform returns in
fieu of ducts).
O  Innew duct systems, where cloth backed, rubber adhesive dugt tape is installed, mastic and draw bands are used

in combination with cloth backed, rubber adhesive duct tape to seal leaks at duct connections.
1 3 d
RATED FAN FLOW (applies to all systems) Measure

1 | Cooling capacity or for heating anly units heating eapacity

2) Cooling capaeity (for all units but heating only units) [ tons x 4400 cfm/ton]

b) Heating capacity (for heating only units) . KBtuh x 21,7 cfm/kBtuh]

2 | Total calculated supply fan flow 1(a) or 1(b) cfm

NEW CONSTRUCTION OR ENTIRE NEW DUCT SYSTEM ALTERATION:
Duct Pressurization Test Restilts (CFM @ 25 Pa)

3 | Enter Tested Leakage Flow in CFM: v v

4 | Pass if Leakage Percentagat) 6%: | (Line #3)/ (Line # 2)] x 100 % | 0 Pags ([ Fail

Sampie building Number;

ALTERATIONS: Pre-axisting Duct System with Duct Alteration and/or HVAG Equlpment Change-Out

Enter Tested Leakage Flow in CFM: Final Test of New Duct System or Altered Duct :
System for Duct System Alteration and/or Equipment Change-Out.

TEST OR VERIFICATION STANDARDS: For Altered Duct System and/or HVAC Equipment Change-Qut, Use one
of the following Three Teats or Varification Standards for compliance;

§ | Pass if Leakage Percentage315% [ 7 _{Line #5) /2 Lo (Line #2)] x 100 [15:7 % ¥.Pass 7 Fail
Foé Systems certified by the installer as reducing leakage, pass if L.eakage Reduction
17 60%,

LeakageReduction=1~

§

(Line#5 HERS Tested Leakage) 1% 100
(Line#6 Installer's CertifiedPre - Test Leakage) 0 Pass [ Fail

Pass if all Accessible Laaks are sealed as confirmed by Visual inspection and
Verification by MERS rater (gampling rate 100%) 0 Pass O Fall

Pass if One of Lines # 6 through # 8 pass ﬁ. Pass 0O Fail

2005 Nonresidantial decepiance Forms April 2005




